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240 V Luminaire Luminaire housing grounding SCM

FOR CONNECTION TO 240 V PHASE TO PHASE

Provisions for padlocking 4\\:'

Entrance from bottom

N.EC. Type THHN wire Luminaires
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20 mm Conduit

Alternate conections to balance IOM Luminaire housing grounding screw

FOR CONNECTION TO 120 V OR 240 V PHASE TO NEUTRAL

All dimensions are in mm unless otherwise specified.
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