#6 Bare copper
ground wire

Class 5-50 treated
wood pole

Plastic ground wirecover
8 ft long

é” x 8" Copperweld ground

rod driven to 6" below normal
ground surface. Make connection
to ground wire with suitable
clamp. To be installed at each
end of lighting distribution.
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GENERAL NOTES

1. Install 2" x 10" x 6'-0 treated
plank 1'-0 below ground surface
with inner face directly against
pole outer face to be placed
against undisturbed earth as near
as practicable.

2. Pole key anchor and plank
stabilizer to be installed at
each major change of overhead
line direction and at each
end of lighting distribution.

@See Section on Standard Drawing
E 807-LHTI-07.
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