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North Building Data Center Generators                     Location: Lower Level UPS rm.
	
	Generator
	Transfer Switch
	Engine

	Make
	Catepillar #1
	Custom
	Catepillar

	Model
	SR-4
	Power Products
	7C8108

	Serial #
	6NA0239
	MM-1498
	1ZF00601

	kW and KVA
	1000kW      1250KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	
	

	# of Fuel Tank
	Capacity of tanks
	 1 Day Tank 75 Gallon
	1 Capacity 1,500 Gallon

	Tank fill location
	North end of building, at upper loading dock area.

	Tank location
	North building lower level East Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management


	
	Generator
	Transfer Switch
	Engine

	Make
	Catepillar #2
	Custom
	Catepillar

	Model
	SR-4
	Power Products
	7C8108

	Serial #
	6NA0238
	MM-1498
	1ZF00602

	kW and KVA
	1000kW      1250KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	
	

	# Fuel Tank
	Capacity of tanks
	1 Day Tank 75 Gallon
	1 Capacity 1,500 Gallon

	Tank fill location
	North end of building, at upper loading dock area.

	Tank location
	North building lower level East Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management

	NOTE:
	Before having the tanks filled have the fill alarms checked for proper operation, also have the check valve checked for proper operation.


North Building Generators                                   Location: Lower Level, behind Print Shop
	
	Generator
	Transfer Switch
	Engine

	Make
	Kohler #1
	ASCO
	Cummins

	Model
	500R0Z71
	94037097c
	KTTA19G2

	Serial #
	265297 - Left
	FP66360
	37131626

	kW and KVA
	450kW          563KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	940
	

	# Fuel Tank
	Capacity of tanks
	1 Day Tank 75 Gallon
	 Shared  600 Gallon

	Tank fill location
	Between North building and Library, on wire grade area.

	Tank location
	North building lower level West Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management


	
	Generator
	Transfer Switch
	Engine

	Make
	Kohler #2
	ASCO
	Cummins

	Model
	500R0Z71
	CP40315097C
	KTTA19G2

	Serial #
	265298 - Right
	FP79494
	37131625

	kW and KVA
	450kW          563KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	940
	

	Fuel Tank
	Capacity of tanks
	1 Day Tank 75 Gallon
	Shared 600 Gallon

	Tank fill location
	Between North building and Library, on wire grade area.

	Tank location
	North building lower level West Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management
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South Building Generators                             Location: Lower level, next to Chiller rm.
	
	Generator
	Transfer Switch
	Engine

	Make
	Catepillar #1
	ASCO
	Catepillar

	Model
	SR4
	E9940380097XC
	3412

	Serial #
	5NA06813
	9844372
	81Z08820

	kW and KVA
	500kW          625KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	940
	

	# Fuel Tank
	Capacity of tank
	Shared
	Capacity 600 Gallon

	Tank fill location
	Washington Street side of building just West of 302 entrance area.

	Tank location
	South building lower level Center South Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management


	
	Generator
	Transfer Switch
	Engine

	Make
	Catepillar #2
	ASCO
	Catepillar

	Model
	SR4
	E940380097XC
	3412

	Serial #
	5NA06681
	9844371
	81Z80724

	kW and KVA
	500kW          625KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	940
	

	# Fuel Tank
	Capacity of tank
	Shared
	Capacity 600 Gallon

	Tank fill location
	Washington Street side of building just West of 302 entrance area.

	Tank location
	South building lower level Center South Generator rooms.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management
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Senate Avenue Garage Generators     Location: Basement Level, next to Elevator lobby
	
	Generator
	Transfer Switch
	Engine

	Make
	Onan
	Onan
	Cummins

	Model
	125DGEA29498F
	LTCU200L190H
	6CT0097

	Serial #
	K900358081
	K900357125
	30413133

	kW and KVA
	125kW          156KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	619-6465
	

	# Fuel Tank
	Capacity of tank
	
	1 Capacity 75 Gallon

	Tank fill location
	Ohio Street side of Garage just about centered of garage.

	Tank location
	Senate Avenue Garage lower level Generator room.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management
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Washington Street Garage Generators      Location: Bsmt Level, next to Elevator lobby
	
	Generator
	Transfer Switch
	Engine

	Make
	Onan
	Onan
	Onan

	Model
	125.00VD-15R/27619
	LTCU200L1/61H
	0671T

	Serial #
	B870873295
	G870910418
	55517

	kW and KVA
	125kW          156KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	0814763D
	

	Fuel Tank
	Capacity of tank
	
	1 Capacity 75 Gallon

	Tank fill location
	Fill is inside on the Southeast basement level, next to the sprinkler room. 

	Tank location
	Washington Street Garage lower level Generator room.

	Who owns tank
	Indiana State Office Building Commission

	Who uses tank
	IDOA / Facilities Management

	NOTE:
	Contact Grounds Crew to use their pickup truck with pump and tank, Fuel company truck doesn’t fit. (they will need to hook up the 25 foot hose)
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Statehouse Generators                       Location: Outside the Statehouse Center West Lawn.
	
	Generator
	Transfer Switch
	Engine

	Make
	Onan
	ASCO
	Cummins

	Model
	125DGEA
	AN0595480/F940360047XC
	6CT8.3G

	Serial #
	F970642164
	881593001
	45538302

	kW and KVA
	125kW       56.3KVA
	208 VAC   3P   4W
	

	Group/Spec
	
	940
	

	Fuel Tank
	Capacity of tank
	
	1 Capacity 600 Gallon

	Tank fill location
	Tank is under the generator, on the Center Southwest lawn.

	Tank location
	Tank is under the generator, on the Center Southwest lawn.

	Who owns tank
	IDOA / Facilities Management

	Who uses tank
	IDOA / Facilities Management
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Indiana Historical Society Generators         Location: Basement Level, mechanical rm.
	
	Generator
	Transfer Switch
	Engine

	Make
	Kohler
	Kohler
	Detroit Diesel

	Model
	200R0ZD
	200R0ZD
	10637305

	Serial #
	391008
	391008
	290263

	kW and KVA
	205kW          256KVA
	480 VAC   3P   4W
	

	Group/Spec
	
	
	

	Fuel Tank
	Capacity of tank
	
	1 Capacity 600 Gallon

	Tank fill location
	Center North of the building, access by parking lot area.

	Tank location
	IHS building Canal levels Center Generator rooms.

	Who owns tank
	Indiana Historical Society

	Who uses tank
	IDOA / Facilities Management

	NOTE:
	You will need a key to unlock the fill station.
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