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 K0000A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 416.44(b).

Survey Date:  01/11/13

Facility Number:  012112

Provider Number:  15C0001161

AIM Number:  NA

Surveyor:  Mark Caraher, Life Safety 

Code Specialist

At this Life Safety Code survey, Indiana 

Endoscopy Centers (Fishers) was found 

not in compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 416.44(b), Life Safety from 

Fire and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 20, New 

Ambulatory Health Care Occupancies. 

The facility located on the first floor of a 

two story building was determined to be 

of Type II (000) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with smoke detection in the 

corridors.

Quality Review by Robert Booher, Life Safety 
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Code Specialist-Medical Surveyor on 01/22/13.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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416.44(b)(1) 

LIFE SAFETY CODE STANDARD 

Emergency illumination is provided in 

accordance with section 7.9.     20.2.9.1, 

21.2.9.1

After further review of our 

documents, we found the log for 

the 30 second  functional monthly 

testing of the battery operated 

emergency lights.  However, this 

was not available on the day of 

the survey.  All practices for this 

regulation are current and will 

remain so going forward.(see 

Attachment K046)The Clinical 

Manager will be responsible for 

auditing this log for completion.

01/14/2013  12:00:00AMK0046Based on record review, observation and 

interview; the facility failed to document 

monthly testing for 3 of 3 battery operated 

emergency lights.  LSC 7.9.3 Periodic 

Testing of Emergency Lighting 

Equipment requires requires a 30 second 

functional test to be conducted at 30 day 

intervals.  Equipment shall be fully 

operational for the duration of the test.  

Written records of visual inspections and 

tests shall be kept by the owner for 

inspection by the authority having 

jurisdiction.  Individual results for all 

lights must be kept as part of the written 

record.  This deficient practice could 

affect all patients, staff and visitors. 

Findings include:

Based on record review of "Monthly and 

Annual Emergency Exit Light Testing 

Log" documentation with the 

Administrator during the exit conference 

from 12:40 p.m. to 12:50 p.m. on 

01/11/13, documentation of monthly 

testing at 30 day intervals for three battery 

operated emergency lighting systems was 

not available for review.  The 

aforementioned testing log documentation 

had no results of monthly testing recorded 
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after 04/16/11.  Based on observations 

during a tour of the facility with the 

Maintenance Technician from 10:50 a.m. 

to 11:15 a.m. on 01/11/13, three battery 

operated emergency lights were observed 

in the facility and each of the three lights 

illuminated when their respective test 

buttons were pushed.  Based on interview 

at the time of the exit conference, the 

Administrator acknowledged monthly 

testing documentation after 04/16/11 for 

each of three battery operated emergency  

lights was not available for review. 
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416.44(b)(1) 

LIFE SAFETY CODE STANDARD 

There is a written plan for the protection of 

all patients and for their evacuation in the 

event of an emergency.     20.7.1.1, 21.7.1.1

Policy 14.012 (Fire Watch) was 

amended to reflect that the 

individual who is on fire watch will 

not have any other assigned 

duties nor will they be on watch 

for greater than 1 hour at a time.  

The policy was also amended to 

reflect that in the event the fire 

alarm system and/or automatice 

sprinkler system is out of service 

for 4 hours or greater, the ISDH 

will be notified.These 

amendments were reviewed and 

approved by the Medical Staff on 

1/22/13 and will be forwarded to 

the Board for final approval at the 

next meeting.The Clinical 

Manager will be responsible for 

enforcing this policy.

01/22/2013  12:00:00AMK00481.  Based on record review and interview, 

the facility failed to provide a complete 

written plan containing procedures to be 

followed in the event the fire alarm 

system has to be placed out of service for 

4 hours or more in a 24 hour period.  

LSC, Section 9.6.1.8 requires the 

authority having jurisdiction be notified 

and the building evacuated or an 

approved fire watch  provided until the 

fire alarm system has been returned to 

service.  LSC Section A.9.6.1.8 states a 

fire watch should at least involve some 

special action beyond normal staffing and 

they should understand the particular fire 

safety situation.  This deficient practice 

could affect all patients, staff and visitors.

Findings include:

Based on review of "Indiana Endoscopy 

Center Fishers Policy & Procedure, 

Subject: Fire Watch" documentation with 

the Administrator during the exit 

conference from 12:40 p.m. to 12:50 p.m. 

on 01/11/13, the facility's written policy 

in the event the fire alarm system is out of 

service for four hours or more in a twenty 

four hour period did not include the 

notification of the authority having 
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jurisdiction, the Indiana State Department 

of Health and did not include a statement 

indicating personnel conducting the fire 

watch will have no other duties for the 

duration of the fire watch.  Based on 

interview at the time of the exit 

conference, the Administrator 

acknowledged the written policy in the 

event the fire alarm system is out of 

service for four hours or more in a twenty 

four hour period did not include the 

aforementioned statements.

2.  Based on record review and interview, 

the facility failed to provide a written plan 

containing procedures to be followed in 

the event the automatic sprinkler system 

has to be placed out of service for 4 hours 

or more in a 24 hour period in accordance 

with LSC, Section 9.7.6.1.  LSC 9.7.6.2 

requires sprinkler impairment procedures 

comply with NFPA 25, Standard for 

Inspection, Testing and Maintenance of 

Water Based Fire Protection Systems.  

NFPA 25, 11-2 states the building owner 

shall assign an impairment coordinator to 

comply with the requirements of Chapter 

11.  In the absence of a specific designee, 

the owner shall be considered the 

impairment coordinator.  Exception: 

Where the lease, written use agreement, 

or management contract specifically 

grants the authority for inspection, testing, 

and maintenance of the fire protection 
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system(s) to the tenant, management firm, 

or managing individual, the tenant, 

management firm, or managing individual 

shall assign a person as impairment 

coordinator.  NFPA 25, 11-5(d) requires 

the local fire department be notified of a 

sprinkler impairment and 11-5(e) requires 

the insurance carrier, alarm company, 

building owner or manager and other 

authorities having jurisdiction also be 

notified.  This deficient practice could 

affect all patients, staff and visitors.

Findings include:

Based on review of "Indiana Endoscopy 

Center Fishers Policy & Procedure, 

Subject: Fire Watch" documentation with 

the Administrator during the exit 

conference from 12:40 p.m. to 12:50 p.m. 

on 01/11/13, the facility's written policy 

in the event the automatic sprinkler 

system is out of service for 4 hours or 

more in a 24 hour period did not include 

the notification of the authority having 

jurisdiction, the Indiana State Department 

of Health and did not include a statement 

indicating personnel conducting the fire 

watch will have no other duties for the 

duration of the fire watch.  Based on 

interview at the time of the exit 

conference, the Administrator 

acknowledged the facility's written policy 

in the event the automatic sprinkler 
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system is out of service for four hours or 

more in a twenty four hour period did not 

include the aforementioned statements.  
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K0050

 

416.44(b)(1) 

LIFE SAFETY CODE STANDARD 

Fire drills are held at unexpected times 

under varying conditions, at least quarterly 

on each shift.  The staff is familiar with 

procedures and is aware that drills are part 

of established routine.     20.7.1.2, 21.7.1.2

Policy 14.01 (see Attachment 

K050) was amended to reflect 

that during the quarterly fire drills, 

the transmission of the fire alarm 

signal will be sent.  Prior to this, 

the security company will be 

notified of the drill.  The Fire Drill 

Checklist (see attachment K050) 

has been amended to reflect the 

aformentioned along with 

documenting whether or not the 

security company received the 

signal or not.The Medical Staff 

reviewed and approved these 

amendments on 1/22/13.  They 

will forwarded to the Board for 

final approval at the next meeting. 

The Clinical Manager is 

responsible for enforcing these 

policies. 

01/22/2013  12:00:00AMK0050Based on record review and interview, the 

facility failed to document transmission of 

the fire alarm signal for 4 of 4 quarterly 

fire drills.  LSC 20.7.1.2 requires fire 

drills in ambulatory health care facilities 

to include the transmission of the fire 

alarm signal.  When drills are conducted 

between 9:00 p.m. and 6:00 a.m., a coded 

announcement shall be permitted to be 

used instead of audible alarms.  

Exception: Infirm or bedridden patients 

shall not be required to be moved during 

drills to safe areas or to the exterior of the 

building.  This deficient practice affects 

all patients, staff and visitors.  

Findings include:

Based on review of "Exhibit 2: Fire Drill 

Checklist" documentation with the 

Administrator during the exit conference 

from 12:40 p.m. to 12:50 p.m. on 

01/11/13, each of four quarterly fire drills 

conducted on the first shift on 03/19/12, 

05/08/12, 08/06/12 and 11/12/12 did not 

include documentation of the 

transmission of the fire alarm signal.  

Based on interview at the time of the exit 
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conference, the Administrator 

acknowledged documentation for first 

shift fire drills did not include the 

transmission of the fire alarm signal.
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K0114

 

416.44(b)(1) 

LIFE SAFETY CODE STANDARD 

Ambulatory health care occupancies are 

separated from other tenants and 

occupancies by fire barriers with at least a 1 

hour fire resistance rating.  Doors in such 

barriers are solid bonded core wood of 1¾ 

inches or equivalent and are equipped with a 

positive latch and closing device.  Vision 

panels, if provided in fire barriers or doors 

are fixed fire window assemblies in 

accordance with 8.2.3.2.2

Maintenance was notified of this 

deficiency.  The breaches in the 

fire wall have been sealed with 

fire resistant caulking / foam.The 

Clinical Manager is responsible 

for ensuring that maintenance 

staff will monitor all fire wall 

areas.

02/07/2013  12:00:00AMK0114Based on observation and interview, the 

facility failed to ensure 2 of 3 smoke 

barriers separating the facility from other 

occupancies were protected to maintain 

the one hour fire resistance rating of the 

smoke barrier.  This deficient practice 

could affect all patients, staff and visitors 

if smoke from a fire were to infiltrate the 

protective barrier.

Findings include:

Based on observations during a tour of the 

facility with the Maintenance Technician 

from 10:50 a.m. to 11:15 a.m. on 

01/11/13, the following was noted:

a. the one hour fire rated smoke barrier 

wall above the corridor at the employee 

entrance outside the patient waiting room 

had three openings in the smoke barrier 

wall above the ceiling.  The three 

openings in the wall above the ceiling 

were two, one inch diameter openings 

through which an electrical wire passed 
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and a four inch square opening through 

which a sprinkler pipe passed.

b. the one hour fire rated smoke barrier 

wall above the corridor by the employee 

locker room had a fourteen inch by four 

inch rectangular opening in the smoke 

barrier wall above the ceiling through 

which four electrical cables passed.

Based on interview at the time of the 

observations, the Maintenance Technician 

acknowledged the aforementioned 

openings were in the smoke barrier walls 

above the ceiling in the corridor by the 

employee entrance and by the employee 

locker room.
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416.44(b)(1) 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1, NFPA 110

Huston Electric Inc was contacted 

on 1/31/13 concerning the 

necessity of the e-stop switch.  A 

quote, PO and work order was 

issued this same day to complete 

this work (see Attachment 

K144).Email correspondence was 

had between the Clinical Manager 

(Amy Heminger, RN) and the 

Huston Service Coordinator 

(Robin Winter) about setting the 

date for the installation (see 

Attachment K144).  This will be 

installed on 2/11/13 and will be a 

permanent solution to this 

deficiency and will remain in 

place.The Clinical Manager will 

ensure that the PM checks for 

this equipment includes the 

emergency stop switch.

02/11/2013  12:00:00AMK0144Based on observation and interview, the 

facility failed to ensure 1 of 1 emergency 

generators was equipped with a remote 

manual stop.  NFPA 99, Health Care 

Facilities, 3-4.1.1.4 requires generator 

sets installed as alternate power sources 

shall meet the requirements of NFPA 110, 

Standard for Emergency Standby Power 

Systems.  NFPA 110, 3-5.5.6 requires 

Level 2 installations shall have a remote 

manual stop station of a type similar to a 

break glass station located outside of the 

room where the prime mover is located.  

This deficient practice could affect all 

patients, staff and visitors.

 

Findings include:

Based on observation during a tour of the 

facility with the Maintenance Technician 

at 10:50 a.m. on 01/11/13, a remote shut 

off device was not found for the 100 kW 

diesel fired emergency generator.  Based 

on interview at the time of observation, 

the Maintenance Technician stated the 

emergency generator was installed after 

2003 and acknowledged there is no 

remote emergency shut off device for the 

emergency generator. 
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