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 K0000A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 482.41(b).

Survey Date:  04/20/12

Facility Number:  005184

Provider Number:  154020

AIM Number:  100273350A

Surveyor:  Dennis Austill, Life Safety 

Code Supervisor

At this Life Safety Code survey, Regional 

Mental Health Center was found not in  

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 482.41(b), Life Safety from 

Fire and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies.

This two story facility was determined to 

be of Type II (111) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with smoke detection in the 

corridors, spaces open to the corridors and 

patient sleeping rooms.  The In-Patient 

Unit was located on the second floor and 

has a capacity of 16.  The census was 11 

FORM CMS-2567(02-99) Previous Versions Obsolete

Any defiencystatement ending with an asterisk (*) denotes a deficency which the institution may be excused from correcting providing it is determined that

other safegaurds provide sufficient protection to the patients. (see instructions.) Except for nursing homes, the findings stated above are disclosable 90 days

following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14

days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to 

continued program participation.

LABORATORY DIRECTOR'S OR PROVIDER/SUPPLIER REPRESENTATIVE'S SIGNATURE

_____________________________________________________________________________________________________
Event ID: N6G421 Facility ID: 005184

TITLE

If continuation sheet Page 1 of 8

(X6) DATE



(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

05/22/2012PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PERCEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

MERRILLVILLE, IN 46410

154020

01

04/20/2012

REGIONAL MENTAL HEALTH CENTER

8555 TAFT ST

at the time of this survey.

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 04/23/12.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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NFPA 101 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1.

K 1441.  How are you going to 

correct the deficiency?  If 

already corrected, include the 

following steps and state date of 

correction. Letter from fuel 

supplier, conforming to listed 

requirements, has been obtained 

and will be kept on file.  (see 

uploaded letter).  The fire panel 

and emergency lights and exit 

signs all have battery backup for 

90 minutes or more.  They do not 

rely on the generator for 

emergency operation.  Vendor 

has been contracted to install a 

remote alarm annunciator, per 

phone conversation with Mr. 

Dennis Austill, IDH Life Safety 

Code Specialist – Supervisor.  

This will consist of a single 

audio/visual derangement alarm, 

located in a constantly monitored 

area, indicating to staff that they 

need to go to the main 

annunciator panel and determine 

the cause of the alarm.  

Determination is being made as 

to horsepower rating of 

generator.  If less than 100HP, 

then based on the 1998 date of 

installation, no remote, manual 

emergency stop button will be 

required.  If the rating is 100 HP 

or greater, the stop button will be 

installed.  2.  How are you going 

to prevent the deficiency from 

06/01/2012  12:00:00AMK01441.  Based on observation and interview, 

the facility failed to ensure 1 of 1 

emergency generators was provided with 

an alarm annunciator in a location readily 

observed by operating personnel at a 

regular work station such as a nurses' 

station.  NFPA 99, Health Care Facilities, 

3-4.1.1.15 requires a remote annunciator, 

storage battery powered, shall be provided 

to operate outside of the generating room 

in a location readily observed by 

operating personnel at a regular work 

station.  The annunciator shall indicate 

alarm conditions of the emergency or 

auxiliary power source as follows:

(a) Individual visual signals shall indicate:

1. When the emergency or auxiliary 

power source is operating to supply power 

to load. 

2. When the battery charger is 

malfunctioning.

(b) Individual visual signals plus a 

common audible signal to warn of an 

engine-generator alarm condition shall 

indicate:

1. Low lubricating oil pressure.

2. Low water temperature.

3. Excessive water temperature.

4. Low fuel - when the main fuel storage 
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reoccurring in the future, even 

if it is already 

corrected?  Qualified vendor will 

be contracted to inspect the 

generator system, including the 

new equipment, to ensure correct 

operation and conformance to 

specification.  Training will be 

conducted by the General 

Services Manager of staff who 

monitors the audio/visual 

derangement alarm.    3.  Who is 

going to be responsible for 

numbers 1 and 2 above; i.e., 

administrator, director, 

etc.  The General Services 

Manager.4.  By what date are 

you going to have the 

deficiency corrected?  June 1, 

2012 

tank contains less than a 3-hour operating 

supply.

5. Overcrank (failed to start).

6. Overspeed.

Where a regular work station will be 

unattended periodically, an audible and 

visual derangement signal, appropriately 

labeled, shall be established at a 

continuously monitored location.  This 

derangement signal shall activate when 

any of the conditions in 3-4.1.1.15(a) and 

(b) occur but need not display these 

conditions individually.  This deficient 

practice could affect all the patients as 

well as visitors and staff.

Findings include:

Based on observation with the Supervisor 

of General Services on 04/20/12 during 

the tour from 1:15 p.m. to 2:15 p.m., the 

remote alarm annunciator for the 

generator was located in the boiler room.  

Based on interview at the time of 

observation, the Supervisor of General 

Services acknowledged the generator 

remote alarm annunciator was not located 

in a location readily observed by 

operating personnel at a regular work 

station such as a nurses' station and 

indicated staff may hear the annunciator if 

close by.

2.  Based on interview and record review, 
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the facility failed to ensure the off site 

fuel source for 1 of 1 emergency 

generators was from a reliable source.  

NFPA 110  1999 Edition, Standard for 

Emergency and Standby Power Systems, 

Chapter 3, Emergency Power Supply 

(EPS), 3-1.1, Energy Sources states the 

following energy sources shall be 

permitted for use for the emergency 

power supply (EPS):

a)  Liquid Petroleum products at 

atmospheric pressure

b)  Liquefied petroleum gas (liquid or 

vapor withdrawal)

c)  Natural or synthetic gas

Exception:  For Level 1 installations in 

locations where the probability of 

interruption of offsite fuel supplies is high 

(e.g., due to earthquake, flood damage or 

demonstrated utility unreliability), on-site 

storage of an alternate energy source 

sufficient to allow full output of the 

emergency power supply system (EPSS) 

to be delivered for the class specified 

shall be required, with provision for 

automatic transfer from the primary 

energy source to the alternate energy 

source.  

CMS (Centers for Medicare/Medicaid 

Services) requires a letter of reliability 

from the natural gas vendor regarding the 

fuel supply that must contain the 

following:

1.  A statement of reasonable reliability of 
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the natural gas delivery.

2.  A brief description that supports the 

statement regarding the reliability.

3.  A statement that there is a low 

probability of interruption of the natural 

gas.

4.  A brief description that supports the 

statement regarding the low probability of 

interruption,

5.  The signature of a technical person 

from the natural gas provider.

This deficient practice could affect all 

patients, staff and visitors.

Findings include:

Based on interview with the Supervisor of 

General Services on 04/20/12 during 

documentation review from 11:30 a.m. to 

1:15 p.m., the fuel source for the 

emergency generator was natural gas.  

Additionally, based on record review, the 

facility did have a letter from their natural 

gas provider (NIPSCO) dated 02/24/09 

but the letter did not include all the items 

above required for a letter confirming the 

reliability of a natural gas fuel source for 

an emergency generator.  The letter 

lacked supporting statements of reliability 

of natural gas and low probability of 

interruption of the natural gas service.  

This was acknowledged by the Supervisor 

of General Services during the time of 

record review.
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3.  Based on observation and interview, 

the facility failed to ensure 1 of 1 

emergency generators was equipped with 

remote manual stops.  LSC 7.9.2.3 

requires emergency generators providing 

power to emergency lighting systems 

shall be installed, tested and maintained 

in accordance with NFPA 110, Standard 

for Emergency and Standby Power 

Systems.  NFPA 110, 1999 edition, 

3-5.5.6 requires Level II installations shall 

have a remote manual stop station of a 

type similar to a break-glass station 

located elsewhere on the premises where 

the prime mover is located outside the 

building.  NFPA 37, Standard for the 

Installation and Use of Stationary 

Combustion Engines and Gas Turbines, 

1998 Edition, at 8-2.2(c) requires engines 

of 100 horsepower or more have 

provision for the shutting down the 

engine at the engine and from a remote 

location.  This deficient practice could 

affect all patients, staff and visitors.

 

Findings include:

Based on review of the Generator 

Maintenance records on 04/20/12 during 

review of documentation from 11:30 a.m. 

to 1:15 p.m. with the Supervisor of 

General Services, there was no 

documentation available which indicated 
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the amount of horsepower the generator 

was provided.  Based on observation of 

generator equipment on between 1:15 

p.m. and 2:15 p.m. during a tour of the 

facility with the Supervisor of General 

Services, there a remote shut off device 

was not found for the generator.  Based 

on interview during the time of 

observation, the Supervisor of General 

Services indicated the generator was 

installed in 1998.
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