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A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  06/12/15

Facility Number:  000839

Provider Number:  15G321

AIM Number:  100244000

At this Life Safety Code survey, Res Care 

Community Alternatives SE IN was 

found not in compliance with 

Requirements for Participation in 

Medicaid, 42 CFR Subpart 483.470(j), 

Life Safety from Fire and the 2000 

edition of the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility with a basement 

was fully sprinkled.  The facility has a 

fire alarm system with smoke detection 

on all levels including the basement, the 

corridors, common living areas and hard 

wired smoke detectors in all client 

sleeping rooms and common living areas.  

The facility has a capacity of 7 and had a 

census of 7 at the time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-Score of 1.0.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

PROMPT

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7, 33.2.3.5.2 and activates the fire 

alarm system in accordance with 33.2.3.4.1.  

The adequacy of the water supply is 

documented to the authority having 

jurisdiction.

Exception No. 1: In prompt evacuation 

facilities, an automatic sprinkler system in 

accordance with NFPA 13D, Standard for 

the Installation of Sprinkler Systems in One 

and two Family Dwellings and Manufactured 

Homes, is permitted. Automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft. and in bathrooms not exceeding 55 

sq. ft., provided that such spaces are 

finished with lath and plaster or materials 

providing a 15 minute thermal barrier.

Exception No. 2: Not applicable

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft and in bathrooms not exceeding 55 sq. 

ft., provided that  such spaces are finished 
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with lath and plaster or material providing a 

15 minute thermal barrier.

Exception No. 4: In prompt and slow 

evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 

Residential Occupancies up to and Including 

Four Stories in Height, are permitted.

Exception No. 5: Not applicable

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

SLOW

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and activates the fire alarm 

system in accordance with 33.2.3.4.1. The 

adequacy of the water supply is documented 

to the authority having jurisdiction.

Exception No. 1: Not Applicable

Exception No. 2: Not Applicable

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft. and in bathrooms not exceeding 55 

sq. ft., provided that such spaces are 

finished with lath and plaster or material 

providing a 15 minute thermal barrier.

Exception No. 4: In prompt and slow 
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evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 

Residential Occupancies up to and Including 

Four Stories in Height, are permitted.

Exception No. 5: Not Applicable

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

IMPRACTICAL

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and activates the fire alarm 

system in accordance with 33.2.3.4.1. The 

adequacy of the water supply is documented 

to the authority having jurisdiction. 

33.2.3.5.2.

Exception No. 1: Not Applicable.

Exception No. 2: In slow and impractical 

evacuation capability facilities, an automatic 

sprinkler system in accordance with NFPA 

13D, Standard for the Installation of 

Sprinkler Systems in One and Two Family 

Dwellings and Manufactured Homes, with a 

30 minute water supply, is permitted. All 

habitable areas and closets are sprinklered. 

Automatic sprinklers are not required in 

bathrooms not exceeding 55 sq. ft., provided 

that such spaces are finished with lath and 

plaster or materials providing a 15 minute 

thermal barrier.

Exception No. 3: Not Applicable.

Exception No. 4: Not Applicable.
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Exception No. 5: In impractical evacuation 

capability facilities up to and including four 

stories in height, systems in accordance with 

NFPA 13R, Standard for the Installation of 

Sprinkler Systems in Residential 

Occupancies up to and Including Four 

Stories in Height, are permitted.  All 

habitable areas and closets are sprinklered. 

Automatic sprinklers are not required in 

bathrooms not exceeding 55 sq. ft., provided 

that such spaces are finished with lath and 

plaster or materials providing a 15 minute 

thermal barrier.

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

1.  Based on observations and interview, 

the facility failed to ensure 1 of 33 

sprinkler heads was free of corrosion.  

LSC 9.7.5 refers to NFPA 25, Standard 

for the Inspection, Testing, and 

Maintenance of Water-Based Fire 

Protection Systems.  NFPA 25, 2-2.1.1 

requires sprinklers to be free of 

corrosion, foreign materials, paint, and 

physical damage and shall be installed in 

the proper orientation (upright, pendent, 

or sidewall).  Any sprinkler shall be 

replaced that is painted, corroded, 

damaged, loaded, or in the improper 

orientation.  This deficient practice could 

affect all clients in the facility that uses 

the south client sleeping room corridor 

bathroom.

K S056  

K0056:  Life Safety Code 

Standard:  Prompt Where an 

automatic sprinkler system is 

installed, for either total or partial 

building coverage, the system is in 

accordance with Section 

9.7,33.2.3.5.2 and activates the fire 

alarm system in accordance with 

33.2.3.4.1 

  

 

  

Corrective Action: Corrective 

action:

  

 

  

·         Simplex/Grinnell was at the 

facility on 6/26/15 to inspect the 

sprinkler heads.

  

·         Simplex/Grinnell has ordered 

the necessary parts for the 

07/12/2015  12:00:00AM
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Findings include:

Based on observations on 06/12/15 at 

1:30 p.m. with the support assistant #1, 

the sprinkler in the south client sleeping 

room corridor bathroom was completely 

covered in green corrosion.  This was 

verified by support assistant #1 at the 

time of observation and acknowledged at 

the exit conference on 06/12/15 at 2:15 

p.m.

2.  Based on observation and interview, 

the facility failed to ensure 2 of 33 

sprinkler heads in the facility were 

maintained.  This deficient practice could 

affect 2 clients in bedroom #3 and all 

clients who would use the front hallway 

during an evacuation.

Findings include:

Based on observations on 06/12/15 

during a tour of the facility from 1:15 to 

2:00 p.m. with support assistant #1, the 

client bedroom #3 sprinkler and the front 

hallway sprinkler were missing the 

sprinkler escutcheon.  This was verified 

by support assistant #1 at the time of 

observations and acknowledged at the 

exit conference on 06/12/15 at 2:15 p.m.

3.  Based on record review, observation 

and interview, the facility failed to ensure 

replacement of the sprinkler head in 

the south client sleeping room 

corridor bathroom and is scheduled 

to return on 7/2/15 for replacement 

of the sprinkler head.

  

·         Simplex/Grinnell replaced the 

sprinkler escutcheon in the hallway 

on 6/26/15 and has ordered the 

necessary part for replacement of 

the sprinkler escutcheon to replace 

existing sprinkler escutcheon in 

client #3’s bedroom with scheduled 

return of 7/2/15 for completion of 

work.

  

·         Simplex/Grinnell inspected 

the sprinkler gauge system in the 

basement on 6/26/2015

  

·         Simplex/Grinnell has ordered 

the necessary parts and is scheduled 

to complete repairs and 

maintenance of the sprinkler gauge 

system on 7/2/15.

  

·         The facility will ensure 

Simplex/Grinnell completes 

quarterly inspection of all sprinkler 

heads.

  

How we will identify others: 

  

·         Training provided to the 

Environmental Service Worker on 

presence and maintenance of 

sprinkler heads. (Attachment A).

  

·         Simplex/Grinnell will 

complete quarterly inspection of 
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1 of 1 sprinkler gauge was tested every 

five years or replaced.  LSC 32.2.3.5.2 

requires sprinkler systems to be in 

accordance with 9.7 and 9.7.5 requires 

automatic sprinkler systems be inspected, 

tested and maintained in accordance with 

NFPA 25, Standard for the Inspection, 

Testing, and Maintenance of 

Water-Based Fire Protection Systems.  

NFPA 25, Section 2-3.2 states gauges 

shall be replaced every five years or 

tested every five years by comparison 

with a calibrated gauge.  Gauges not 

accurate to within 3 percent of the full 

scale shall be recalibrated or replaced.  

This deficient practice could affect all 

clients in the facility.

Findings include:

Based on record review with support 

assistant #1 on 06/12/15 at 12:45 p.m., 

Simplex/Grinnell Sprinkler Inspection 

Reports dated 02/13/15 and 01/22/14 did 

not indicate if the sprinkler riser gauge 

had been replaced.  Based on observation 

of the sprinkler gauge located in the 

basement at the sprinkler riser on 

06/12/15 at 1:50 p.m. with support 

assistant #1, the sprinkler gauge had a 

dated printed on the gauge of 2005.  The 

lack of the sprinkler gauge being replaced 

or recalibrated over the past five years 

was verified by support assistant #1 at the 

sprinkler system.

  

·         Environmental Service 

Worker will complete a quarterly 

maintenances inspection to include 

presence and condition of sprinkler 

heads. (Attachment A).

  

Measures to be put in place:

  

·          Training provided to the 

Environmental Service Worker on 

maintenances and presence of 

sprinkler heads. (Attachment A).

  

·         Simplex/Grinnell will 

complete quarterly inspection of the 

sprinkler system.

  

·         Environmental Service 

Worker will complete monthly 

maintenance check list to include 

presence and condition of sprinkler 

heads. (Attachment A).

  

 

  

 

  

Monitoring of Corrective Action:

  

·         Clinical Supervisor, Program 

Manager, and or appropriate parties 

will conduct periodic reviews to 

ensure monthly inspection of 

sprinkler heads.

  

·         Clinical Supervisor, Program 

Manager, Executive Director, QIDP, 

Human Resources Specialist, Nursing 

Manager or Business Manager will 
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time of record review and observation of 

the sprinkler system riser and 

acknowledged at the exit conference on 

06/12/15 at 2:15 p.m.

perform Best in Class Audits to 

ensure that all regulations are being 

adhered to in accordance with state 

law.

  

·         Per ResCare policy Best in 

Class standards dictate that a review 

of 10% of ICF homes, up to 5, be 

reviewed quarterly.

  

 

  

Completion Date:  7/12/2015.
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