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Bldg. 01

This visit was for a Life Safety Code 

Recertification Survey, and in accordance 

with 42 CFR 483.470.

Survey Date: 04/29/15 

Provider Number: 15G512

AIM Number: 100245160

Facility Number: 001026

At this Life Safety Code survey, 

Opportunity Enterprises Inc. was found 

not in compliance with Requirements for 

Participation in Medicaid, 42 CFR 

Subpart 483.470(j), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility was fully 

sprinklered.  The facility has a fire alarm 

system with smoke detection in the 

corridors and common areas.  The facility 

has a capacity of 6 and had a census of 5 

at the time of this survey.

Calculation of the Evacuation Difficulty 

Score (E-Score) using, NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Slow with an 

K 0000  
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E-Score of 2.8.

 K 0130

 

Bldg. 01

Based on observation, record review and 

interview, the facility failed to ensure the 

testing of 2 of 2 battery operated, interior 

battery-operated emergency lights was 

maintained.  NFPA 101 in 4.6.12.2 states 

existing life safety features obvious to the 

public, if not required by the Code, shall 

either be maintained or removed.  LSC 

7.9.3, Periodic Testing of Emergency 

Lighting Equipment requires a functional 

test be conducted at 30 day intervals and 

an annual test be conducted on every 

required battery powered emergency 

lighting system for not less than 1 1/2 

hours.  Equipment shall be fully 

operational for the duration of the test.  

Written records of visual inspections and 

tests shall be kept by the owner for 

inspection by the authority having 

jurisdiction.  This deficient practice could 

affect all occupants if the facility were 

required to evacuate in an emergency 

during a loss of normal power. 

Findings include:

Based on observation with the Director of 

Group Homes on 04/29/15 at 12:45 p.m., 

the group home had two battery powered 

K 0130 To ensure the home's emergency 

lights are tested monthly, the 

group home manager will test the 

battery operated emergency lights 

once a month and document the 

test on a designated form.  In 

addition, each group home 

manager will conduct an 

annual, 90 minute, test 

of their emergency lights, 

and document the test on a 

designated form. 

 Documentation of these tests will 

be maintained by the Group 

Home Director or the Executive 

Assistant to the Program.  To 

ensure this deficient practice 

does not reoccur, the Group 

Home Director or Executive 

Assistant will monitor testing of 

emergency lights on a monthly 

basis.  

05/29/2015  12:00:00AM
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emergency light units.  Based on review 

of facility fire drills at 10:00 a.m., only 8 

of 12 monthly battery powered 

emergency light tests were documented 

on the fire drill documentation and none 

of the 8 drills documented an annual 90 

minute test of the battery powered 

emergency lights.  Based on interview at 

the time of observation, the Director of 

Group Homes acknowledged the 

aforementioned conditions.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Doors are provided with latches or other 

mechanisms suitable for keeping the doors 

closed. No doors are arranged to prevent 

the occupant from closing the door.     

32.2.3.6.3, 32.2.3.6.4, 33.2.3.6.3, 33.2.3.6.4

Doors are self-closing or automatic closing 

in accordance with 7.2.1.8

Exception: Door closing devices are not 

required in buildings protected throughout by 

an approved automatic sprinkler system in 

accordance with 32.2.3.5.1 and 33.2.3.5.2.

K S018

 

Bldg. 01

Based on observation and interview, the 

facility failed to ensure 3 of 3 bedroom 

doors would close and latch into the door 

frame.  This deficient practice could 

affect 6 of 6 clients in the facility.

Findings include:

Based on observation with the Director of 

Group Homes on 04/29/15 at 1:00 p.m., 

K S018 On May 13th, every bedroom 

door latch was adjusted and 

confirmed that the door will close 

and latch into the door frame. 

 After adjusting the latches, each 

door was able to stay closed in 

the door frame, while pressure 

was applied against it.

05/18/2015  12:00:00AM
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all three of the bedroom doors were 

provided with ball latches which were not 

functioning and were not capable of 

keeping the doors fully closed when a 

force was applied to the doors. Based on 

interview at the time of observation, the 

Director of Group Homes acknowledged 

the aforementioned bedroom doors with 

the ball latches were easily opened when 

a force was applied to the door.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Any hazardous area that is on the same 

floor as, and is in or abuts, a primary means 

of escape or a sleeping room is protected by 

one of the following means:

(a) Protection is an enclosure with a fire 

resistance rating of not less than 1 hour, 

with a self-closing or automatic closing fire 

door in accordance with 7.2.1.8 that has a 

fire protection rating of not less than ¾ hour.

(b) Protection is automatic sprinkler 

protection, in accordance with 32.2.3.5, and 

a smoke partition, in accordance with 8.2.4, 

located between the hazardous area and the 

sleeping area or primary escape route. Any 

doors in such separation is self-closing or 

automatic closing in accordance with 

7.2.1.8.     33.2.3.2.2.

K S029

 

Bldg. 01

Based on observation and interview, the 

facility failed to ensure the enclosure of 1 

of 1 hazardous areas on the same floor 

which abuts a primary means of escape 

was provided with a self closing or 

automatic closing fire door that has a fire 

K S029 The aforementioned door will be 

replaced with an automatically 

closing fire rated door.  To ensure 

this deficient practice does not 

reoccur, the Group Home 

Director will monitor this, along 

with other life safety codes, in a 

monthly facility check. 

05/29/2015  12:00:00AM
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rating of at least 45 minutes.  This 

deficient practice could affect all clients 

in the facility.

Findings include:

Based on observation on 04/29/15 at 

12:35 p.m. with the Director of Group 

Homes, the door separating the primary 

means of escape from the garage lacked a 

label indicating the fire resistance rating 

and a door closer.  The garage area 

contained a large quantity of combustible 

material such as 30 cardboard boxes.  

Based on interview at the time of 

observation, the Director of Group 

Homes acknowledged the door lacked a 

fire resistance rating label and was not 

provided with a door closer.

Documentation of these facility 

checks will be maintained by the 

Group Home Director or the 

Executive Assistant.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

A manual fire alarm system is provided in 

accordance with Section 9.6, 33.2.3.4.1.

Exception No 1: Where there are 

interconnected smoke detectors meeting the 

requirements of 33.2.3.4.3 and there is not 

less than one manual fire alarm box per 

floor arranged to continuously sound the 

smoke detector alarms.

Exception No. 2: Other manually activated 

continuously sounding alarms acceptable to 

the authority having jurisdiction.

K S051

 

Bldg. 01

Based on observation and interview, the 

facility failed to provide distinctive 

K S051 The facility's fire protection 

company, Shambaugh and Son, 

was contacted and a technician 

05/29/2015  12:00:00AM
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annunciation for 1 of 1 fire alarm systems 

in accordance with NFPA 72.  LSC 9.6 

requires fire alarm systems required for 

life safety shall be installed in accordance 

with NFPA 72, National Fire Alarm 

Code.  NFPA 72, 1-5.4.6 requires trouble 

signals to be located in an area where it is 

likely to be heard.  NFPA 72, 1-5.4.4 

requires fire alarms, supervisory signals, 

and trouble signals to be distinctive and 

descriptively annunciated.  This deficient 

practice could affect all occupants.

 

Findings include:

Based on observation with the Director of 

Group Homes on 04/29/15 at 12:55 p.m., 

the fire alarm control panel (FACP) was 

located in a room accessed by a door on 

the outside of the building.  The panel 

was not visible from any point within the 

facility so a trouble signal would not be 

visible from inside the facility.  The 

Director of Group Homes said at the time 

of observation, a trouble alarm from the 

FACP would not be heard in the house 

and acknowledged a trouble light could 

not be seen by staff unless they had a 

reason to enter the room housing the 

FACP.

was scheduled to install a remote 

annunciation device, in the group 

home office. The remote 

annunciation device will allow all 

staff to hear any trouble alarms, 

fire alarms, supervisory signals 

and trouble signals.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

(1) The facility holds evacuation drills at 

least quarterly for each shift of personnel 

K S152

 

Bldg. 01
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and under varied conditions to - 

(i) Ensure that all personnel on all shifts are 

trained to perform assigned tasks;

(ii) Ensure that all personnel on all shifts are 

familiar with the use of the facility's 

emergency and disaster plans and 

procedures.

(2) The facility must - 

(i) Actually evacuate clients during at least 

one drill each year on each shift; 

(ii) Make special provisions for the 

evacuation of clients with physical 

disabilities: 

(iii) File a report and evaluation on each drill: 

(iv) Investigate all problems with evacuation 

drills, including accidents and take corrective 

action: and 

(v) During fire drills, clients may be 

evacuated to a safe area in facilities certified 

under the Health Care Occupancies Chapter 

of the Life Safety Code.

(3) Facilities must meet the requirements of 

paragraphs (i) (1) and (2) of this section for 

any live-in and relief staff that they utilize.

Based on record review and interview, 

the facility failed to conduct fire drills 

quarterly on the 3rd shift for 1 of the last 

4 calendar quarters over the past year. 

This deficient practice could affect all 

clients.

Findings include:

Based on a review of Fire Drill Reports 

on 04/29/15 with the Director of Group 

Homes at 10:45 a.m., there was no record 

of a 3rd shift 3rd quarter, 2014 fire drill.  

K S152 Evacuation drills will be 

conducted a minimum of once 

per quarter for each shift.  The 

GHM will schedule these drills 

and see that they are completed. 

Once a drill is conducted, the drill 

form will be signed by the staff on 

shift and will include information 

on the client’s in the home as far 

as their level of 

participation/assistance required 

in the dill. Once these forms are 

completed,they will be turned into 

the Executive Assistant to 

Programs.  She/he will add this 

drill tracking to a checklist of 

05/18/2015  12:00:00AM
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This was verified by the Director of 

Group Homes at the time of record 

review and the Director of Group Homes 

confirmed there were no other records to 

indicate the missed fire drill was 

conducted.

monthly action items and will 

ensure that all drills are 

conducted within the regulatory 

time frames. 
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