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A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  06/11/14

Facility Number:  000986

Provider Number:  15G472

AIM Number:  100244890

Surveyor:  Mark Caraher, Life Safety 

Code Specialist,

At this Life Safety Code survey, 

Developmental Service Alternatives Inc. 

was found not in compliance with 

Requirements for Participation in 

Medicaid, 42 CFR Subpart 483.470(j), 

Life Safety from Fire and the 2000 

Edition of the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story building was not 

sprinklered.  The facility has a fire alarm 

system with smoke detection in corridors 

and in all living areas.  The facility has a 

capacity of 6 and had a census of 6 at the 

time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-Score of 0.2.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 06/19/14.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

No door in any means of escape is locked 

against egress when the building is 

occupied.

Exception: Delayed egress locks complying 

with 7.2.1.6.1 are permitted on exterior 

doors.     32.2.2.5.5, 33.2.2.5.5.

K01S043

 

Based on observations and interview, the 

facility failed to ensure 1 of 3 exit doors 

was provided with a releasing device 

having an obvious method of operation 

and readily operated under all lighting 

conditions.  LSC 33.2.2.5.7 requires 

compliance with LSC 7.2.1.5.4.  LSC 

7.2.1.5.4 requires where a latch or other 

similar device is provided, the method of 

operation of its releasing device must be 

K01S043 The deadbolt has been removed 

from the door leading into the 

garage.  There are no other 

deadbolts present in the home.  

No additional locks will be added 

to the exit doors in the home in 

the event a door is to be replaced 

for any reason.  The maintenance 

personnel have been instructed 

that no additional locks are to be 

added to exit doors.   Persons 

Responsible: Maintenance, Area 

07/01/2014  12:00:00AM
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obvious, even in the dark.  The intention 

of this requirement is the method of 

release is one familiar to the average 

person.  Generally, a two step release, 

such as a knob and independent dead-bolt 

is not acceptable.  In most occupancies, it 

is important a single action to unlatch the 

door be present.  This deficient practice 

affects all residents, staff, and visitors.

Findings include:

Based on observation with the 

Residential Manager during a tour of the 

facility from 2:45 p.m. to 3:10 p.m. on 

06/11/14, the exit door from the laundry 

room into the garage had two locks on 

the door.  One functional lock was on the 

door handle and a second separate lock 

consisted of a deadbolt which required a 

key to unlock from each side of the door.  

The deadbolt was functional as the key 

was located and utilized to lock and 

unlock the door.  Based on interview at 

the time of observation, the Residential 

Manager acknowledged the 

aforementioned exit door required the 

unlocking of more than one lock.

Director  

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

K01S147
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The administration of every resident board 

and care facility has in effect and available 

to all supervisory personnel written copies of 

a plan for protecting of all persons in the 

event of fire, for keeping persons in place, 

for evacuating persons to areas of refuge, 

and for evacuating persons from the building 

when necessary. The plan includes special 

staff response, including fire protection 

procedures needed to ensure the safety of 

any resident, and is amended or revised 

whenever any resident with unusual needs is 

admitted to the home.  All employees are 

periodically instructed and kept informed 

with respect to their duties and 

responsibilities under the plan.  Such 

instruction is reviewed by the staff not less 

than every 2 months. A copy of the plan is 

readily available at all times within the 

facility.     32.7.1, 33.7.1

Based on record review and interview, 

the facility failed to periodically instruct 

staff of a plan for special staff response, 

including fire protection procedures 

needed to ensure the safety of 6 of 6 

clients in the facility.  This deficient 

practice could affect all staff and clients.

Findings include:  

Based on record review with the 

Residential Director from 1:45 p.m. to 

2:45 p.m. on 06/11/14, records of staff 

instruction and review of the facility's 

written protection plan was not available 

for review.  Based on interview at the 

time of record review, the Residential 

Director stated new staff are trained at the 

K01S147 Staff have been in-serviced on 

the evacuation plan for the 

consumers in the home.  The 

evacuation routes and evacuation 

plan for the consumers in the 

home will be reviewed with staff 

members no less than every two 

months. The Residential Director 

will be responsible for making any 

changes to and revising the 

evacuation plan any time that a 

new consumer is admitted to the 

home or that the condition of  the 

consumer in the home changes 

and a special staff response is 

required to evacuate them. The 

Residential Director will ensure 

that a copy of the plan is readily 

available in the home at all times 

and a map of the evacuation 

route is posted in the home at all 

times.

07/12/2014  12:00:00AM
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time of hiring but acknowledged records 

of periodic staff instruction regarding 

special staff response and the protection 

plan for the facility was not available for 

review.  Furthermore, based on review of 

"Fire Drill Report" records, 

documentation of a fire drill conducted 

on the third shift in the third quarter 

(July, August, September) of 2013 was 

not available for review.  
  

 Persons Responsible: 

Residential Director and Area 

Director

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

(1) The facility holds evacuation drills at 

least quarterly for each shift of personnel 

and under varied conditions to - 

(i) Ensure that all personnel on all shifts are 

trained to perform assigned tasks;

(ii) Ensure that all personnel on all shifts are 

familiar with the use of the facility's 

emergency and disaster plans and 

procedures.

(2) The facility must - 

(i) Actually evacuate clients during at least 

one drill each year on each shift; 

(ii) Make special provisions for the 

evacuation of clients with physical 

disabilities: 

(iii) File a report and evaluation on each drill: 

(iv) Investigate all problems with evacuation 

drills, including accidents and take corrective 

action: and 

K01S152
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(v) During fire drills, clients may be 

evacuated to a safe area in facilities certified 

under the Health Care Occupancies Chapter 

of the Life Safety Code.

(3) Facilities must meet the requirements of 

paragraphs (i) (1) and (2) of this section for 

any live-in and relief staff that they utilize.

Based on record review and interview, 

the facility failed to provide 

documentation of a fire drill conducted 

on the third shift for 1 of 4 quarters.  This 

deficient practice affects all clients, staff 

and visitors.

Findings include:

Based on review of "Fire Drill Report" 

documentation with the Residential 

Director during record review from 1:45 

p.m. to 2:45 p.m. on 06/11/14, 

documentation of a fire drill conducted 

on the third shift (11:00 p.m. to 9:00 

a.m.) in the third quarter of 2013 was not 

available for review.  Based on interview 

at the time of record review, the 

Residential Director acknowledged 

documentation of a fire drill conducted 

on the third shift in the third quarter of 

2013 was not available for review.

K01S152 Staff have been in-serviced on 

completing drills in compliance 

with regulations.  The Residential 

Director will be responsible to 

schedule specific staff to 

complete drills at a frequency 

which is compliant with 

regulations.  This schedule has 

been placed in the site.  The drills 

and schedule will be monitored by 

the Residential Director. The Area 

Director will track the drills to 

assure compliance.  The 

Residential Director will place the 

dates that the drills should occur 

on the schedule for the home as 

well.

Persons Responsible: Residential 

Director and Area Director  
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