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A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in 

accordance with 42 CFR 483.470(j).

Survey Date:  09/12/13

Facility Number:  000966

Provider Number:  15G452

AIM Number:  100244770

Surveyor:  Phillip Komsiski, Life Safety 

Code Specialist

At this Life Safety Code survey, 

Dungarvin Indiana LLC was found not 

in compliance with Requirements for 

Participation in Medicaid, 42 CFR 

subpart 483.470(j), Life Safety from 

Fire, and the 2000 edition of the 

National Fire Protection Association 

(NFPA) 101, Life Safety Code (LSC), 

Chapter 33, Existing Residential Board 

and Care Occupancies.

This one story facility was not 

sprinklered.  The facility has a fire alarm 

system with smoke detection in the 

corridors, in common living areas and 

none in client sleeping rooms.  The 

facility has a capacity of eight and had a 

census of eight at the time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101 A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-score of 0.32.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical 

Surveyor on 09/16/13.

The facility was found not in 

compliance with the aforementioned 

regulatory requirements as evidenced by 

the following:

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

A manual fire alarm system is provided in 

accordance with Section 9.6, 33.2.3.4.1.

Exception No 1: Where there are 

interconnected smoke detectors meeting the 

requirements of 33.2.3.4.3 and there is not 

less than one manual fire alarm box per 

floor arranged to continuously sound the 

smoke detector alarms.

Exception No. 2: Other manually activated 

continuously sounding alarms acceptable to 

the authority having jurisdiction.

K01S051

 

Based on record review and interview, 

the facility failed to ensure 1 of 1 fire 

alarm systems was maintained in 

The fire alarm system was 

inspected on 10/7/13. A copy of 

the inspection is attached to this 

survey plan of correction. A new 

10/12/2013  12:00:00AMK01S051
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accordance with the applicable 

requirements of NFPA 72, National Fire 

Alarm Code.  LSC 9.6.1.4 requires fire 

alarm systems to be maintained in 

accordance with NFPA 72.  NFPA 72, 

7-3.2 requires testing shall be performed 

in accordance with the schedules in 

Chapter 7 or more often if required by 

the authority having jurisdiction.  Table 

7-3.2 shall apply.  Table 7-3.2 "Testing 

Frequencies" requires alarm notification 

appliances, batteries, and initiating 

devices to be tested at least annually.  

This deficient practice could affect all 

clients, staff, and visitors in the facility.

Findings include:

Based on review of Fire Alarm 

Inspection reports on 09/12/13 at 3:30 

p.m. with the House Manager, the last 

fire alarm inspection was done on 

05/12/12.  Based on interview on 

09/12/13 at 3:32 p.m. with the House 

Manager, it was acknowledged after 

consulting with Central Office staff, no 

other documentation for an annual Fire 

Alarm Inspection report was available 

for review. 

director of Maintenance was 

recently hired and he has 

re-established systems for 

tracking that this maintenance 

and inspection will occur in a 

timely fashion in accordance with 

the National Fire Alarm Code and 

all ISDH regulations.System-wide, 

all Area Directors and the 

Maintenance Director have been 

made aware of this citation in 

order to ensure that this 

deficiency does not reoccur in any 

of the ICF-MR/DD facilities run by 

Dungarvin Indiana. Update 

10/14/13:As noted in the 

inspection of 10/7/13, there were 

problems with one of the phone 

lines on that date. The phone 

company was at the site on 

10/9/13 to repair the phone line in 

question and NOBI completed a 

new inspection on 10/11/13. A 

copy of this inspection is 

uploaded with our survey 

documents. I apologize that this 

was not clarified as our plan of 

action with the first plan of 

correction submission.
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483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Approved smoke alarms are provided in 

accordance with 9.6.2.10. These alarms are 

powered from the building electrical system 

and when activated, initiate an alarm that is 

audible in all sleeping areas.  Smoke alarms 

are installed on all levels, including 

basements but excluding crawl spaces and 

unfinished attics. Additional smoke alarms 

are installed for living rooms, dens, day 

rooms, and similar spaces. 33.2.3.4.3.

Exception No 1: Buildings protected 

throughout by an approved automatic 

sprinkler system, in accordance with 

33.2.3.5, that uses quick response or 

residential sprinklers, and protected with 

approved smoke alarms installed in each 

sleeping room in accordance with 9.6.2.10, 

that are powered by the building electrical 

system.

Exception No. 2: Where buildings are 

protected throughout by an approved 

automatic sprinkler system, in accordance 

with 32.3.2.5, that uses quick-response or 

residential sprinklers, with existing 

battery-powered smoke alarms in each 

sleeping room, and where, in the opinion of 

the authority having jurisdiction, the facility 

has demonstrated that testing, maintenance, 

and a battery replacement program ensure 

the reliability of power to smoke alarms.

K01S053

 

Based on observation and interview, the 

facility failed to ensure 1 of 3 smoke 

detectors were installed in a location 

which would allow the smoke detector 

to function to its fullest capability.  LSC 

9.6.2.10.1 refers to NFPA 72, National 

Our detector monitoring 

company, NOBI, is scheduled to 

be at the Highland house on 

10/9/13. They will either move this 

smoke detector to a safe distance 

from the ceiling fan or, if this is 

not possible to complete 

immediately, the Dungarvin 

10/12/2013  12:00:00AMK01S053
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Fire Alarm Code.  NFPA 72 at 2-3.5.1 

requires in spaces served by air handling 

systems, detectors shall not be located 

where air flow prevents operation of the 

detectors.  This deficient practice could 

affect all clients in the facility.

Findings include:

Based on observation on 09/12/13 at 

3:24 p.m. with the House Manager, the 

smoke detector installed on the living 

room ceiling was within one foot of 

ceiling fan blades.  Based on interview 

on 09/12/13 at 3:27 p.m. with the House 

Manager, it was agreed the smoke 

detector was within one foot of a ceiling 

fan and could be adversely affected 

because of its proximity to the fan 

blades.  

Maintenance Director will replace 

the ceiling fan with a simple 

ceiling light fixture until NOBI is 

able to move the smoke 

detector. System wide, all 

Program Directors, Area 

Directors and the Maintenance 

Director have been made aware 

of this finding so that we can 

ensure that this concern is not 

present in any of our other 

ICF-MR/DD facilities.
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