
(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

01/30/2015PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PRECEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

FORT WAYNE, IN 46825

15G415 01/08/2015

EASTER SEALS ARC OF NORTHEAST

8626 STANDRIDGE RUN

01

K010000

 

A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  01/08/15

Facility Number:  000929

Provider Number:  15G415

AIM Number:  100244520

Surveyor:  Amy Kelley, Life Safety Code 

Specialist

At this Life Safety Code survey, Easter 

Seals ARC of Northeast Indiana was 

found not in compliance with 

Requirements for Participation in 

Medicaid, 42 CFR Subpart 483.470(j), 

Life Safety from Fire and the 2000 

edition of the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

The one story facility was sprinklered.  

The facility has a fire alarm system with 

smoke detection in the corridors and 

common living areas.  The facility has a 

capacity of 5 and had a census of 5 at the 

time of this survey.

K010000  
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Slow with an 

E-Score of 1.6.

Quality Review by Dennis Austill, Life 

Safety Code Specialist on 01/12/15.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:

 K010130

 

Based on observation and interview, the 

facility failed to maintain a clear path of 

travel for 1 of 4 exits to evacuate clients 

to an area of refuge.  LSC 7.1.6.4 

requires walking surfaces shall be slip 

resistant under foreseeable conditions.  

The walking surface of each element in 

the means of egress shall be uniformly 

slip resistant along the natural path of 

travel.  This deficient practice could 

affect all clients.

Findings include:

Based on an observation with the 

Maintenance Supervisor on 01/08/14 at 

12:10 p.m., the back patio was covered 

with at least three inches of snow.   Based 

K010130 Staff willshovel the snow on the 

back patio

 

PersonResponsible: Group Home 

Supervisor

CompletionDate: February 7, 

2015

 

Staff will betrained to remove 

snow from all emergency exits

 

PersonResponsible: QIDP

CompletionDate: February 7, 

2015

 

The QIDP willcheck to ensure 

that all exits are free from snow 

during monthly observations

 

PersonResponsible: QIDP

02/07/2015  12:00:00AM
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on an interview with the Maintenance 

Supervisor at the time of observation, the 

back door moved snow when opened and 

the back patio should have been shoveled 

the staff.  

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

(1) The facility holds evacuation drills at 

least quarterly for each shift of personnel 

and under varied conditions to - 

(i) Ensure that all personnel on all shifts are 

trained to perform assigned tasks;

(ii) Ensure that all personnel on all shifts are 

familiar with the use of the facility's 

emergency and disaster plans and 

procedures.

(2) The facility must - 

(i) Actually evacuate clients during at least 

one drill each year on each shift; 

(ii) Make special provisions for the 

evacuation of clients with physical 

disabilities: 

(iii) File a report and evaluation on each drill: 

(iv) Investigate all problems with evacuation 

drills, including accidents and take corrective 

action: and 

(v) During fire drills, clients may be 

evacuated to a safe area in facilities certified 

under the Health Care Occupancies Chapter 

of the Life Safety Code.

(3) Facilities must meet the requirements of 

paragraphs (i) (1) and (2) of this section for 

any live-in and relief staff that they utilize.

K01S152

 

Based on record review and interview, 

the facility failed to conduct fire drills 

quarterly on each shift for 2 of the last 4 

K01S152 Staff willcomplete fire drills on 

shift quarterly

 

PersonResponsible: Group Home 

02/07/2015  12:00:00AM
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calendar quarters.  This deficient practice 

could affect all clients.

Findings include:

Based on record review of the "Fire Drill 

Form" with the Maintenance Supervisor 

on 01/08/15 at 12:00 p.m., 

documentation of a first shift fire drill for 

the third quarter and a third shift fire drill 

for the fourth quarter of 2014 were not 

available for review.  Based on an 

interview with the Maintenance 

Supervisor at the time of record review, 

no other documentation was available for 

review to confirm these fire drills were 

conducted. 

Supervisor

 

Staff andsupervisor will be trained 

on appropriate documentation of 

fire dills

 

PersonResponsible: Group Home 

Services Director

CompletionDate: February 7, 

2015

 

The directorwill complete a 

quarterly review of drill 

documentation to ensure that 

drillsare documented

 

PersonResponsible: Group Home 

Services Director

CompletionDate: February 7, 

2015

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Where a required automatic sprinkler 

system is out of service for more than 4 

hours in a 24-hour period, the authority 

having jurisdiction shall be notified, and the 

building shall be evacuated or an approved 

fire watch system be provided for all parties 

left unprotected by the shutdown until the 

sprinkler system has been returned to 

service.     9.7.6.1

K01S154

 

Based on record review and interview, 

the facility failed to protect 5 of 5 clients 

by providing a complete written policy 

containing procedures to be followed in 

the event the automatic sprinkler system 

has to be placed out of service for 4 hours 

or more in a 24 hour period in accordance 

K01S154 The supportedliving’s standard 

operating procedures will be 

updated to include procedure 

foran impaired sprinkler system 

that states that if the sprinkler 

system isimpaired for 4 hours, 

staff will conduct a fire safety 

check every 15 minutesuntil the 

fire alarm is repaired. While doing 

02/07/2015  12:00:00AM
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with LSC, Section 9.7.6.1.  This deficient 

practice could affect all clients. 

Findings include:

Based on record review of the "Group 

Home Emergency Safety Procedures" 

with the Maintenance Supervisor on 

01/08/15 at 12:30 p.m., the facility did 

have a written policy and procedure for 

an impaired sprinkler system.  However, 

based on interview with the Maintenance 

Supervisor at the time of record review, 

he acknowledged the procedure did not 

indicate the individual conducting the fire 

watch shall be trained in the duties and 

responsibilities of a fire watch, the 

individual shall be assigned no other 

duties or responsibilities, the individual 

shall document the 15 minute fire safety 

checks, and the facility shall contact the 

Indiana State Department of Health and 

the local fire department.   

a fire safety check, staff willcheck 

every room in the house for signs 

of smoke or fire. Staff will also 

walkthe perimeter of the home 

checking for signs of fire while 

clients are home.Person 

conducting the fire watch shall be 

properly trained prior to 

conductinga fire watch and 

assigned no other duties. The 

authority(s) having jurisdiction 

including the Indiana 

StateDepartment of Health and 

the local fire department will be 

notified.

 

PersonResponsible: Group Home 

Services Director

CompletionDate: February 7, 

2015

 

The grouphome will have a copy 

of the standard operating 

procedures available in thehome 

for staff use

 

PersonResponsible: House 

Supervisor

CompletionDate: February 7, 

2015

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Where a required fire alarm system is out of 

service for more than 4 hours in a 24-hour 

period, the authority having jurisdiction shall 

be notified, and the building shall be 

evacuated or an approved fire

watch shall be provided for all parties left 

unprotected by the shutdown until the fire 

alarm system has been returned to service.     

9.6.1.8

K01S155
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Based on record review and interview, 

the facility failed to protect 5 of 5 clients 

by providing a written policy containing 

procedures to be followed in the event 

the fire alarm system has to be placed out 

of service for 4 hours or more in a 24 

hour period in accordance with LSC, 

Section 9.6.1.8.  This deficient practice 

could affect all clients.

Findings include:

Based on record review of the "Group 

Home Emergency Safety Procedures" 

with the Maintenance Supervisor on 

01/08/15 at 12:30 p.m., the facility did 

have a written policy and procedure for 

an fire alarm system.  However, based on 

interview with the Maintenance 

Supervisor at the time of record review, 

he acknowledged the procedure did not 

indicate the individual conducting the fire 

watch shall be trained in the duties and 

responsibilities of a fire watch, the 

individual shall be assigned no other 

duties or responsibilities, the individual 

shall document the 15 minute fire safety 

checks, and the facility shall contact the 

Indiana State Department of Health and 

the local fire department.   

K01S155 The supportedliving’s standard 

operating procedures will be 

updated to include a fire 

watchpolicy that states that if the 

fire alarm is impaired for 4 hours, 

staff willconduct a fire safety 

check every 15 minutes until the 

fire alarm is repaired.While doing 

a fire safety check, staff will 

check every room in the house 

forsigns of smoke or fire. Staff will 

also walk the perimeter of the 

home checkingfor signs of fire 

while clients are home. Person 

conducting the fire watchshall be 

properly trained prior to 

conducting a fire watch and 

assigned noother duties.  The 

authority(s) havingjurisdiction 

including the Indiana State 

Department of Health and the 

localfire department will be 

notified.

 

PersonResponsible: Group Home 

Services Director

CompletionDate: February 7, 

2015

 

The grouphome will have a copy 

of the standard operating 

procedures available in thehome 

for staff use

 

PersonResponsible: House 

Supervisor

CompletionDate: February 7, 

2015

02/07/2015  12:00:00AM

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: B85E21 Facility ID: 000929 If continuation sheet Page 6 of 6


