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A Life Safety Code Recertification
Survey was conducted by the Indiana
State Department of Health in accordance
with 42 CFR 483.470(j).

Survey Date: 10/08/14

Facility Number: 000995
Certification Number: 15G481
AIM Number: 100235470

Surveyor: Mark Bugni, Life Safety Code
Specialist

At this Life Safety Code survey, Life
Designs Inc. was found not in compliance
with Requirements for Participation in
Medicaid, 42 CFR Subpart 483.470(j),
Life Safety from Fire and the 2000
edition of the National Fire Protection
Association (NFPA) 101, Life Safety
Code (LSC), Chapter 33, Existing
Residential Board and Care Occupancies.

This two story facility was fully
sprinkled. The facility has a fire alarm
system with smoke detection on all levels
including the corridors and common
living areas. The facility has a capacity
of 6 and had a census of 3 at the time of
this survey.
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Any defiencystatement ending with an asterisk (*) denotes a deficency which the institution may be excused from correcting providing it is determined that

other safegaurds provide sufficient protection to the patients. (see instructions.) Except for nursing homes, the findings stated above are disclosable 90 days

following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14

days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to

continued program participation.
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Calculation of the Evacuation Difficulty
Score (E-Score) using NFPA 101A,
Alternative Approaches to Life Safety,
Chapter 6, rated the facility Prompt with
an E-Score of 1.33.

Quality Review by Dennis Austill, Life
Safety Code Specialist on 10/16/14.

The facility was found not in compliance
with the aforementioned regulatory
requirements as evidenced by the
following:

483.470(j)(1)(i)

LIFE SAFETY CODE STANDARD

Interior stairs are enclosed with %2 hour fire
barriers, with all openings equipped with
smoke-actuated automatic closing or
self-closing doors having a fire protection
rating comparable to that required for the
enclosure. Stairs comply with 7.2.2.5.3.
The entire primary means of escape is
arranged so that it is not necessary for the
occupants to pass from all spaces on that
story by construction having not less than a
2 hour fire resistance rating. In buildings of
construction other than Type 1l (000), Type
11l (200), or Type V (000), the supporting
construction is protected to afford the
required fire resistance rating of the
supported wall. 33.2.2.4.

Exception No. 1: Stairs that connect a story
at street level to only one other story are
permitted to be open to the story that is not
at street level.
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Exception No. 2: Stair enclosures are not
required in buildings of three or fewer stories
that house prompt or slow evacuation
capability facilities protected throughout by
an approved automatic sprinkler system in
accordance with 33.2.3.5 that uses quick
response or residential sprinklers. This
exception is permitted only if a primary
means of escape from each sleeping area
still exists that does not pass through a
portion of a lower floor, unless that route is
separated from all spaces on that floor by
construction having a 2 hour fire resistance
rating.

Exception No. 3: Stair enclosures are not
required in buildings of two or fewer stories
that house prompt evacuation capability
facilities with not more than eight residents
and are protected by an approved automatic
sprinkler system in accordance with 33.2.3.5
that uses quick-response or residential
sprinklers. Exception No. 2 to 33.2.2.3 is not
used in conjunction with this exception. The
exceptions to 33.2.3.4.3 are not used in
conjunction with this exception.

Exception No. 4: In buildings of three or
fewer stories that house prompt or slow
evacuation capability facilities protected by
an approved automatic sprinkler system in
accordance with 33.2.3.5, stairs are
permitted to be open at the top most story
only. The entire primary means of escape of
which the stairs are a part is separated from
all portions of lower stairs.

IMPRACTICAL

Vertical openings are protected so as not to
expose a primary means of escape. Vertical
openings are considered protected if
separated by smoke partitions in
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accordance with 8.2.4 that prevent the
passage of smoke from one story to any
primary means of escape on another story.
Smoke partitions have a fire resistance
rating of not less than %2 hour. Any doors or
openings to the vertical opening are capable
of resisting fire for not less than 20 minutes.
32.3.1.1,33.2.3.11
Exception: Stairs are permitted to be open
where complying with Exception No. 2 or
Exception No. 3 t0 32.2.2.4 and 33.2.2.4.
Based on observation, the facility failed K01S020 | To correct the deficient practice, 11/07/2014
to ensure 1 of 1 stairway door was the sta'lrway door to thg second
. floor will be replaced with one that
capable of resisting fire and smoke for at meets the standards for smoke
least 1/2 hour. NFPA 101, LSC 2000 and fire resistance. To ensure the
Edition, in 8.2.4.3.4 requires doors in deficient practice does not
smoke barriers to be in accordance with :o;te”:\t]':(,):he'linca:)lnmtslr:t‘giz fine
.\ upervisor wi uti
NFPA 80, 1999 thtlon, the Standard for inspections of each group home
Fire Doors and Windows. NFPA 80, to ensure all facilities are in
Section 2-3.1.7 requires the clearance compliance, and if not, make
between the edge of the door and the pull repairs as needed.The CEO will
ide of the fi d1/8 inch meet regularly with the
St 'e of't e. rame no.t cxeee neh. maintenance supervisor to
This deficient practice affects all staff, ensure all identified needs are
clients, and visitors. resolved.
Findings include:
Based on observation on 10/08/14 at
12:10 p.m. with the home manager, the
stairway door to the second floor was not
smoke and fire resistant due to a gap 1
inch wide along the top and latching side
of the door. This was verified by the
home manager at the time of observation
FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: C1KF21 Facility ID: 000995 If continuation sheet Page 4 of 6




DEPARTMENT OF HEALTH AND HUMAN SERVICES
CENTERS FOR MEDICARE & MEDICAID SERVICES

PRINTED: 11/10/2014
FORM APPROVED
OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES
AND PLAN OF CORRECTION

X1) PROVIDER/SUPPLIER/CLIA
IDENTIFICATION NUMBER:

15G481

A. BUILDING
B. WING

NAME OF PROVIDER OR SUPPLIER

LIFE DESIGNS INC

X2) MULTIPLE CONSTRUCTION

STREET ADDRESS, CITY, STATE, ZIP CODE

532 RIDGEVIEW
COLUMBUS, IN 47203

01

X3) DATE SURVEY

COMPLETED
10/08/2014

(X4) ID
PREFIX
TAG

SUMMARY STATEMENT OF DEFICIENCIES
(EACH DEFICIENCY MUST BE PRECEDED BY FULL
REGULATORY OR LSC IDENTIFYING INFORMATION)

1D
PREFIX
TAG

PROVIDER'S PLAN OF CORRECTION
(EACH CORRECTIVE ACTION SHOULD BE
CROSS-REFERENCED TO THE APPROPRIATE
DEFICIENCY)

(X5)
COMPLETION
DATE

K01S152

and acknowledged at the exit conference
on 10/08/14 at 12:45 p.m.

483.470(j)(1)()

LIFE SAFETY CODE STANDARD

(1) The facility holds evacuation drills at
least quarterly for each shift of personnel
and under varied conditions to -

(i) Ensure that all personnel on all shifts are
trained to perform assigned tasks;

(i) Ensure that all personnel on all shifts are
familiar with the use of the facility's
emergency and disaster plans and
procedures.

(2) The facility must -

(i) Actually evacuate clients during at least
one drill each year on each shift;

(ii)) Make special provisions for the
evacuation of clients with physical
disabilities:

(iii) File a report and evaluation on each drill:
(iv) Investigate all problems with evacuation
drills, including accidents and take corrective
action: and

(v) During fire drills, clients may be
evacuated to a safe area in facilities certified
under the Health Care Occupancies Chapter
of the Life Safety Code.

(3) Facilities must meet the requirements of
paragraphs (i) (1) and (2) of this section for
any live-in and relief staff that they utilize.
Based on record review and interview,
the facility failed to conduct fire drills
quarterly on each shift for 1 of the last 4
calendar quarters and 1 of 3 shifts over
the past year. This deficient practice
could affect all clients.

K01S152

To correct the deficient practice,
a drill schedule has been posted.
Staff will be provided additional

training related to the timeframes

in which drills must be completed.

To ensure the deficient practice
does not continue, the Team

11/07/2014
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Manager will complete a weekly
Findings include: report that summarlzes events for
each customer in the home,
including completed drills, as well
Based on a review of Fire Drill Reports as any needed follow up. The
on 10/08/14 with the home manager at Team Manager, ND/Q will meet
11:20 a.m., there was no record of a fire \éver‘:gm 2;;?632?22,’[956;:?"‘( ing
. u u individuals livi
drill conducted on first for the fourth in the home, support needs of
quarter of the year 2013. This was staff and to ensure follow up
verified by the home manager at the time related to any identified issues or
of record review and acknowledged at the concelrr:s. The '\rltD/ IQ vaII it
. . complete a quarterly Quality
exit conference on 10/08/14 at 12:45 p.m. Assurance Review to ensure all
drills in the home are current. The
QA review is submitted to the
DRS, as well as the Quality
Assurance Director for tracking
and trending purposes. The QAD
report is submitted to the CEO to
be included as part of the monthly
report to the LifeDesigns Board of
Directors.
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