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A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j). 

Survey Date:  11/24/14

Facility Number:  001204

Provider Number:  15G631

AIM Number:  100245720

Surveyor:  Brett Overmyer, Life Safety 

Code Specialist.

At this Life Safety Code survey, Parents 

and Friends, Inc. was found not in 

compliance with Requirements for 

Participation in Medicaid, 42 CFR 

Subpart 483.470(j), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility was fully 

sprinklered.  The facility has a monitored 

fire alarm system with smoke detection in 

the corridors, in the living areas and in 

the client sleeping rooms.  The facility 

has a capacity of 8 and had a census of 8 

at the time of this survey.
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Slow with an 

E-Score of 1.28.

Quality Review by Dennis Austill, Life 

Safety Code Specialist on 12/03/14.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

Doors are provided with latches or other 

mechanisms suitable for keeping the doors 

closed. No doors are arranged to prevent 

the occupant from closing the door.     

32.2.3.6.3, 32.2.3.6.4, 33.2.3.6.3, 33.2.3.6.4

Doors are self-closing or automatic closing 

in accordance with 7.2.1.8

Exception: Door closing devices are not 

required in buildings protected throughout by 

an approved automatic sprinkler system in 

accordance with 32.2.3.5.1 and 33.2.3.5.2.

K01S018

 

Based on observation, the facility failed 

to ensure 1 of 4 sleeping room doors 

would close and latch into the door frame 

in accordance with 7.2.1.8.  LSC 7.2.1.8  

Self-Closing Devices, states a door 

normally required to be kept closed shall 

K01S018 To ensure this citation is 

corrected immediately, the 

magnetic head will be replaced 

on the automatic closing door and 

then tested.(All previous monthly 

tests for the year surveyed, the 

magnetic mechanism was 

12/23/2014  12:00:00AM
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not be secured in the open position at any 

time and shall be self-closing or 

automatic closing in accordance with 

LSC 7.2.1.8.2.  LSC 7.2.1.8.2 states in 

any building of low or ordinary hazard 

contents, as defined in 6.2.2.2 and 

6.2.2.3, or where approved by the 

authority having jurisdiction, doors shall 

be permitted to be automatic-closing, 

provided that the following criteria are 

met:

(1) Upon release of the hold-open 

mechanism, the door becomes 

self-closing.

(2) The release device is designed so that 

the door instantly releases manually and 

upon release becomes self-closing, or the 

door can be readily closed.

This deficient practice could affect two of 

eight clients in the facility.

Findings include:

Based on observations made with the 

maintenance staff on 11/24/14 between 

9:00 a.m. and 9:20 p.m., the men's side 

front bedroom door was held open by a 

magnetic device that did not release when 

the fire alarm system was activated.  The 

maintenance staff acknowledged the 

aforementioned deficiency.

operating effectively) To ensure 

systemic compliance of this 

citation the maintenance staff will 

perform a test at each group 

home to ensure the magnetic 

mechanisms on each automatic 

closing door is operating 

correctly. Maintenance staff will 

continue to perform monthly tests 

at each group home to ensure all 

doors are closing properly when 

the fire alarm is activated. He will 

record his findings on the Monthly 

Maintenance Inspection form and 

make repairs as necessary. This 

monitor will take place at least 

monthly on an ongoing basis. 
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