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 K010000A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  07/16/13

Facility Number:  001081

Provider Number:  15G567

AIM Number:  100239920

Surveyor:  Phillip Komsiski, Life Safety 

Code Specialist

At this Life Safety Code survey, Occazio 

Inc. was found not in compliance with 

Requirements for Participation in 

Medicaid, 42 CFR Subpart 483.470(j), 

Life Safety from Fire and the 2000 edition 

of the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility was sprinklered.  

The facility has a fire alarm system with 

smoke detection in the corridors, common 

living areas and none in the client 

sleeping rooms.  The facility has a 

capacity of eight and had a census of 

seven at the time of this survey.

.  
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Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Prompt with 

an E-Score of 0.4. 

Quality Review by Lex Brashear, Life 

Safety Code Specialist-Medical Surveyor 

on 07/19/13.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

PROMPT

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7, 33.2.3.5.2 and activates the fire 

alarm system in accordance with 33.2.3.4.1.  

The adequacy of the water supply is 

documented to the authority having 

jurisdiction.

Exception No. 1: In prompt evacuation 

facilities, an automatic sprinkler system in 

accordance with NFPA 13D, Standard for 

the Installation of Sprinkler Systems in One 

and two Family Dwellings and Manufactured 

Homes, is permitted. Automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft. and in bathrooms not exceeding 55 

sq. ft., provided that such spaces are 

finished with lath and plaster or materials 

providing a 15 minute thermal barrier.

Exception No. 2: Not applicable

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft and in bathrooms not exceeding 55 sq. 

ft., provided that  such spaces are finished 

with lath and plaster or material providing a 

15 minute thermal barrier.

Exception No. 4: In prompt and slow 

evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 
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Residential Occupancies up to and Including 

Four Stories in Height, are permitted.

Exception No. 5: Not applicable

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

SLOW

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and activates the fire alarm 

system in accordance with 33.2.3.4.1. The 

adequacy of the water supply is documented 

to the authority having jurisdiction.

Exception No. 1: Not Applicable

Exception No. 2: Not Applicable

Exception No. 3: In prompt and slow 

evacuation capability facilities where an 

automatic sprinkler system is in accordance 

with NFPA 13, Standard for the Installation 

of Sprinkler Systems, automatic sprinklers 

are not required in closets not exceeding 24 

sq. ft. and in bathrooms not exceeding 55 

sq. ft., provided that such spaces are 

finished with lath and plaster or material 

providing a 15 minute thermal barrier.

Exception No. 4: In prompt and slow 

evacuation capability facilities up to and 

including four stories in height, systems in 

accordance with NFPA 13R, Standard for 

the Installation of Sprinkler Systems in 

Residential Occupancies up to and Including 

Four Stories in Height, are permitted.

Exception No. 5: Not Applicable
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Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

IMPRACTICAL

Where an automatic sprinkler system is 

installed, for either total or partial building 

coverage, the system is in accordance with 

Section 9.7 and activates the fire alarm 

system in accordance with 33.2.3.4.1. The 

adequacy of the water supply is documented 

to the authority having jurisdiction. 

33.2.3.5.2.

Exception No. 1: Not Applicable.

Exception No. 2: In slow and impractical 

evacuation capability facilities, an automatic 

sprinkler system in accordance with NFPA 

13D, Standard for the Installation of 

Sprinkler Systems in One and Two Family 

Dwellings and Manufactured Homes, with a 

30 minute water supply, is permitted. All 

habitable areas and closets are sprinklered. 

Automatic sprinklers are not required in 

bathrooms not exceeding 55 sq. ft., provided 

that such spaces are finished with lath and 

plaster or materials providing a 15 minute 

thermal barrier.

Exception No. 3: Not Applicable.

Exception No. 4: Not Applicable.

Exception No. 5: In impractical evacuation 

capability facilities up to and including four 

stories in height, systems in accordance with 

NFPA 13R, Standard for the Installation of 

Sprinkler Systems in Residential 

Occupancies up to and Including Four 

Stories in Height, are permitted.  All 
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habitable areas and closets are sprinklered. 

Automatic sprinklers are not required in 

bathrooms not exceeding 55 sq. ft., provided 

that such spaces are finished with lath and 

plaster or materials providing a 15 minute 

thermal barrier.

Exception No. 6: Initiation of the fire alarm 

system is not required for existing 

installations in accordance with 33.2.3.5.5.

 

K0056   Life Safety Code 

Standard

  

The facility failed to ensure 1 of 1 

sprinkler systems was maintained 

in normal operating condition.

  

 

  

   1.What corrective action will 

be accomplished?

  

·         The sprinkler pressure 

gauge was replaced on 

7/23/2013.

  

·         Internal Sprinkler 

inspection performed on 

7/23/2013.

  

 

  

   1.How will we identify other 

residents having the potential 

to be affected by the same 

deficient practice and what 

corrective action will be taken?

  

 

  

·         All clients have the 

08/15/2013  12:00:00AMK01S056Based on observation, record review and 

interview; the facility failed to ensure 1 of 

1 sprinkler systems was maintained in 

normal operating condition.  LSC 9.7.1.1 

refers to NFPA 13R, the Standard for the 

Installation of Sprinkler Systems in 

Residential Occupancies.  NFPA 13R at 

2-7 requires the owner shall be 

responsible for the condition of a 

sprinkler system and shall keep the 

system in normal operating condition.  

LSC 9.7.5 requires all sprinkler systems 

shall be inspected, tested, and maintained 

in accordance with NFPA 25, Standard 

for the Inspection, Testing, and 

Maintenance of Water-Based Fire 

Protection Systems.  NFPA 25, 1-4.4 

states the owner or occupant shall 

promptly correct or repair deficiencies, 

damaged parts or impairments found 

while performing the inspection, test, and 

maintenance requirements of this 

standard.  Corrections and repairs shall be 

performed by qualified maintenance 

personnel or a qualified contractor.  This 

deficient practice could affect all clients 
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potential to be affected by this 

deficient practice.

  

·         Koorsen’s will monitor the 

need for the replacement of the 

sprinkler gauges during their 

regular inspections.

  

·         Review of inspection 

paperwork by Maintenance 

Coordinator and Site Manager to 

ensure all recommendations are 

completed.

  

 

  

   1.What measures will be put 

into place or what systemic 

changes will be made to 

ensure that the deficient 

practice does not recur:

  

 

  

·         Review of inspection 

paperwork by Maintenance 

Coordinator and Site Manager to 

ensure all recommendations are 

completed.

  

·         Koorsen’s will monitor the 

need for the replacement of the 

sprinkler gauges during their 

regular inspections.

  

 

  

   1.How will the corrective 

action be monitored to ensure 

the deficient practice will not 

recur?

  

and staff.

Findings include:

Based on observation and review of the 

"Sprinkler System Inspection Report" 

dated 01/16/13 on 07/16/13 with the 

Home Coordinator at 12:15 p.m., the 

"Explanation of No Answers" section 

recommended the sprinkler system have 

an internal sprinkler inspection and the 

sprinkler pressure gauge was over five 

years old.  Based on interview at the time 

of record review, the Home Coordinator 

acknowledged the aforementioned 

recommendations had not been addressed.
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·         Residential Coordinator 

and Area Residential Coordinator 

will monitor inspection paperwork 

to ensure that all 

recommendations are followed.

  

·         Maintenance Coordinator 

will continue to monitor as he is in 

the home.

  

·         Koorsen’s will continue to 

monitor as they do their regular 

inspections.

  

 

  

   1.What is the date by which 

the systemic changes will be 

completed?

  

August 15th, 2013
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