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Bldg. 01

A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  09/01/15

Facility Number:  000946

Provider Number:  15G432

AIM Number:  100244570

At this Life Safety Code survey, 

REM-Indiana, Inc. was found not in 

compliance with Requirements for 

Participation in Medicaid, 42 CFR 

Subpart 483.470(j), Life Safety from Fire 

and the 2000 Edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story building was determined 

to be fully sprinklered.  The facility has a 

fire alarm system with smoke detection in 

corridors, bedrooms and all living areas.  

The facility has a capacity of 8 and had a 

census of 7 at the time of this survey.

Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 
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Chapter 6, rated the facility Prompt with 

an E-Score of 1.3.

Quality Review completed 

09/03/2015-LB

 K 0130

 

Bldg. 01

Based on record review, observation and 

interview; the facility failed to ensure 2 

of 4 portable fire extinguishers located in 

the facility were inspected at least 

monthly and the inspections were 

documented including the date and 

initials of the person performing the 

inspection.  LSC 4.6, General 

Requirements at 4.6.12.2 requires 

existing LSC features obvious to the 

public, such as fire extinguishers, to be 

either maintained or removed.  NFPA 10, 

the Standard for Portable Fire 

Extinguishers, Chapter 4-3.4.2 requires at 

least monthly, the date of inspection and 

the initials of the person performing the 

inspection shall be recorded.  In addition, 

NFPA 10, 4-2.1 defines inspection as a 

quick check that an extinguisher is 

available and will operate.  This deficient 

practice could affect all clients, staff and 

visitors.

Findings include:

Based on record review with the Program 

K 0130 The Area Director and 

Maintenance Supervisor will work 

with Koorsen to ensure that all 

three fire extinguishers have the 

six year inspection completed. 

 The Program Coordinator will be 

retrained on checking the fire 

extinguishers monthly to ensure 

that all appropriate checks have 

been completed, including 

making sure that all are charged 

appropriately.  The Area Director 

and Maintenance Supervisor will 

work with Koorsen to ensure that 

all fire extinguishers have the 12 

year hydrostatic inspection 

completed every 6 years. The 

Program Director will complete 

once a month audits of the fire 

extinguishers ongoing, to ensure 

adequate charges and ensure 

that as a backup to the Program 

Coordinator, the fire extinguishers 

get checked routinely.
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Director from 11:45 a.m. to 12:25 p.m. 

on 09/01/15, monthly portable fire 

extinguisher inspection documentation 

for the most recent twelve month period 

was not available for review.  Based on 

observations with the Program Director 

during a tour of the facility from 12:25 

p.m. to 12:40 p.m. on 09/01/15, the 

portable fire extinguisher located near the 

main entrance and the portable fire 

extinguisher located in the south hallway 

each had an affixed inspection and 

maintenance tag lacking documentation 

of monthly inspections for July and 

August 2015.  Based on interview at the 

time of interview and of the observations, 

the Program Director stated no other 

documentation of monthly portable fire 

extinguisher inspections was available for 

review and acknowledged documentation 

of monthly inspections for July and 

August 2015 for the aforementioned 

portable fire extinguishers were each not 

available for review.
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