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A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  07/27/15

Facility Number:  009347

Provider Number:  15G674

AIM Number:  100239630

At this Life Safety Code survey, Life 

Designs Inc. was found not in compliance 

with Requirements for Participation in 

Medicaid, 42 CFR Subpart 483.470(j), 

Life Safety from Fire and the 2000 

edition of the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story facility with a walk out 

lower level was not sprinklered.  The 

facility has a monitored fire alarm system 

with hard wired smoke detectors in the 

corridors and all common living areas.  

The facility has a capacity of seven and 

had a census of six at the time of this 

survey.

Calculation of the Evacuation Difficulty 
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Score (E-Score) using NFPA 101A, 

Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Slow with an 

E-Score of 1.84.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

(1) The facility holds evacuation drills at 

least quarterly for each shift of personnel 

and under varied conditions to - 

(i) Ensure that all personnel on all shifts are 

trained to perform assigned tasks;

(ii) Ensure that all personnel on all shifts are 

familiar with the use of the facility's 

emergency and disaster plans and 

procedures.

(2) The facility must - 

(i) Actually evacuate clients during at least 

one drill each year on each shift; 

(ii) Make special provisions for the 

evacuation of clients with physical 

disabilities: 

(iii) File a report and evaluation on each drill: 

(iv) Investigate all problems with evacuation 

drills, including accidents and take corrective 

action: and 

(v) During fire drills, clients may be 

evacuated to a safe area in facilities certified 

under the Health Care Occupancies Chapter 

of the Life Safety Code.

(3) Facilities must meet the requirements of 

paragraphs (i) (1) and (2) of this section for 

any live-in and relief staff that they utilize.
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Bldg. 01

Based on record review and interview, 

the facility failed to ensure fire drills 

were conducted quarterly on 1 of 3 shifts 

during 1 of 4 quarters.  This deficient 

practice could affect all clients.

K S152 To correct the deficient practice, 

a drill schedule has been posted. 

Staff will be provided additional 

training related to the timeframes 

in which drills must be completed, 

including a clarification that the 

08/26/2015  12:00:00AM
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Findings include:

Based on review of the facility's fire drill 

reports on 07/27/15 at 11:45 a.m. with 

the Maintenance Supervisor present, the 

facility did have documentation that 

fourteen fire drills were performed during 

the past twelve months, however, there 

was no fire drill conducted during the 

third shift (night) of the second quarter 

(April, May, and June) of 2015.  Based 

on interview at the time of record review, 

the Maintenance Supervisor 

acknowledged the lack of a documented 

fire drill during the third shift of the 

second quarter of 2015.

requirement of “quarterly” means 

every 90 days (as opposed to 

once per calendar quarter).  To 

ensure the deficient practice does 

not continue, the Team Manager 

will complete a weekly report that 

summarizes events for each 

customer in the home, including 

completed drills, as well as any 

needed follow up. The Team 

Manager, ND/QDDP will meet 

weekly at the home to review 

current status of individuals living 

in the home, support needs of 

staff and to ensure follow up 

related to any identified issues or 

concerns.The ND/QDDP will 

complete a quarterly Quality 

Assurance Review to ensure all 

drills in the home are current. The 

QA review is submitted to the 

DRS, as well as the Quality 

Assurance Director for tracking 

and trending purposes. The QAD 

report is submitted to the CEO to 

be included as part of the monthly 

report to the LifeDesigns Board of 

Directors.
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