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Bldg. 01

A Life Safety Code Recertification 

Survey was conducted by the Indiana 

State Department of Health in accordance 

with 42 CFR 483.470(j).

Survey Date:  06/19/15

Facility Number:  001059

Provider Number:  15G545

AIM Number:  100245370

At this Life Safety Code survey, St. 

Vincent New Hope, Inc. was found not in 

compliance with Requirements for 

Participation in Medicaid, 42 CFR 

Subpart 483.470(j), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 33, Existing 

Residential Board and Care Occupancies.

This one story building was determined 

to be fully sprinklered.  The facility has a 

monitored fire alarm system with smoke 

detection in corridors, sleeping rooms 

and all living areas.  The facility has a 

capacity of 8 and had a census of 8 at the 

time of this survey.

Calculation of the Evacuation Difficulty 

Score (E-Score) using NFPA 101A, 
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Alternative Approaches to Life Safety, 

Chapter 6, rated the facility Slow with an 

E-Score of 2.7.

483.470(j)(1)(i) 

LIFE SAFETY CODE STANDARD 

A manual fire alarm system is provided in 

accordance with Section 9.6, 33.2.3.4.1.

Exception No 1: Where there are 

interconnected smoke detectors meeting the 

requirements of 33.2.3.4.3 and there is not 

less than one manual fire alarm box per 

floor arranged to continuously sound the 

smoke detector alarms.

Exception No. 2: Other manually activated 

continuously sounding alarms acceptable to 

the authority having jurisdiction.

K S051

 

Bldg. 01

Based on record review, observation and 

interview: the facility failed to ensure 1 

of 1 manual fire alarm systems was 

continuously maintained in proper 

operating condition.  LSC 4.6.12.1 

requires any device or any feature of a 

required fire detection and alarm system 

shall be continuously maintained in 

proper operating condition.  This 

deficient practice could affect all clients, 

staff, and visitors in the facility.

Findings include:

Based on review of Koorsen Fire & 

Security "Inspection and Test Report" 

documentation dated 04/14/15 with the 

Director of Group Homes during record 

K S051 The trouble signal was specific to 

heat detectors that were placed in 

the attic November of 2014 in 

anticipation of pending 

requirements to the NFPA code 

pending CMS adoption.  The heat 

detectors involved are not 

presently part of the required 

system.  They were temporarily 

removed as the heat rating for the 

detectors was not high enough 

and caused unnecessary alarms 

to signal when the attic became 

too hot in the summer months.  

The fire panel and all other 

devices required continued to 

signal to the contracted company 

and be maintained in good 

repair.  The trouble signal had no 

impact upon the working 

condition of the systems.  On 

7/13/15 the contracted company 

came to facility and installed heat 

07/13/2015  12:00:00AM
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review from 12:10 p.m. to 12:45 p.m. on 

06/19/15, the facility fire alarm system is 

monitored by an off premises monitoring 

entity.  Based on interview at the time of 

record review, the Director of Group 

Homes acknowledged the facility fire 

alarm system is monitored by an off 

premises monitoring entity.  Based on 

observation with the Direct Services 

Provider (DSP) during a tour of the 

facility from 12:45 p.m. to 1:10 p.m. on 

06/19/2015, a trouble light for the facility 

fire alarm system fire panel in the office 

was illuminated and "Northwest Attic 

Thermal system trouble" was displayed 

on the fire panel.  At 1:00 p.m., the DSP 

contacted by telephone Koorsen Fire & 

Security, the off premises monitoring 

entity, who stated Koorsen was not 

receiving the signal from the fire panel 

and stated the system trouble light and 

the trouble message was for the lack of 

signal transmission to the off premises 

monitoring entity.  Based on interview at 

the time of observation, the DSP 

acknowledged Koorsen was not receiving 

a fire alarm signal from the facility's fire 

alarm system.  

detectors with a higher 

temperature rating to prevent 

unnecessary alarms when the 

attic becomes too hot in summer 

months.All systems were normal 

upon their departure that day.  No 

further trouble signals have 

occurred.
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