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Bldg. 01
A Life Safety Code Recertification
Survey was conducted by the Indiana
State Department of Health in accordance
with 42 CFR 483.470(j).

Survey Date: 07/05/16

Facility Number: 000917
Provider Number: 15G403
AIM Number: 100249320

At this Life Safety Code survey, Damar
Services Inc.-Bradford was found not in
compliance with Requirements for
Participation in Medicaid, 42 CFR
Subpart 483.470(j), Life Safety from Fire
and the 2000 edition of the National Fire
Protection Association (NFPA) 101, Life
Safety Code (LSC), Chapter 33, Existing
Residential Board and Care Occupancies.

This two story building with a basement
was determined to be nonsprinklered.

The facility has a monitored fire alarm
system with smoke detection on all levels
in corridors, in bedrooms and all living
areas. The facility has a capacity of 8 and
had a census of 6 at the time of this
survey.

Calculation of the Evacuation Difficulty
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TITLE

(X6) DATE

Any defiencystatement ending with an asterisk (*) denotes a deficency which the institution may be excused from correcting providing it is determined that

other safegaurds provide sufficient protection to the patients. (see instructions.) Except for nursing homes, the findings stated above are disclosable 90 days

following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14

days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to

continued program participation.
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Score (E-Score) using NFPA 101A,
Alternative Approaches to Life Safety,
Chapter 6, rated the facility Prompt with
an E-Score of 1.4.
Quality Review completed on 07/07/16 -
DA
K S051 483.470(j)(1)()
LIFE SAFETY CODE STANDARD
Bldg. 01 A manual fire alarm system is provided in
accordance with Section 9.6, 33.2.3.4.1.
Exception No 1: Where there are
interconnected smoke detectors meeting the
requirements of 33.2.3.4.3 and there is not
less than one manual fire alarm box per
floor arranged to continuously sound the
smoke detector alarms.
Exception No. 2: Other manually activated
continuously sounding alarms acceptable to
the authority having jurisdiction.
Based on record review and interview, K S051 1.What corrective actions will 07/13/2016
the facility failed to ensure 1 of 1 manual be gccompllshed forthose
C . . residents found to have been
fire alarm systems was maintained in affected by the deficient practice?
accordance with Section 9.6. Section 1.The correct documents will
9.6.1.4 states a fire alarm system shall be be at the ready.After |, Brent
installed, tested and maintained in Sm'th Facilities Maintenance
d h th licabl Director, talked to Centron
accordance with the applicable Systemsabout the documents
requirements of NFPA 72, National Fire that are needed. They will be for
Alarm Code. NFPA 72, Table 7-3.2 on sent to me by emailevery time
states all initiating devices shall be the system in the homg is tested
f . 1 d llv. This defici on a twelve month period.
unct.lona tested annua y: 1s deficient 2 How the facility will identify
practice could affect all clients, staff and other residentshaving the
visitors. potential to be affected by the
same deficient practice and
whatcorrective action will be
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Findings include: taken.
1.Same as above.
. i th 3.What measures will be into
Based on record review with the place or whatsystematic changes
Facilities Maintenance Director during the facility will make to ensure
record review from 11:55 a.m. to 12:30 that the deficientpractices does
p-m. on 07/05/16, functional testing not recur. ] )
d ion for the facility's fire al 1.All documentation will be
ocumentation for the facility's fire alarm sent to Brent Smith
system initiating devices within the most FacilitiesMaintenance Director
recent twelve month period was not and | will see that they are posted
available for review. Based on interview yvnthm the home aﬂenhe
he 6 £ d . he Faciliti inspection of the Fire Alarm
at t. € time o re'cor review, the Facilities system is completed.
Maintenance Director acknowledged 4.How the corrective action will
functional testing documentation for the be monitored toensure the
facility's fire alarm system initiating deficient practlce will not recur (in
devi thin th ¢ t twel what quality assurance
evices w1. in the mos re.cen welve programwill be put into place).
month period was not available for 1.Same as above.
review. 5.By what date the systemic
changes will becompleted.
1.July 13, 2016
K S152 483.470(j)(1)(i)
LIFE SAFETY CODE STANDARD
Bldg. 01 (1) The facility holds evacuation drills at
least quarterly for each shift of personnel
and under varied conditions to -
(i) Ensure that all personnel on all shifts are
trained to perform assigned tasks;
(ii) Ensure that all personnel on all shifts are
familiar with the use of the facility's
emergency and disaster plans and
procedures.
(2) The facility must -
(i) Actually evacuate clients during at least
one drill each year on each shift;
(ii) Make special provisions for the
evacuation of clients with physical
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disabilities:
(iii) File a report and evaluation on each drill:
(iv) Investigate all problems with evacuation
drills, including accidents and take corrective
action: and
(v) During fire drills, clients may be
evacuated to a safe area in facilities certified
under the Health Care Occupancies Chapter
of the Life Safety Code.
(3) Facilities must meet the requirements of
paragraphs (i) (1) and (2) of this section for
any live-in and relief staff that they utilize.
Based on record review and interview, K S152 1.All fire and tornado drills for 07/15/2016
the facility failed to provide the home havg beencompleted in
. . accordance with regulatory
documentation of a fire drill conducted standards. The evacuation drills
on the first shift for 1 of 4 quarters. This have been documented ona
deficient practice could affect all clients, tracking sheet for each shift and
staff and visitors. are located in the Fire/Tornado
Drillbinder located in the home
office.
Findings include: 2.All residents will be assessed
annually andduring each
Based on review of "Fire Drill Report" evacuation drill for their a.bility to
documentation with the Facilities tec:lri::iitz:rni ?:rn:; é :C:In:l;e and
Maintenance Director during record havebeen completed in
review from 11:55 a.m. to 12:30 p.m. on accordance with regulatory
07/05/16, documentation of a fire drill Stangafds- T{‘Z evacuation drills
conducted on the first shift in the third fr;eckizc;irr?sgt (feorc;r;c?h shift and
quarter of 2015 was not available for are located in the Fire/Tornado
review. Based on interview at the time Drill binder locatedin the home
of record review, the Facilities Ofgc'?ﬁe Group Home Manager
Maintenance Director acknowledged and staff will receivedocumented
documentation of a fire drill conducted training regarding the regulatory
on the first shift in the third quarter of requirements for evacuationdrills.
2015 was not available for review. The Group Home Manager and
QIDPwill assign designated times
and dates for drills to occur and
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monitor thecompletion and
documentation of each drill.
4. PQIl has added a new
indicator to monitor fireand
tornado drill compliance for
greater oversight and monitoring.
The Damar safety committee also
reviews dataregarding fire and
tornado drill completion and
compliance.
1.Systemic changes will be
completed by June 15, 2016.
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