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 K010000A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  12/02/13

Facility Number:  000138

Provider Number:  155233

AIM Number:  100266500

Surveyor:  Mark Bugni, Life Safety Code 

Specialist

At this Life Safety Code survey, The 

Waters of Batesville was found not in 

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 483.70(a), Life Safety from 

Fire and the 2000 edition of the National 

Fire Protection Association (NFPA)  101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies and 

410 IAC 16.2.

This one story facility was determined to 

be of Type V (111) construction and fully 

sprinkled.  The facility has a fire alarm 

system with smoke detection in the 

corridors, in spaces open to the corridors, 

and battery operated smoke detectors in 

all resident sleeping rooms.  The facility 
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has a capacity of 86 and had a census of 

68 at the time of this visit.

All areas where residents have customary 

access were sprinkled and all areas 

providing facility services were sprinkled 

except the detached two story 

maintenance/laundry building.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 12/05/13.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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K010025

SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

Smoke barriers are constructed to provide at 

least a one half hour fire resistance rating in 

accordance with 8.3.  Smoke barriers may 

terminate at an atrium wall.  Windows are 

protected by fire-rated glazing or by wired 

glass panels and steel frames.  A minimum 

of two separate compartments are provided 

on each floor. Dampers are not required in 

duct penetrations of smoke barriers in fully 

ducted heating, ventilating, and air 

conditioning systems.      19.3.7.3, 19.3.7.5, 

19.1.6.3, 19.1.6.4

POC for State Life Safety Code 

Recertification Survey 2013 

(Event ID 2ZRJ21)   Preparation 

and/or execution of this plan of 

correction in general, or this 

corrective action in particular, 

does not constitute an admission 

of agreement by this facility of the 

facts alleged or conclusions set 

forth in this statement of 

deficiencies. The plan of 

correction and specific corrective 

actions are prepared and/or 

executed in compliance with state 

and federal laws.           K 025 

 NFPA 101 LIFE SAFETY CODE 

STANDARD It is the intent of this 

facility to have Smoke Barriers 

constructed to provide at least a 

one half hour fire resistance 

rating.   1. Actions Taken: The 

Maintenance Supervisor using 

NFPA approved fire-stopping 

material sealed each penetration 

found in the Smoke Barrier walls. 

  2. Others Identified: All other 

Smoke Barrier walls were 

inspected and no other unsealed 

12/24/2013  12:00:00AMK010025Based on observation and interview, the 

facility failed to ensure 3 of 8 attic smoke 

barriers were constructed to provide at 

least a one half hour fire resistance rating.  

This deficient practice affects 25 residents 

who reside on the 2 ICF Halls, and 18 

residents who reside on the 39 Hall.

Findings include:

Based on observations with the 

maintenance supervisor on 12/02/13 from 

12:10 p.m. to 12:45 p.m., the two ICF 

Hall smoke barrier walls and the 39 Hall 

smoke barrier wall above the drop ceiling 

assemblies each had a three inch circular 

area of drywall missing around a blue 

computer cable bundle with no fire 

stopping material used to seal each 

penetration.

This was verified by the maintenance 

supervisor at the time of observations and 

acknowledged by the administrator at the 
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penetrations were found, 

therefore no other residents were 

affected.   3. Measures Taken: a. 

The maintenance supervisor 

using NFPA approved 

fire-stopping material sealed each 

penetration found in the Smoke 

Barrier walls.  b. The 

Maintenance Supervisor will add 

to the quarterly Preventive 

maintenance list the inspection of 

all Smoke Barrier walls to ensure 

there are no unsealed 

penetrations.   4. How Monitored: 

a. The Maintenance Supervisor 

will complete the quarterly 

inspection of all Smoke Barrier 

walls and ensure there have been 

no penetrations left unsealed. b. 

The CEO will review the quarterly 

preventive Maintenance log to 

ensure inspections were 

completed.  c. The QA committee 

will review all inspection reports 

quarterly with the Medical 

Director, to determine if further 

action is needed.   5. This plan of 

correction constitutes our credible 

allegation of compliance with all 

regulatory requirements. Our date 

of compliance is 12-24-13

exit conference on 12/02/13 at 12:50 p.m.

3.1-19(b)
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SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

One hour fire rated construction (with ¾ 

hour fire-rated doors) or an approved 

automatic fire extinguishing system in 

accordance with 8.4.1 and/or 19.3.5.4 

protects hazardous areas.  When the 

approved automatic fire extinguishing 

system option is used, the areas are 

separated from other spaces by smoke 

resisting partitions and doors.  Doors are 

self-closing and non-rated or field-applied 

protective plates that do not exceed 48 

inches from the bottom of the door are 

permitted.     19.3.2.1

K 029  NFPA 101 LIFE SAFETY 

CODE STANDARD It is the intent 

of this facility to ensure all 

corridor doors to any hazardous 

area are provided with 

self-closing devices, which would 

cause the doors to automatically 

close and latch into the 

doorframe.     1. Actions Taken: 

Self-closing devices were 

installed on corridor doors that 

would be considered a hazardous 

area according to the Life Safety 

Code Standard.      2. Others 

Identified: An audit was conduct 

and no other areas were affected, 

therefore no other resident were 

affected.   3. Measures Taken: a. 

Self-closing devices were 

installed on corridor doors that 

would be considered a hazardous 

area. b. The Maintenance 

Supervisor will add to the 

quarterly Preventive maintenance 

list the inspection of all 

unoccupied rooms to ensure 

there are no hazardous areas 

12/24/2013  12:00:00AMK010029Based on observation and interview, the 

facility failed to ensure the corridor door 

to 6 of 14 hazardous areas, such as 

combustible storage rooms over 50 square 

feet in size, were provided with self 

closing devices which would cause the 

doors to automatically close and latch into 

the door frames.  This deficient practice 

affects 15 residents who use the 

unoccupied Rehabilitation Hall for 

walking.

Findings include:

Based on observations on 12/02/13 during 

a tour of the Rehabilitation Hall from 

11:20 a.m. to 12:10 p.m. with the 

maintenance supervisor, the doors to 

unoccupied resident rooms 3, 5, 8, 9, 10 

and 11 which each measured two hundred 

forty square feet and stored combustible 

cardboard boxes of paper supplies, plastic 
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without a self-closing device on 

the door.      4. How Monitored: a. 

The Maintenance Supervisor will 

complete the quarterly inspection 

of all unoccupied rooms and 

ensure any hazardous areas have 

self-closers as required by the 

standard. b. The CEO will review 

the quarterly preventive 

Maintenance log to ensure 

inspections were completed.  c. 

The QA committee will review all 

inspection reports quarterly with 

the Medical Director, to determine 

if further action is needed.   5. 

This plan of correction constitutes 

our credible allegation of 

compliance with all regulatory 

requirements. Our date of 

compliance is 12-24-13.

bed mattresses, and wooden tables lacked 

self closing devices.  Based on an 

interview with the maintenance 

supervisor on 12/02/13 at 11:30 a.m., the 

Rehabilitation Hall is currently 

unoccupied and some resident rooms are 

being used as storage rooms.  The lack of 

self closing devices on the doors to 

Rehabilitation Hall resident rooms 3, 5, 8, 

9, 10, and 11 used as combustible storage 

rooms was verified by the maintenance 

supervisor at the time of observations and 

acknowledged by the administrator at the 

exit conference on 12/02/13 at 12:50 p.m.

3.1-19(b)
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