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Submission of this plan of 

correction does not constitute 

admission or agreement by the 

provider of the truth of facts 

alleged or correction set forth on 

the statement of deficiencies.  

This plan of correction is 

prepared and submitted because 

of requirement under state and 

federal law.  Please accept this 

plan of correction as our credible 

allegation of 

compliance.Requesting paper 

compliance.

 K010000A Life Safety Code Recertification and 

State Licensure was conducted by the 

Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  06/27/13 

Facility Number:  000184

Provider Number:  155286

AIM Number:  100267210

Surveyor:  Amy Kelley, Life Safety Code 

Specialist

At this Life Safety Code survey, Avalon 

Village was found not in compliance with 

Requirements for Participation in 

Medicare/Medicaid, 42 CFR Subpart 

483.70(a), Life Safety from Fire and the 

2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 19, Existing 

Health Care Occupancies and 410 IAC 

16.2.

This one story facility was determined to 

be of Type V (111) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with smoke detection in the 

corridor and areas open to the corridors.  

Battery operated smoke detectors have 

been installed in the resident rooms. The 
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facility has a capacity of 67 and had a 

census of 67 at the time of this survey.

All areas where the residents have 

customary access were sprinklered.  All 

areas providing facility services were 

sprinklered, except the generator room.       

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 07/08/13.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

Horizontal exits, if used, are in accordance 

with 7.2.4.     19.2.2.5

Requesting paper compliance1.  

There were no residents affected 

by this practice.2.  All residents 

had the potential to be affected by 

this practice.  All other fire doors 

were inspected by the 

Maintenance Director and were 

found to be in compliance with 

Life Safety Code Standard.  3.  

The Maintenance Director has 

been educated by the Executive 

Director on the Life Safety Code 

Standard that all fire doors be 

properly maintained.  The fire 

doors in question have been 

repaired and holes have been 

filled with fire proof caulk.4.  The 

Maintenance Director or designee 

will monitor that all fire doors 

meet Life Safety Code Standard 

and that all fire doors are 

maintained without holes weekly x 

2 weeks, then monthly for at least 

6 months.  All monitoring will be 

forwarded to the CQI 

committee.5.  Completion Date: 

6/28/13

06/28/2013  12:00:00AMK010044Based on observation and interview, the 

facility failed to ensure 1 of 3 fire door 

sets was properly maintained.  NFPA 80, 

Section 15-2.5.4 requires when holes are 

left in a door or frame due to changes or 

removal of hardware or plant-ons, the 

holes shall be repaired by the following 

methods: install steel fasteners that 

adequately fill the holes or fill the screw 

or bolt holes with the same material as the 

door or frame.  This deficient practice 

could affect 2 of 4 smoke compartments.         

Findings include:

Based on observation with the 

Maintenance Supervisor on 06/27/13 at 

2:08 p.m., the 300 hall fire door set had 

four holes measuring one fourth inch at 

the top of the door.  Based on an 

interview with the Maintenance 

Supervisor at the time of observation, he 

thought the holes were from magnetic 

door locking hardware had been removed 

from the fire door.  

3.1-19(b)
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SS=F

NFPA 101 

LIFE SAFETY CODE STANDARD 

Fire drills are held at unexpected times 

under varying conditions, at least quarterly 

on each shift.  The staff is familiar with 

procedures and is aware that drills are part 

of established routine.  Responsibility for 

planning and conducting drills is assigned 

only to competent persons who are qualified 

to exercise leadership.  Where drills are 

conducted between 9 PM and 6 AM a coded 

announcement may be used instead of 

audible alarms.     19.7.1.2

1.  There were no residents 

affected by this practice.2.  All 

residents had the potential to be 

affected by this practice.  All other 

fire drills were reviewed by the 

Executive Director and were in 

compliance with Life Safety Code 

Standard.  Fire drills have been 

conducted on all shifts for the first 

and second quarter of 2013.3.  

The Maintenance Director was 

educated by the Executive 

Director on fire drills and Life 

Safety Code Standard K 050.  4.  

The Maintenance Director will 

complete fire drills at unexpected 

times under varying conditions, at 

least quarterly on each shift.  The 

Executive Director will monitor 

documentation to ensure 

compliance monthly for at least 6 

months.  All monitoring will be 

forwarded to the CQI 

committee.5. Completion Date: 

6/28/13

06/28/2013  12:00:00AMK010050Based on record review and interview, the 

facility failed to ensure fire drills were 

conducted quarterly on each shift for 1 of 

the last 4 completed quarters.  This 

deficient practice could affect all 

occupants.

Findings include:

Based on review of the "Monthly Fire 

Drill Report" with the Maintenance 

Supervisor on 06/27/13 at 12:50 p.m., 

there was no record of a second shift fire 

drill for the fourth quarter of 2012.  Based 

on an interview with the Maintenance 

Supervisor at the time of record review, 

he mistakenly conducted two first shift 

fire drills during the fourth quarter of 

2012.

3.1-19(b)

3.1-51(c)
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