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A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  03/19/14

Facility Number:  000014

Provider Number:  155039

AIM Number:  100288670

Surveyor:  Phillip Komsiski, Life Safety 

Code Specialist

At this Life Safety Code survey, Miller's 

Merry Manor was found not in 

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 483.70(a), Life Safety from 

Fire, and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies and 

410 IAC 16.2.

This one story facility was determined to 

be of Type II (000) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with smoke detection in the 

corridors, in spaces open to the corridors 

with battery powered smoke detectors in 

all resident sleeping rooms.  The facility 

K010000  
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has a capacity of 130 and had a census of 

71 at the time of this survey.

All areas where the residents have 

customary access were sprinklered.  All 

areas providing facility services were 

sprinklered.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 04/01/14.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:
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K010018

SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

Doors protecting corridor openings in other 

than required enclosures of vertical 

openings, exits, or hazardous areas are 

substantial doors, such as those constructed 

of 1¾ inch solid-bonded core wood, or 

capable of resisting fire for at least 20 

minutes.  Doors in sprinklered buildings are 

only required to resist the passage of 

smoke.  There is no impediment to the 

closing of the doors.  Doors are provided 

with a means suitable for keeping the door 

closed.  Dutch doors meeting 19.3.6.3.6 are 

permitted.     19.3.6.3

Roller latches are prohibited by CMS 

regulations in all health care facilities.

Based on observation and interview, the 

facility failed to ensure 1 of 1 sets of 

double leaf corridor doors could latch 

independently into their door frames.  

This deficient practice could affect 6 

residents observed in Therapy as well as 

visitors and staff.

Findings include:

Based on observation on 03/19/14 at 2:00 

p.m. with the Maintenance Supervisor, 

the set of double leaf corridor doors 

leading into the Therapy next to the Front 

lounge required one door to be latched 

manually into the door frame before the 

second door would latch into the first 

door and secure them both tightly into the 

door frame.  Based on interview on 

K010018  

CORRECTIVE ACTION(S) FOR 

THOSE AFFECTED:

  

   The hardware for latching has been 

ordered and will be installed, so that 

these doors will latch independently 

into the door frame.

  

CORRECTIVE ACTION(S) FOR 

OTHERS AFFFECTED:

  

   Upon inspection of the entire 

facility by the administrator and 

maintenance director, no other doors 

required to latch independently were 

identified as needing repair or 

improvements in order to latch 

independently into their frames.

  

MEASURES TO PREVENT 

RECURRENCE:

  

   Monthly, maintenance staff will 

04/18/2014  12:00:00AM
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03/19/14 concurrent with the observation, 

it was acknowledged by the Maintenance 

Supervisor the aforementioned set of 

corridor doors would not latch 

independently into their door frame.

3.1-19(b)

inspect the doors from therapy into 

the front lounge, as well as all other 

doors, in order to ensure that all 

doors requiring independent latching 

into their frames are properly 

functioning.  In the event that any 

doors are identified as not 

functioning properly to latch 

independently into their frames, the 

maintenance director will order the 

immediate repair of the doors or 

order parts so that repairs will be 

made as soon as possible.  The 

results of the inspection and any 

actions taken will be recorded in the 

maintenance safety log. 

  

MONITORING TO PREVENT 

RECURRENCE:

  

   At the monthly meeting of the 

Quality Assurance (QA) Committee, 

the maintenance director will report 

the results of inspections and actions 

taken.  The QA Committee will 

review the maintenance director’s 

report and will make any further 

recommendations necessary to 

ensure the proper functioning of all 

doors that are required to latch 

independently.

 

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: 9C6521 Facility ID: 000014 If continuation sheet Page 4 of 12



(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

04/21/2014PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PRECEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

PERU, IN 46970

155039

01

03/19/2014

MILLER'S MERRY MANOR

317 BLAIR PIKE

K010029

SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

One hour fire rated construction (with ¾ 

hour fire-rated doors) or an approved 

automatic fire extinguishing system in 

accordance with 8.4.1 and/or 19.3.5.4 

protects hazardous areas.  When the 

approved automatic fire extinguishing 

system option is used, the areas are 

separated from other spaces by smoke 

resisting partitions and doors.  Doors are 

self-closing and non-rated or field-applied 

protective plates that do not exceed 48 

inches from the bottom of the door are 

permitted.     19.3.2.1

Based on observation and interview, the 

facility failed to ensure 1 of 8 doors to 

hazardous areas such as the kitchen 

would self close and latch securely into 

its frame.  This deficiency could affect 10 

or more residents in the Main dining 

room which is adjacent to the kitchen as 

well as visitors and staff.

Findings include:

Based on observation on 03/19/14 at 1:45 

p.m. with the Maintenance Supervisor 

and Administrator, the door which 

separates the kitchen from the Main 

dining room adjacent to the Dietary 

manager's office did not have a self 

closing device on the door.  Based on 

interview on 03/19/14 concurrent with 

the observation with the Maintenance 

Supervisor and Administrator, it was 

acknowledged the aforementioned 

K010029  

CORRECTIVE ACTION(S) FOR 

THOSE AFFECTED:

  

   On 3/20/14 the maintenance 

director attached a device to the door 

between the dietary office and the 

main dining room, so that the door 

self-closes and latches into its frame.

  

CORRECTIVE ACTION(S) FOR 

OTHERS AFFFECTED:

  

   Upon inspection of the entire 

facility by the administrator and 

maintenance director, no other doors 

were identified as needing 

installation or repair of self-closing 

devices for protection of hazardous 

areas.

  

MEASURES TO PREVENT 

RECURRENCE:

  

   Monthly, maintenance staff will 

inspect the doors that protect 

03/20/2014  12:00:00AM
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kitchen door lacked a closing device 

which would keep the door closed and 

secured to the door frame.

3.1-19(b)

hazardous areas, in order to ensure 

that those doors are self-closing and 

latching into their frames.  In the 

event that any doors are identified as 

not functioning properly to self-close 

and latch into their frames, the 

maintenance director will order the 

immediate repair of the doors or 

order parts so that repairs will be 

made as soon as possible.  The 

results of the inspection and any 

actions taken will be recorded in the 

maintenance safety log. 

  

MONITORING TO PREVENT 

RECURRENCE:

  

   At the monthly meeting of the QA 

Committee, the maintenance director 

will report the results of inspections 

and actions taken.  The QA 

Committee will review the 

maintenance director’s report and 

will make any further 

recommendations necessary to 

ensure the proper functioning of all 

doors that are required to self-close 

and latch in order to protect 

hazardous areas.
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K010143

SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

Transferring of oxygen is:

(a) separated from any portion of a facility 

wherein patients are housed, examined, or 

treated by a separation of a fire barrier of 

1-hour fire-resistive construction; 

(b) in an area that is mechanically ventilated, 

sprinklered, and has ceramic or concrete 

flooring; and 

(c) in an area posted with signs indicating 

that transferring is occurring, and that 

smoking in the immediate area is not 

permitted in accordance with NFPA 99 and 

the Compressed Gas Association.     

8.6.2.5.2

Based on observation and interview, the 

facility failed to ensure 1 of 1 oxygen 

storage rooms where oxygen transfer 

occurs had continuously working, 

electrically powered mechanical 

ventilation.  This deficient practice could 

affect 16 residents on south wing as well 

as visitors and staff in the area.

Findings include:

Based on observation on 03/19/14 at 1:46 

p.m. with the Maintenance Supervisor 

and Administrator, the oxygen storage 

room on south wing used to store and 

transfer oxygen was provided with 

electrically powered mechanical 

ventilation, but it was not working.  

Based on interview on 03/19/14 at 1:50 

K010143  

CORRECTIVE ACTION(S) FOR 

THOSE AFFECTED:

  

   On 3/24/14 the maintenance 

director installed a new exhaust fan 

in the oxygen storage/transfer room, 

so that continuous mechanical 

ventilation is provided.

  

CORRECTIVE ACTION(S) FOR 

OTHERS AFFFECTED:

  

   No other area in the facility is 

utilized for oxygen storage or 

transfer.

  

MEASURES TO PREVENT 

RECURRENCE:

  

   Monthly, maintenance staff will 

inspect the exhaust fan in the oxygen 

storage/transfer room in order to 

03/24/2014  12:00:00AM
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p.m., it was acknowledged by the the 

Maintenance Supervisor and 

Administrator this room was used to 

transfer oxygen and though it had an 

electrically powered mechanical vent, it 

was not working at the time of inspection.

3.1-19(b)

ensure that the fan is operating 

properly to provide continuous 

mechanical ventilation.  In the event 

that the exhaust fan is identified as 

not functioning properly, the 

maintenance director will order the 

immediate repair of the exhaust fan 

or order parts so that the repairs will 

be made as soon as possible.  The 

results of the inspection and any 

actions taken will be recorded in the 

maintenance safety log. 

  

MONITORING TO PREVENT 

RECURRENCE:

  

   At the monthly meeting of the QA 

Committee, the maintenance director 

will report the results of inspections 

and actions taken.  The QA 

Committee will review the 

maintenance director’s report and 

will make any further 

recommendations necessary to 

ensure the proper functioning of the 

exhaust fan that provides continuous 

mechanical ventilation for the 

oxygen storage/transfer room.
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K010144

SS=F

NFPA 101 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1.

 Based on observation, record review and 

interview, the facility failed to ensure the 

emergency lighting for 1 of 1 battery 

operated lights for the generator was 

working.  NFPA 110, 5-3-1 requires 

lighting at the emergency generator.  This 

deficient practice could affect all 

occupants in the facility including staff, 

visitors and residents if the generator was 

impaired and there was no functional 

emergency battery powered light 

available.    

Findings include:  

Based on observation on 03/19/14 at 2:31 

p.m. with the Maintenance Supervisor 

and Administrator, the battery powered 

emergency light for the generator did not 

function when tested.  Based on Fire 

Safety Record review on 03/19/14 at 2:33 

p.m. with the Maintenance Supervisor 

and Administrator, it was indicated the 

facility tested the battery back up 

emergency lights for the generator located 

at the north side of the building monthly, 

however, it did not function at the time of 

inspection.  Based on interview on 

03/19/14 at 2:35 p.m. with the 

K010144  

CORRECTIVE ACTION(S) FOR 

THOSE AFFECTED:

  

   On 4/11/14, maintenance staff 

installed new battery-powered 

emergency lighting at the emergency 

generator.

  

CORRECTIVE ACTION(S) FOR 

OTHERS AFFFECTED:

  

   This is the only generator 

supplying emergency power to the 

facility.

  

MEASURES TO PREVENT 

RECURRENCE:

  

   Monthly, maintenance staff will 

test the battery-powered emergency 

light for the emergency generator to 

ensure that the light is properly 

functioning.  In the event that the 

emergency light is not functioning 

properly, the maintenance director 

will order the immediate repair of the 

light or order parts so that repairs 

will be made as soon as possible.  

The results of the testing and any 

actions taken will be recorded in the 

maintenance safety log. 

  

MONITORING TO PREVENT 

RECURRENCE:

04/11/2014  12:00:00AM
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Maintenance Supervisor and 

Administrator, it was acknowledged the 

battery back up emergency light was 

checked monthly, but did not operate 

when tested.  

3.1-19(b) 

  

   At the monthly meeting of the QA 

Committee, the maintenance director 

will report the results of inspections 

and actions taken.  The QA 

Committee will review the 

maintenance director’s report and 

will make any further 

recommendations necessary to 

ensure the proper functioning of the 

emergency lighting at the emergency 

generator.
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K010147

SS=F

NFPA 101 

LIFE SAFETY CODE STANDARD 

Electrical wiring and equipment is in 

accordance with NFPA 70,  National 

Electrical Code. 9.1.2

Based on observation and interview, the 

facility failed to ensure 1 of 1 extension 

cords was not used as a substitute for 

fixed wiring.  NFPA 70, Article 400-8 

requires, unless specifically permitted, 

multiplug adapters, flexible cords and 

cables shall not be used as a substitute for 

fixed wiring of a structure.  This deficient 

practice could affect all residents as well 

as staff and visitors.

Findings include:

Based on observation on 03/19/14 at 1:33 

p.m. with the Maintenance Supervisor 

and Administrator, there was one, three 

prong extension cord run from an outlet 

within the generator case to a warming 

pad for the battery located on the north 

side of the generator.  Based on interview 

on 03/19/14 concurrent with the 

observation with the Maintenance 

Supervisor and Administrator, it was 

acknowledged the emergency generator 

service vendor supplied the extension 

cord and the facility did not know about 

its improper use.

3.1-19(b)

K010147  

CORRECTIVE ACTION(S) FOR 

THOSE AFFECTED:

  

   On 3/19/14 the maintenance 

director removed the extension cord 

running from the outlet inside the 

generator case to the warming pad 

for the generator battery.

  

CORRECTIVE ACTION(S) FOR 

OTHERS AFFFECTED:

  

   Upon inspection throughout the 

entire facility by the maintenance 

director and administrator, no 

non-permitted substitutes for fixed 

wiring were identified.

  

MEASURES TO PREVENT 

RECURRENCE:

  

   Monthly, maintenance staff will 

complete an inspection of the entire 

facility, in order to identify any 

non-permitted substitutes for fixed 

wiring.  In the event that any 

non-permitted substitutes for fixed 

wiring are identified, the 

maintenance director will order that 

the substitute be removed and 

replaced with fixed wiring, where 

necessary.

  

MONITORING TO PREVENT 

RECURRENCE:

03/19/2014  12:00:00AM
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   At the monthly meeting of the QA 

Committee, the maintenance director 

will report the results of inspections 

and actions taken.  The QA 

Committee will review the 

maintenance director’s report and 

will make any further 

recommendations necessary to 

ensure that non-permitted substitutes 

for fixed wiring are not in use in the 

facility.
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