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A Life Safety Code Certification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  06/14/16

Facility Number:  013005

Provider Number:  155816

AIM Number:  201256400

At this Life Safety Code Survey, 

Arlington Place Health Campus was 

found not in compliance with 

Requirements for Participation 

Medicare/Medicaid, 42 CFR Subpart 

483.70(a), Life Safety From Fire and the 

2000 Edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 18, New 

Health Care Occupancies and 410 IAC 

16.2.

This one story facility was determined to 

be of Type V (111) construction and fully 

sprinklered.  The facility has a fire alarm 

system with smoke detection in the 

corridors, in all areas open to the 

corridors with hard wired smoke 

detectors in all resident rooms.  The 

facility has a capacity of 84 and had a 

K 0000 June 27, 2016

Preparation or execution of this 

plan of correction does not 

constitute admission or agreement 

of provider of the truth of the facts 

alleged or conclusions set forth on 

the Statement of Deficiencies.  The 

Plan of Correction is prepared and 

executed solely because it is 

required by the position of Federal 

and State Law.  The Plan of 

Correction is submitted in order to 

respond to the allegation of 

noncompliance cited during a 

Recertification State Licensure 

Survey (ID DWGK21) on June 14, 

2016.  Please accept this plan of 

correction as the provider's credible 

allegation of compliance.

The provider respectfully requests a 

desk review with paper compliance 

to be considered in establishing 

that the provider is in substantial 

compliance.
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census of 78 at the time of this visit.

All areas where residents have customary 

access were sprinklered.  All areas 

providing facility services were 

sprinklered.

Quality Review by Lex Brashear, Life 

Safety Code Specialist on 06/14/16

NFPA 101 

LIFE SAFETY CODE STANDARD 

Fire drills include the transmission of a fire 

alarm signal and simulation of emergency 

fire conditions. Fire drills are held at 

unexpected times under varying conditions, 

at least quarterly on each shift. The staff is 

familiar with procedures and is aware that 

drills are part of established routine. 

Responsibility for planning and conducting 

drills is assigned only to competent persons 

who are qualified to exercise leadership. 

Where drills are conducted between 9:00 

PM and 6:00 AM a coded announcement 

may be used instead of audible alarms.

18.7.1.2, 19.7.1.2

K 0050

SS=F

Bldg. 01

Based on record review and interview, 

the facility failed to document activation 

of the fire alarm system for second shift 

fire drills conducted between 6:00 a.m. 

and 9:00 p.m. for 1 of 4 quarters.  LSC 

18.7.1.2 states fire drills in health care 

occupancies shall include the 

transmission of the fire alarm signal and 

simulation of emergency fire conditions.  

When drills are conducted between 9:00 

p.m. (2100 hours) and 6:00 a.m. (0600 

K 0050 What corrective actions 

will be accomplished for 

those residents founds to 

have been affected by the 

deficient practice:  
In accordance with  Life Safety 

standards, the facility will 

document activation of the fire 

alarm system for second shift fire 

drills conducted between 6AM 

and 9PM.  A coded 

announcement, in lieu of audible 

alarms, will be utilized between 

07/01/2016  12:00:00AM
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hours), a coded announcement shall be 

permitted to be used instead of audible 

alarms.  This deficient practice could 

affect all residents, staff and visitors in 

the facility.  

Findings include:

Based on review of "Record of Drills: 

Fire" with the Director of Plant 

Operations during record review from 

9:15 a.m. to 11:45 a.m. on 06/14/16, 

documentation for the second shift fire 

drill conducted in the first quarter of 

2016 on 02/17/16 at 8:30 p.m. did not 

include activation of the fire alarm 

system and transmission of the fire alarm 

signal.  The aforementioned fire drill 

documentation stated "silent drill did one 

on ones" and "did not pull alarm."  Based 

on interview at the time of record review, 

the Director of Plant Operations 

acknowledged documentation for the 

aforementioned fire drill conducted after 

6:00 a.m. but before 9:00 p.m. did not 

include activation of the fire alarm 

system and transmission of the fire alarm 

signal.  

3.1-19(b)

3.1-51(c)

the hours of 9PM and 6AM.

How other residents 

having the potential to be 

affected by the same 

deficient practice will be 

identified and what 

corrective actions will be 

taken: 
All residents have the potential to 

be affected by this deficient 

practice.

What measures will be 

put in place or what 

systemic changes will be 

made to ensure that the 

deficient practice does 

not recur: 
Plant Operations Support will 

reeducated Director of Plant 

Operations (DPO) on the process 

to conduct fire drills, specifically 

between 9 PM and 6AM.

How the corrective 

actions will be monitored 

to ensure the deficient 

practice will not recur:   
The DPO will keep records for all 

fire drills.

How the corrective 

actions will be monitored 

to ensure the deficient 

practice will not recur:  
The records for night shift fire 

drills will be reviewed by the DPO 

or designee to ensure compliance 

with the fire drill standard for a 

healthcare occupancy building.
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The results of the audit 

observations will be reported, 

reviewed and trended for 

compliance thru the campus 

Quality Assurance Committee for 

a minimum of 6 months then 

randomly thereafter for further 

recommendation.
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