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 K010000A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  07/08/13

Facility Number:  000338

Provider Number:  155441

AIM Number:  100287590

Surveyor:  Lex Brashear, Life Safety 

Code Specialist and Robert Sutton, Life 

Safety Code Specialist Trainee

At this Life Safety Code survey, Corydon 

Nursing and Rehabilitation Center was 

found in substantial compliance with 

Requirements for Participation in 

Medicare/Medicaid, 42 CFR Subpart 

483.70(a), Life Safety from Fire and the 

2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC), Chapter 19, Existing 

Health Care Occupancies and 410 IAC 

16.2.

This one story facility was determined to 

be of Type II (222) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with hard wired smoke 

detectors in the corridors and spaces open 
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to the corridors, plus battery operated 

smoke detectors in all resident sleeping 

rooms.  The facility has a capacity of 38 

and had a census of 31 at the time of this 

survey.

All areas where residents have customary 

access were sprinklered.  All areas 

providing facility services were 

sprinklered, except two detached sheds 

used for facility storage.

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 07/11/13.

The facility was found in substantial 

compliance with the aforementioned 

regulatory requirements as evidenced by 

the following:
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SS=C

NFPA 101 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1.

Preparation and /or execution of 

thisplan does not constitute 

admission or agreement by the 

provider of the truth ofthe facts 

alleged or conclusions set forth on 

the statement of deficiencies. 

Thisplan of correction is prepared 

and/or executed solely because 

required.

 

K-144generators

 
(a)What corrective action(s) 

will be accomplished for those 

residents found tohave been 

affected by the practice:

 

Facilityhas contacted a vendor 

who has completed load-bank 

test of generator.

 

(b) Howyou will identify other 

residents having potential to 

be affected by the 

samepractice and what 

corrective action will be taken:

 

Allresidents, staff, visitors, and 

vendors have the potential to 

be affected, butno specific 

person was identified.

 

(c)What measures will be put 

into place or what systematic 

changes you will maketo 

ensure that the practice does 

08/31/2013  12:00:00AMK010144Based on record review and interview, the 

facility failed to provide complete 

documentation for the testing of 1 of 1 

emergency generators providing power to 

the emergency lighting systems.  LSC 

7.9.2.3 and NFPA 99, Health Care 

Facilities, 3-4.4.1.1(a) requires monthly 

testing of the generator set shall be in 

accordance with NFPA 110, the Standard 

for Emergency and Standby Power 

Systems.  NFPA 110, 6-4.2 requires 

generator sets in Level 1 and 2 service 

shall be exercised under operating 

conditions or not less than 30 percent of 

the EPS (Emergency Power Supply) 

nameplate rating at least monthly, for a 

minimum of 30 minutes.  NFPA 99, 

3-5.4.2 requires a written record of 

inspection, performance, exercising 

period and repairs shall be regularly 

maintained and available for inspection 

by the authority having jurisdiction.  This 

deficient practice could affect all 

residents, as well as staff and visitors in 

the facility.

Findings include:

Based on review of the facility's 
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not recur:

 

MaintenanceDirector has been 

reeducated on the importance 

of annual load-bank test, andall 

components that need to be 

validated to keep the facility in 

compliance,and generator 

functioning.

 

(d) Howthe corrective action(s) 

will be monitored to ensure the 

practice will notrecur, i.e.  what 

quality assuranceprogram will 

be put into place:

 

Monitoringof this will be a joint 

effort between NHA and 

Maintenance Director as 

theyreview the weekly 

generator tests, monthly 

generator tests, and annual 

load-banktest, to assure all 

components are in working 

order. Any issues identified 

willbe immediately corrected. A 

report of these findings will be 

reviewed by theRisk 

Management/QA committee 

meeting until substantial 

compliance is achievedand 

continues.

 

(e)Date of compliance: 8/31/13

 

 

Generator Log on 07/08/13 at 11:30 a.m. 

with the Maintenance Director present, 

the generator log form documented the 

generators were tested monthly under 

load, however, there was no 

documentation on the form showing the 

generator was exercised under operating 

conditions or not less than 30 percent of 

the EPS (Emergency Power Supply) 

nameplate rating for a minimum of 30 

minutes during the past twelve months.  

During an interview at the time of record 

review, the Maintenance Director 

confirmed the monthly generator log did 

not include documentation the generator 

was exercised under operating conditions 

or not less than 30 percent of the EPS 

(Emergency Power Supply) nameplate 

rating for a minimum of 30 minutes.

3.1-19(b)
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