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A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  11/17/14  

Facility Number:  000114

Provider Number:  155207

AIM Number:  100266640

Surveyor:  Amy Kelley, Life Safety Code 

Specialist; Thomas Forbes Life Safety 

Code Specialist 

At this Life Safety Code survey, New 

Haven Center was found not in 

compliance with Requirements for 

Participation in Medicare/Medicaid, 42 

CFR Subpart 483.70(a), Life Safety from 

Fire and the 2000 edition of the National 

Fire Protection Association (NFPA) 101, 

Life Safety Code (LSC), Chapter 19, 

Existing Health Care Occupancies and 

410 IAC 16.2.

This one story facility was determined to 

be of Type V (000) construction and was 

fully sprinklered.  The facility has a fire 

alarm system with smoke detection in the 

corridors, areas open to the corridors and 

single station battery operated smoke 

K010000 The creation and submission of 

this Plan of Correction does not 

constitute an admission by this 

provider of any conclusion set 

forth in the statement of 

deficiencies, or of any violation of 

regulation.This provider 

respectfully requests that the 

2567 Plan of Correction be 

considered the Letter of Credible 

Allegation and requests in lieu of 

a onsite visit that a desk review 

be completed on or after 

December 8, 2014. A letter is 

attached to request paper 

compliance for these deficiencies 

along with supporting 

documentation for the corrective 

actions taken.
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detector in the resident rooms.  The 

facility has a capacity of 120 and had a 

census of 82 at the time of this survey.

All areas where the residents have 

customary access were sprinklered.  All 

areas providing facility services were 

sprinklered which the exception of a 

detached building housing the emergency 

generator and used for storage of 

maintenance equipment.  

Quality Review by Dennis Austill, Life 

Safety Code Specialist on 11/25/14.

The facility was found not in compliance 

with the aforementioned regulatory 

requirements as evidenced by the 

following:

NFPA 101 

LIFE SAFETY CODE STANDARD 

Exit access is arranged so that exits are 

readily accessible at all times in accordance 

with section 7.1.     19.2.1

K010038

SS=E

Based on observation and interview, the 

facility failed to ensure 1 of 12 doors in 

the path of egress, equipped with a 

magnetic locking system, remained 

unlocked with activation of the building 

fire protective signaling system.  LSC 

19.2.1 requires every corridor and exit be 

in compliance with Chapter 7.  LSC 

7.2.1.6.2.(d) requires actuation of the fire 

alarm system shall unlock the doors in 

K010038 K0038 Exit Access How will 

corrective action be 

accomplished for those 

residents found to have been 

affected by the deficient 

practice?      *  Due to the nature 

of the survey, (Life Safety) there 

was no identifier list provided, 

therefore no corrective action 

could be taken for any specific 

resident. Residents residing at 

the facility have the potential to be 

12/08/2014  12:00:00AM
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the direction of egress and the doors shall 

remain unlocked until the fire alarm 

system has been manually reset.  This 

deficient affects 8 residents in the 

assisted dining room evacuated through 

the exit door.

Findings include:

Based on an observation with the 

Maintenance Director on 11/17/14 at 

12:35 p.m., the exit door in the north 

resident assisted dining room, which was 

equipped with a magnetic locking 

system, failed to remain unlocked when 

the fire alarm system was placed in 

silence mode.  Based on an interview 

with the Maintenance Director at the time 

of observation, he acknowledged the 

magnetic locking device on the assisted 

dining room exit door did not release 

when the fire alarm was in silence mode. 

3.1-19(b)

affected by the deficient practice. 

However, the magnetic door lock 

release has been repaired as of 

12-02-2014 How will the facility 

identify other residents having 

the potential to be affected by 

the same deficient practice?  

Residents who reside at Genesis 

New Haven facility have the 

potential to be affected by the 

deficient practice due to the 

mechanical failure of the 

magnetic release. What 

measures will be put into place 

or systemic changes made to 

ensure that the deficient 

practice will not occur? The 

Maintenance Director replaced 

the malfunctioning magnetic lock 

relay on the exit door on the north 

unit in the assisted dining room 

area. How will the facility 

monitor its corrective actions 

to ensure the deficient practice 

will not recur?  The 

maintenance director will check 

magnetic locks throughout the 

facility for proper working 

condition during routine checks of 

the fire alarm system. The  Local 

Fire Chief came to the facility to 

validate that the correction had 

been made and remains in 

working order. Audits will be 

conducted weekly times 4 weeks, 

bi-weekly times 4 weeks, and 

monthly thereafter to ensure that 

all magnetic locks release 

appropriately when the fire alarm 

system is placed in a silence 

mode. 
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NFPA 101 

LIFE SAFETY CODE STANDARD 

Smoking regulations are adopted and 

include no less than the following provisions: 

(1) Smoking is prohibited in any room, ward, 

or compartment where flammable liquids, 

combustible gases, or oxygen is used or 

stored and in any other hazardous location, 

and such area is posted with signs that read 

NO SMOKING or with the international 

symbol for no smoking.

(2) Smoking by patients classified as not 

responsible is prohibited, except when under 

direct supervision.

(3) Ashtrays of noncombustible material and 

safe design are provided in all areas where 

smoking is permitted.

(4) Metal containers with self-closing cover 

devices into which ashtrays can be emptied 

are readily available to all areas where 

smoking is permitted.     19.7.4

K010066

SS=D

Based on observation and interview, the 

facility failed to ensure the proper 

disposal of cigarette butts in 1 of 1 

smoking areas. The smoking areas were 

provided with metal containers with 

self-closing cover devices into which 

ashtrays can be emptied and were readily 

available.  This deficient practice could 

affect at least 3 residents.  

Findings include:

Based on observation with the 

Maintenance Director on 11/17/14 at 

K010066 K 066 Smoking Regulations How 

will corrective action be 

accomplished for those 

residents found to have been 

affected by the deficient 

practice?  Residents who reside 

at Genesis New Haven Facility 

and smoke have the potential to 

be affected by the deficient 

practice. Smokers were 

re-educated about the importance 

of not throwing smoking materials 

away in the trash receptacle.  

 How will the facility identify 

other residents having the 

potential to be affected by the 

same deficient practice?  

12/08/2014  12:00:00AM
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1:30 p.m., cigarettes butts and 

combustible trash were found in a plastic 

trash bag in a covered plastic trash can. 

The trash can was located next to the 

metal container with self-closing lid 

provided to empty ashtrays and the 

disposal of cigarette butts.  Based on an 

interview with the Maintenance Director 

at the time of observation, he 

acknowledged the trash can contained a 

mixture of combustible trash and 

cigarette butts.   

3.1-19(b)

Residents who reside at Genesis 

New Haven facility have the 

potential to be affected by the 

deficient practice.   What 

measures will be put into place 

or systemic changes made to 

ensure that the deficient 

practice will not occur? 

Residents who smoke and utilize 

the outdoor smoke hut were 

educated on smoking materials 

that must be discarded into the 

metallic disposal container 

appropriate for cigarette butts. 

Facility management team will 

inspect both containers Q 2 hours 

during supervised smoking times 

to proper disposal of waste into 

the appropriate containers.  How 

will the facility monitor its 

corrective actions to ensure 

the deficient practice will not 

recur?  The Maintenance 

Director/ Designee will be 

responsible for checking the 

receptacles daily to insure 

compliance of no improper items 

are located in the trash 

receptacle. Audits will be 

conducted 5 times a week times 

4 weeks, three times-weekly 

times 4 weeks, and monthly 

thereafter to ensure compliance. 

Facility Administrator/Director of 

Maintenance to monitor for 

compliance monthly, with results 

forwarded to the PI Committee for 

additional interventions as a need 

is identified. By what date will the 

systemic changes be completed. 

·  Date of Compliance: December 

8, 2014 
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NFPA 101 

LIFE SAFETY CODE STANDARD 

Electrical wiring and equipment is in 

accordance with NFPA 70,  National 

Electrical Code. 9.1.2

K010147

SS=D

Based on observation and interview, the 

facility failed to ensure 1 of 1 wet 

location; the resident north shower; was 

provided with ground fault circuit 

interrupter (GFCI) protection against 

electric shock.  NFPA 70, Article 517, 

Health Care Facilities, defines wet 

locations as patient care areas subjected 

to wet conditions while patients are 

present.  These include standing fluids on 

the floor or drenching of the work area, 

either of which condition is intimate to 

the patient or staff.  NFPA 70, 517-20 

Wet Locations, requires all receptacles 

and fixed equipment within the area of 

the wet location to have GFCI protection.  

Moisture can reduce the contact 

resistance of the body, and electrical 

insulation is more subject to failure.  This 

deficient practice could affect 2 residents 

in the north shower.

Findings include:

Based on an observation with the the 

Administrator and the Maintenance 

Director on 11/17/14 at 11:15 a.m., the 

north shower room had an electrical 

receptacle on the wall within three feet of 

K010147 K 147 Electrical Wiring and 

Equipment How will corrective 

action be accomplished for 

those residents found to have 

been affected by the deficient 

practice?  *  Due to the nature of 

the survey, (Life Safety) there 

was no identifier list provided, 

therefore no corrective action 

could be taken for any specific 

resident. Residents residing at 

the facility have the potential to be 

affected by the deficient practice. 

The GFCI was installed prior to 

12-02-2014.  How will the 

facility identify other residents 

having the potential to be 

affected by the same deficient 

practice?  Residents who reside 

at Genesis new Haven Facility 

have the potential to be affected 

by the deficient practice,  What 

measures will be put into place 

or systemic changes made to 

ensure that the deficient 

practice will not occur? The 

Maintenance Director will inspect 

the GFCI to insure they are 

working properly and functioning 

in there desired capacity. How 

will the facility monitor its 

corrective actions to ensure 

the deficient practice will not 

recur?  The Maintenance 

Director/ Designee will be 

responsible for checking the 

12/08/2014  12:00:00AM
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a wheelchair wash station that was not a 

GFCI receptacle.  When tested using a 

GFCI testing device, the Administrator 

confirmed the receptacle lacked GFCI 

protection to prevent electrical shock.   

3.1-19(b)  

receptacle to insure the GFCI is 

working properly  weekly times 4 

weeks, bi- weekly times 4 weeks 

and monthly thereafter to insure 

compliance.     Facility 

Administrator/Director of 

Maintenance to monitor for 

compliance monthly, with results 

forwarded to the PI Committee for 

additional interventions as a need 

is identified. By what date will the 

systemic changes be completed. 

·  Date of Compliance: December 

8, 2014 
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