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The Laurels of DeKalb wishes to 

have this submitted plan of 

correction stand as our written 

allegation of compliance.  

Preparation and/or execution of 

this plan does not constitute 

admission to, nor agreement with, 

either the existance of or the 

scope and severity of any of the 

cited deficiencies, or conclusions 

set forth in the statement of 

deficiencies.  This plan is 

prepared and/or executed to 

ensure continuing compliance 

with regulatory requirements.  

Our date of compliance is August 

17, 2012.

 K0000A Life Safety Code Recertification, 

State Licensure and Quality 

Assurance Walk-thru Survey were 

conducted by the Indiana State 

Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  07/18/12

Facility Number:  000574

Provider Number:  155386

AIM Number:  100266430

Surveyor:  Amy Kelley, Life Safety 

Code Specialist

At this Life Safety Code survey, 

Laurels of Dekalb was found not in 

compliance with Requirements for 

Participation in 

Medicare/Medicaid, 42 CFR 

Subpart 483.70(a), Life Safety 

from Fire and the 2000 edition of 

the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC) and 410 IAC 16.2.  The 

original building consisting of the 

100, 200, 300 and 400 halls, the 

main dining room and the service 

hall was surveyed with Chapter 

19, Existing Health Care 
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Occupancies.

This one story facility was 

determined to be of Type V (000) 

construction and was fully 

sprinklered.  The facility has a fire 

alarm system with smoke 

detection in in the corridors and 

areas open to the corridors.  The 

resident rooms lacked smoke 

detectors at this time.  The facility 

has a capacity of 101 and had a 

census of 95 at the time of this 

survey.

The facility was found in 

compliance with state law in 

regard to sprinkler coverage and 

not in compliance with state law in 

regard to smoke detector 

coverage.  

All areas where residents have 

customary access were sprinklered 

with the exception noted in K-56.  

The facility had a detached garage 

providing facility services 

including storage of beds, 

mattresses and snow blowers 

which was not sprinklered.  

Quality Review by Robert Booher, Life Safety 

Code Specialist-Medical Surveyor on 07/26/12.
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The facility was found not in 

compliance with the 

aforementioned regulatory 

requirements as evidenced by the 

following:
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K0038

SS=E

NFPA 101 

LIFE SAFETY CODE STANDARD 

Exit access is arranged so that exits are 

readily accessible at all times in accordance 

with section 7.1.     19.2.1

On 7/20/12 the Maintenance 

Director completed repair work to 

the east patio exit door to comply 

with the regulation.No other exit 

doors were found to be in 

violation of the 

regulation.Continued compliance 

of the regulation will be monitored 

by the Maintenance Director 

through the facility's preventative 

maintenance program.Variances 

will be corrected at the time of the 

observation and trends will be 

reported to the facility's monthly 

Safety and Quality Assurance 

Committee.The Administrator is 

responsible for compliance with 

this regulation.

08/17/2012  12:00:00AMK0038Based on observation and 

interview, the facility failed to 

ensure 1 of 6 exit discharge paths 

was readily accessible at all times.  

This deficient practice could affect 

any residents evacuated through 

the east patio exit in the event of 

an emergency.

Findings include:

Based on observation with the 

Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 at 2:10 p.m., the east 

patio exit door had a sign posted 

stating when pushed the door can 

be opened in fifteen seconds.  The 

door was pushed by the 

Maintenance Director but it did 

not release in fifteen seconds.  

The east patio exit door did 

release upon activation of the fire 

alarm.  This was confirmed by the 

Maintenance Director at the time 

of observation.  

3.1-19(b)

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: IEPI21 Facility ID: 000574 If continuation sheet Page 4 of 24



(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

08/23/2012PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PERCEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

BUTLER, IN 46721

155386

01

07/18/2012

LAURELS OF DEKALB

520 W LIBERTY ST

K0056

SS=D

NFPA 101 

LIFE SAFETY CODE STANDARD 

If there is an automatic sprinkler system, it is 

installed in accordance with NFPA 13, 

Standard for the Installation of Sprinkler 

Systems, to provide complete coverage for all 

portions of the building.  The system is 

properly maintained in accordance with NFPA 

25, Standard for the Inspection, Testing, and 

Maintenance of Water-Based Fire Protection 

Systems.  It is fully supervised.  There is a 

reliable, adequate water supply for the 

system.  Required sprinkler systems are 

equipped with water flow and tamper 

switches, which are electrically connected to 

the building fire alarm system.     19.3.5

On or before 8/17/12 J.O. Mory, 

Inc. will install sprinkler heads in 

the service hall exit to comply with 

the regulation.  No other areas in 

the facility were found to be in 

violation of the regulation.  

Continued compliance of the 

regulation will be monitored by 

the Maintenance Director.  

Variances will be corrected at teh 

time of the observation and 

trends will be reported to the 

facility's monthly Safety 

Committee and Quality 

Assurance Committee.  The 

Administrator is reponsible for 

compliance with this regulation.

08/17/2012  12:00:00AMK0056Based on observation and 

interview, the facility failed to 

ensure a complete automatic 

sprinkler system was provided for 

1 of 1 staff entrance building 

overhangs in accordance with 

NFPA 13, Standard for Installation 

of Sprinkler Systems, to provide 

complete coverage for all portions 

of the building.  NFPA 13, 1999 

Edition, Section 5-13.8.1 requires 

sprinklers shall be installed under 

exterior roofs or canopies 

exceeding 4 feet in width.  This 

deficient practice could affect any 

number of staff.

Findings include:

Based on an observation with the 
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Maintenance Director and Senior 

Payroll Coordinator on 07/18/12 

at 2:20 p.m., there was an 

unsprinklered combustible 

overhang measuring five feet at 

the service hall exit.  

Measurements were provided by 

the Maintenance Director at the 

time of observation.  

3.1-19(b)
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SS=F

NFPA 101 

LIFE SAFETY CODE STANDARD 

Required automatic sprinkler systems are 

continuously maintained in reliable operating 

condition and are inspected and tested 

periodically.     19.7.6, 4.6.12, NFPA 13, 

NFPA 25, 9.7.5

On or before 8/17/12, J.O. Mory, 

Inc. will inspect and test the 

facility's automatic dry sprinkler 

system.  J.O. Mory, Inc. will 

complete any necessary repairs 

to the  facility's automatic dry 

sprinkler system and ensure it 

is in reliable operating 

condition.The Director of 

Maintenace will ensure the 

facility's dry sprinkler system shall 

be inspected and tested per the 

stated regulation.Continued 

compliance with the regulation will 

be monitored by the Director of 

Maintenance through the facility's 

preventative maintenance 

program.  Any variances will be 

corrected at the time of 

observation and trends will be 

reported through the facility's 

Safety and Quality Assurance 

Committee.The Administrator is 

responsible for compliance with 

this regulation.

08/17/2012  12:00:00AMK0062Based on record review and 

interview, the facility failed to 

ensure 1 of 1 automatic dry 

sprinkler piping systems was 

inspected every five years as 

required by NFPA 25, the Standard 

for the Inspection, Testing and 

Maintenance of Water-Based Fire 

Protection Systems, at 10-2.2.  

This deficient practice affects all 

occupants.

Findings include:

Based on record review with the 

Maintenance Director and the 

Senior Payroll Coordinator 

07/18/12 at 12:27 p.m., the last 

internal pipe inspection was 

performed by J.O. Mory on 

04/10/06.  This was 

acknowledged by the Maintenance 

Director at the time of record 

review.  

3.1-19(b)
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K0067

SS=F

NFPA 101 

LIFE SAFETY CODE STANDARD 

Heating, ventilating, and air conditioning 

comply with the provisions of section 9.2 and 

are installed in accordance with the 

manufacturer's specifications.     19.5.2.1, 

9.2, NFPA 90A,  19.5.2.2

The facility respectfully requests a 

waiver of K067.  The Life Safety 

Waiver Request will be received 

by the State by 8/17/12.

08/17/2012  12:00:00AMK0067Based on observation and 

interview, the facility failed to 

ensure 5 of 6 egress corridors 

were not being used as a portion 

of the return air plenum for 

heating, ventilating and air 

conditioning ductwork (HVAC) 

serving adjoining areas.  NFPA 

90A, the Standard for the 

Installation of Air Conditioning 

and Ventilation Systems at 

2-3.11.1 requires egress corridors 

shall not be used as a portion of a 

supply, return, or exhaust air 

system serving adjoining areas.  

This deficient practice affects the 

100, 200, 300 and 400 halls 

therefore affecting all residents.

Findings include:

Based on observations with the 

Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 during the facility tour 

from 12:50 p.m. to 2:45 p.m., all 

resident rooms on the 100, 200, 
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300 and 400 halls were using the 

egress corridor as a return air 

system.  Based on an interview at 

the time of observation, the 

Maintenance Director confirmed 

the return air for all resident 

rooms was exhausted into the 

corridor.  

3.1-19(b)
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K0130

SS=E

NFPA 101 

MISCELLANEOUS 

OTHER LSC DEFICIENCY NOT ON 2786

On 8/2/2012 the Maintenance 

Director completed repair work to 

the attic fire walls near the main 

entrance around the sprinkler line 

and in the attic in the 400 hall fire 

wall.  The penetration was 

repaired with thinset and fire 

caulk.  The facility's Maintenance 

Director will ensure no fire 

walls/barriers in the facility 

contain unsealed penetrations as 

stated in the regulation.Continued 

compliance of the regulation 

regarding fire walls/barriers will 

be monitored by the Director of 

Maintenance through the 

preventative maintenance and fire 

safety programs.  Variances will 

be corrected at the time of 

observation and trends will be 

reported to the facility's monthly 

Safety Committee and Quality 

Assurance Committees.The 

Administrator is responsible for 

continued compliance of this 

regulation.

08/17/2012  12:00:00AMK0130Based on observation and 

interview, the facility failed to 

ensure penetrations in 2 of 6 fire 

barrier walls were protected by an 

approved device designed for the 

specific purpose and capable of 

maintaining the fire resistance of 

the barrier.  LSC 19.1.1.3 requires 

all health care facilities to be 

maintained and operated to 

minimize the possibility of a fire 

emergency requiring the 

evacuation of the occupants.  LSC 

8.2.3.2.4.2 requires pipes, 

conduits, bus ducts, cables, wires, 

air ducts, pneumatic tubes and 

ducts, and similar building service 

equipment that pass through fire 

barriers shall be protected as 

follows:

(1) The space between the 

penetrating item and the fire 

barrier shall meet one of the 

following conditions:

a. It shall be filled with a material 

that is capable of maintaining the 

fire resistance of the fire barrier.

b. It shall be protected by an 

approved device that is designed 

for the specific purpose.

(2) Where the penetrating item 
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uses a sleeve to penetrate the fire 

barrier, the sleeve shall be solidly 

set in the fire barrier, and the 

space between the item and the 

sleeve shall meet on of the 

following conditions:

a. It shall be filled with a material 

that is capable of maintaining the 

fire resistance of the fire barrier.

b. It shall be protected by an 

approved device that is designed 

for the specific purpose.

This deficient practice could 

affects 3 of 7 smoke 

compartments.   

Findings include:

Based on observations with the 

Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 from 2:35 p.m. to 2:45 

p.m., the following fire barrier wall 

had unsealed penetrations:

a. in the attic fire wall near the 

main entrance, there was a three 

inch gap around sprinkler line,

b. in the attic 400 hall fire wall, 

there were four penetrations 

measuring one inch in size where 

Direct TV cables were recently 

installed.   

These walls were confirmed to be 
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fire walls by the Maintenance 

Director at the time of 

observation.  Measurements were 

provided by the Maintenance 

Director.

3.1-19(b)    
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NFPA 101 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1.

On 8/9/12 Cummins Crosspoint 

Emergency Generator Service 

will perform a full load bank test 

on the facility's generator to 

determine what percentage of 

amps the generator runs during 

the monthly 30 minute load test.  

The full load test will also ensure 

the facility's generator is 

operating at the required 

percentage level.The facility's 

Director of Maintenance will 

ensure the monthly generator log 

is documented with the required 

load test percentage.Continued 

compliance of the regulation will 

be monitored by the Director of 

Maintenance.  Variances will be 

corrected at the time of 

observation and trends will be 

reported tot he facility's monthly 

Safety Committee and Quality 

Assurance Committee.The 

Administrator will monitor 

continued compliance with this 

regulation.

08/17/2012  12:00:00AMK0144Based on record review and 

interview, the facility failed to 

ensure the load testing for the 

past 12 of 12 months indicated a 

load test was conducted under 

operating temperature conditions, 

minimum exhaust gas 

temperatures or not less than 30 

percent of the nameplate rating 

for the diesel powered emergency 

generator set.  Chapter 3-4.4.1.1 

of NFPA 99 requires monthly 

testing of the generator serving 

the emergency electrical system to 

be in accordance with NFPA 110, 

the Standard for Emergency and 

Standby Powers Systems, chapter 

6-4.2.  Chapter 6-4.2 of NFPA 

110 requires generator sets in 

Level 1 and Level 2 service to be 

exercised under operating 

temperature conditions, maintains 

the minimum exhaust gas 

temperatures or not less than 30 

percent of the EPS nameplate 

rating at least monthly, for a 

minimum of 30 minutes.  Chapter 

3-5.4.2 of NFPA 99 requires a 
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written record of inspection, 

performance, exercising period 

and repairs for the generator to be 

regularly maintained and available 

for inspection by the authority 

having jurisdiction.  This deficient 

practice could affect all resident in 

the facility. 

Findings include:

Based on review of the "Monthly 

Generator Full Load Test" log with 

the Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 at 12:20 p.m., the 

generator test log showed a 

monthly load test for the previous 

months for a thirty minute 

duration but the log did not 

indicate if the diesel generator 

was exercised under operating 

conditions, maintains the 

minimum exhaust gas 

temperatures or not less than 

thirty percent of the EPS 

nameplate rating.  Based on an 

interview with the Maintenance 

Director at the time of record 

review, he stated but could not 

confirm the generator set ran 

under full load conditions or at 

thirty percent nameplate rating for 
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the monthly load test. 

3.1-19(b)
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By 8/17/2012 each resident room 

will have a smoke detector 

installed in accordance with the 

regulation.The facility's 

Maintenance Director will ensure 

the smoke detectors are tested 

and maintained in accordance 

with the regulation and 

manufacturer's 

instructions.Continued 

compliance with the regulation will 

be monitored by the Director of 

Maintenance through the facility's 

preventative maintenance 

program.  Any variances will be 

corrected at the time of 

observation and trends will be 

reported through the facility's 

Safety and Quality Assurance 

Committee.The Administrator is 

responsible for compliance with 

this regulation.

08/17/2012  12:00:00AMK9999State Findings

3.1-19 ENVIRONMENT AND 

PHYSICAL STANDARDS

3.1-19(ff) A health facility 

licensed under 16-28 and this 

rule must do the following:

(1) Have an automatic sprinkler 

system installed throughout the 

facility before July 1, 2012.

(2) If an automatic sprinkler 

system is not installed throughout 

the health care facility before July 

1, 2010, submit before July 1, 

2010 a plan to the department for 

completing the installation of the 

automatic sprinkler system before 

July 1, 2012.

(3) Have a battery operated or 

hard wired smoke detector in each 

resident's room before July 1, 

2012.

This State Rule has not been met 

as evidenced by:

Based on observation and 

interview, the facility failed to 

install smoke detectors in each 

resident's room before July 1, 

2012.  This deficient practice 
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could affect at least 95 residents 

in the facility.

Findings include:

Based on observations with the 

Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 from 12:00 p.m. to 

2:24 p.m., the resident rooms 

were not provided with smoke 

detectors.  Based on interview 

during the time of observations, 

the Maintenance Director 

acknowledged all the resident 

rooms were not provided with 

smoke detectors.

3.1-19(ff)
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The Laurels of DeKalb wishes to 

have this submitted plan of 

correction stand as our written 

allegation of compliance.  

Preparation and/or execution of 

this plan does not constitute 

admission to, nor agreement with, 

either the existance of or the 

scope and severity of any of the 

cited deficiencies, or conclusions 

set forth in the statement of 

deficiencies.  This plan is 

prepared and/or executed to 

ensure continuing compliance 

with regulatory requirements.  

Our date of compliance is August 

17, 2012.

 K0000A Life Safety Code Recertification, 

State Licensure and Quality 

Assurance Walk-thru Survey were 

conducted by the Indiana State 

Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  07/18/12

Facility Number:  000574

Provider Number:  155386

AIM Number:  100266430

Surveyor:  Amy Kelley, Life Safety 

Code Specialist

At this Life Safety Code survey, 

Laurels of Dekalb was found not in 

compliance with Requirements for 

Participation in 

Medicare/Medicaid, 42 CFR 

Subpart 483.70(a), Life Safety 

from Fire and the 2000 edition of 

the National Fire Protection 

Association (NFPA) 101, Life Safety 

Code (LSC) and 410 IAC 16.2.  The 

new section of the building 

consisting of the 300 hall Therapy 

gym was surveyed with Chapter 

18, New Health Care Occupancies.
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This one story facility was 

determined to be of Type V (000) 

construction and was fully 

sprinklered.  The facility has a fire 

alarm system with smoke 

detection in in the corridors and 

areas open to the corridors.  The 

resident rooms lacked smoke 

detectors at this time.  The facility 

has a capacity of 101 and had a 

census of 95 at the time of this 

survey.

The facility was found in 

compliance with state law in 

regard to sprinkler coverage and 

not in compliance with state law in 

regard to smoke detector 

coverage.  

All areas where residents have 

customary access were sprinklered 

with the exception noted in K-56.  

The facility had a detached garage 

providing facility services 

including storage of beds, 

mattresses and snow blowers 

which was not sprinklered.  

The facility was found not in 

compliance with the 

aforementioned regulatory 

requirements as evidenced by the 

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: IEPI21 Facility ID: 000574 If continuation sheet Page 20 of 24



(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

08/23/2012PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PERCEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

BUTLER, IN 46721

155386

02

07/18/2012

LAURELS OF DEKALB

520 W LIBERTY ST

following:
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NFPA 101 

LIFE SAFETY CODE STANDARD 

Generators are inspected weekly and 

exercised under load for 30 minutes per 

month in accordance with NFPA 99.     

3.4.4.1.

On 8/9/12 Cummins Crosspoint 

Emergency Generator Service 

will perform a full load bank test 

on the facility's generator to 

determine what percentage of 

amps the generator runs during 

the monthly 30 minute load test.  

The full load test will also ensure 

the facility's generator is 

operating at the required 

percentage level.The facility's 

Director of Maintenance will 

ensure the monthly generator log 

is documented with the required 

load test percentage.Continued 

compliance of the regulation will 

be monitored by the Director of 

Maintenance.  Variances will be 

corrected at the time of 

observation and trends will be 

reported tot he facility's monthly 

Safety Committee and Quality 

Assurance Committee.The 

Administrator will monitor 

continued compliance with this 

regulation.

08/17/2012  12:00:00AMK0144Based on record review and 

interview, the facility failed to 

ensure the load testing for the 

past 12 of 12 months indicated a 

load test was conducted under 

operating temperature conditions, 

minimum exhaust gas 

temperatures or not less than 30 

percent of the nameplate rating 

for the diesel powered emergency 

generator set.  Chapter 3-4.4.1.1 

of NFPA 99 requires monthly 

testing of the generator serving 

the emergency electrical system to 

be in accordance with NFPA 110, 

the Standard for Emergency and 

Standby Powers Systems, chapter 

6-4.2.  Chapter 6-4.2 of NFPA 

110 requires generator sets in 

Level 1 and Level 2 service to be 

exercised under operating 

temperature conditions, maintains 

the minimum exhaust gas 

temperatures or not less than 30 

percent of the EPS nameplate 

rating at least monthly, for a 

minimum of 30 minutes.  Chapter 

3-5.4.2 of NFPA 99 requires a 
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written record of inspection, 

performance, exercising period 

and repairs for the generator to be 

regularly maintained and available 

for inspection by the authority 

having jurisdiction.  This deficient 

practice could affect all resident in 

the facility. 

Findings include:

Based on review of the "Monthly 

Generator Full Load Test" log with 

the Maintenance Director and the 

Senior Payroll Coordinator on 

07/18/12 at 12:20 p.m., the 

generator test log showed a 

monthly load test for the previous 

months for a thirty minute 

duration but the log did not 

indicate if the diesel generator 

was exercised under operating 

conditions, maintains the 

minimum exhaust gas 

temperatures or not less than 

thirty percent of the EPS 

nameplate rating.  Based on an 

interview with the Maintenance 

Director at the time of record 

review, he stated but could not 

confirm the generator set ran 

under full load conditions or at 

thirty percent nameplate rating for 
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the monthly load test. 

3.1-19(b)
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