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This plan of correction constitutes 

the written compliance for 

the deficiences cited. However, 

submission of this plan of 

correction is not an admission 

that a deficiency exists or that 

one was cited correctly. This plan 

of correction is submitted to meet 

the requirements established by 

the state and federal law.

 K010000A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  03/04/13

Facility Number:  000548

Provider Number:  155472

AIM Number:  NA

Surveyor:  Mark Caraher, Life Safety 

Code Specialist

At this Life Safety Code survey, Hoosier 

Village was found in substantial 

compliance with Requirements for 

Participation in Medicare, 42 CFR 

Subpart 483.70(a), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC) and 410 IAC 16.2.  

The original building was surveyed with 

Chapter 19,   Existing Health Care 

Occupancies.   

This one story facility was determined to 

be of Type V (111) construction and was 

fully sprinklered except for 1 of 2 closets 

in the 300 Wing shower room.  The 

facility has a fire alarm system with hard 

wired smoke detection in resident 
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sleeping rooms, support rooms and at 

smoke barrier and horizontal exit doors.  

The facility has a capacity of 122 and had 

a census of 72 at the time of this survey.

All areas where residents have customary 

access were sprinklered except for 1 of 2 

closets in the 300 Wing shower room.  

The facility has no detached buildings 

providing facility services.  

Quality Review by Robert Booher, Life 

Safety Code Specialist-Medical Surveyor 

on 03/07/13.

The facility was found in substantial 

compliance with the aforementioned 

regulatory requirements as evidenced by 

the following:
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NFPA 101 

LIFE SAFETY CODE STANDARD 

If there is an automatic sprinkler system, it is 

installed in accordance with NFPA 13, 

Standard for the Installation of Sprinkler 

Systems, to provide complete coverage for 

all portions of the building.  The system is 

properly maintained in accordance with 

NFPA 25, Standard for the Inspection, 

Testing, and Maintenance of Water-Based 

Fire Protection Systems.  It is fully 

supervised.  There is a reliable, adequate 

water supply for the system.  Required 

sprinkler systems are equipped with water 

flow and tamper switches, which are 

electrically connected to the building fire 

alarm system.     19.3.5

Installation of the sprinkler head 

in the one affected closet in the 

300 wing shower room will begin 

on 3/15/13. Work to be 

completed by a contracted 

company and will require a 

factory custom made pipe to join 

existing sprinkler system. 

Therefore, completion is 

projected for 4/5/13. No residents 

were affected. Corrective actions 

taken will be reviewed in the next 

Safety Committee meeting.

04/05/2013  12:00:00AMK010056Based on observation and interview, the 

facility failed to ensure a sprinkler head 

was installed in 1 of 2 shower room 

closets in the 300 Wing shower room to 

provide coverage for all portions of the 

building.  This deficient practice could 

affect 18 residents, staff and visitors in 

the vicinity of the shower room in the 300 

Wing shower room.

Findings include:

Based on observation with the Director of 

Environmental Services during a tour of 

the facility from 11:25 a.m. to 1:20 p.m. 

on 03/04/13, the shower room closet 

nearest the corridor door in the 300 Wing 

shower room was not sprinklered.  Based 

on interview at the time of observation, 

the Director of Environmental Services 

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: QY8621 Facility ID: 000548 If continuation sheet Page 3 of 6



(X1) PROVIDER/SUPPLIER/CLIA

DEPARTMENT OF HEALTH AND HUMAN SERVICES

CENTERS FOR MEDICARE & MEDICAID SERVICES

03/20/2013PRINTED:

FORM APPROVED

OMB NO. 0938-0391

STATEMENT OF DEFICIENCIES

AND PLAN OF CORRECTION  IDENTIFICATION NUMBER:

(X2) MULTIPLE CONSTRUCTION

A. BUILDING

B. WING

(X3) DATE SURVEY

       COMPLETED

NAME OF PROVIDER OR SUPPLIER
STREET ADDRESS, CITY, STATE, ZIP CODE

(X4) ID

PREFIX

TAG

SUMMARY STATEMENT OF DEFICIENCIES

(EACH DEFICIENCY MUST BE PRECEDED BY FULL

REGULATORY OR LSC IDENTIFYING INFORMATION)

PREFIX

TAG

 ID
PROVIDER'S PLAN OF CORRECTION

(EACH CORRECTIVE ACTION SHOULD BE

DEFICIENCY)

(X5)

COMPLETION

DATE
CROSS-REFERENCED TO THE APPROPRIATE

INDIANAPOLIS, IN 46268

155472

01

03/04/2013

HOOSIER VILLAGE

9875 CHERRYLEAF DR

acknowledged the shower room closet 

nearest the corridor door in the 300 Wing 

shower room was not provided with a 

sprinkler head.

3.1-19(b)

3.1-19(ff)
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This plan of correction constitutes 

the written compliance for 

the deficiences cited. However, 

submission of this plan of 

correction is not an admission 

that a deficiency exists or that 

one was cited correctly. This plan 

of correction is submitted to meet 

the requirements established by 

the state and federal law.

 K020000A Life Safety Code Recertification and 

State Licensure Survey was conducted by 

the Indiana State Department of Health in 

accordance with 42 CFR 483.70(a).

Survey Date:  03/04/13

Facility Number:  000548

Provider Number:  155472

AIM Number:  NA

Surveyor:  Mark Caraher, Life Safety 

Code Specialist

At this Life Safety Code survey, Hoosier 

Village was found in substantial 

compliance with Requirements for 

Participation in Medicare, 42 CFR 

Subpart 483.70(a), Life Safety from Fire 

and the 2000 edition of the National Fire 

Protection Association (NFPA) 101, Life 

Safety Code (LSC) and 410 IAC 16.2.  

The nurses station near resident Room 

128 and Room 129 constructed in 2010 

was surveyed with Chapter 18, New 

Health Care Occupancies.

The 2010 addition to the one story facility 

was determined to be of Type V (111) 

construction and was fully sprinklered.  

The facility has a fire alarm system with 

hard wired smoke detection in resident 
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sleeping rooms, support rooms and at 

smoke barrier and horizontal exit doors.  

The facility has a capacity of 122 and had 

a census of 72 at the time of this survey.

All areas where residents have customary 

access were sprinklered except for 1 of 2 

closets in the 300 Wing shower room.  

The facility has no detached buildings 

providing facility services.  

The facility was found in substantial 

compliance with the aforementioned 

regulatory requirements as evidenced by 

the following:
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