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Valve Inspections and Procedures 

NOVEMBER 4, 2010 IURC/PSD 2010 MASTER METER SEMINAR



 192.747  Distribution systems
(a)  Each valve, the use of which may be necessary for the 

f   i   f   di ib i      b   h k d safe operation of a distribution system, must be checked 
and serviced at intervals not exceeding 15 months, but at 
least once each calendar year.   y

(b)   Each operator must take prompt remedial action to 
correct any valve found inoperable, unless the operator co ect a y a e ou d ope ab e, u ess t e ope ato
designates an alternative valve.  
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 All Emergency valves must be placed on 
system maps and identified in written form,  

d h h f li.e. spreadsheet, or another type of listing…

 This applies to below ground system  This applies to below ground‐ system 
isolation valves

 This applies to above ground‐ building 
isolation valves

NOVEMBER 4, 2010 IURC/PSD 2010 MASTER METER SEMINAR



NOVEMBER 4, 2010 IURC/PSD 2010 MASTER METER SEMINAR



NOVEMBER 4, 2010 IURC/PSD 2010 MASTER METER SEMINAR



NOVEMBER 4, 2010 IURC/PSD 2010 MASTER METER SEMINAR


