
  Pipeline Safety Division Investigation Report

UPPAC Database Record ID:  1603

Investigation regarding:  Dan Dickman

Damage Date:  05/08/2010

Damage Address:  614 E Boehringer St

Investigator:  Howard Friend

Telephone:  (317) 232-2717

Report Date:  01/17/2012

City:  Batesville

County:  Ripley

The Parties

Excavator:  Dan Dickman 

Contact:  David A Dickman

Address:  608 Myrtle Place, Batesville, In 47006

Telephone:  (812) 569-8420

Facility Owner:  Batesville Water & Gas

Contact:  Scott Bauer, Gas Utility Operator

Address:  7 N Eastern Avenue, Batesville, IN  47006

Homeowner/Tenant

Pipeline Facility

Facility Type:  Natural Gas

Facility Function:  Service/Drop
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  Pipeline Safety Division Investigation Report

UPPAC Database Record ID:  1603

Investigation regarding:  Dan Dickman

Damage Impact

Injuries:  0

Fatalities:  0

Service Interruption:  Yes

Number of Customers Affected:  1

Repair Cost (if known):  $386

Product release:  Yes

Ignition:  Yes

Excavator Activities

Indiana 811 Locate Request Number:  NA

Excavation Equipment:  Backhoe/Trackhoe

Nature of Excavation:  Drainage

Synopsis:   Damage to 3/4' steel natural gas service during work to install a drainage for a down spout.

Findings:  Reported by utility; excavator signed for initial notice without a date.    Excavator failed to 
provide notice of excavation; damage was caused by mechanized eqipment.

Conclusion:  Excavation occurred without notice and was damaged by mechanized equipment.

Violation:  IC 8-1-26-16(g): Failure to provide notice of excavation.

Violation:  IC 8-1-26-20(b): Failure to maintain two (2) feet clearance with mechanized equipment.

Dan Dickman has no other damage reports in the record.
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lanscaping & drain work & assumed gas service route went a 
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different direction. Service was shut off at main & replaced with 

sb2
Typewritten Text
a pe service from main to meter. There is an automatic charge for service replacement for not calling locates. 
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