Thank you for your letter dated, June 2, 2020 requesting a local variance from Section 591-406,
Chapter 591 of the Indianapolis-Marion County Fire Prevention Code which adopts NFPA 24,
1995 Edition, Section 3, requiring a post indicator valve for a fire service water supply line.

Your request and justifications for a variance from the provisions of Chapter 591-406 is in
compliance with the provision of Section 591-246, Chapter 591 of the Indianapolis-Marion
County Fire Prevention Code which was passed by the City-Council on April 29, 2002 and
signed by Bart Peterson on May 2, 2002, and approved by the Fire Prevention and Building
Safety Commission on May 8, 2002.

Based on the items listed in your letter dated June 3, 2020, a local variance to the above
mentioned Section is granted by the Indianapolis Fire Department. In accordance with the
exception to NFPA 24, Section 3-3.2, a post Indicator valve will not be located 40" away from
the building due to site constraints. The Post Indicator Valve will be placed on the south area
building face.

This approval must be presented to the Fire Prevention and Building Safety Commission as per
IC 22-13-2-7. “The Commission shall review variances granted by a political subdivision to the
fire safety laws and building laws adopted in its ordinances”. This variance is not effective until
it is approved by the Commission. There is no fee but the item must be placed on the
Commission’s agenda. Please contract Denise Fitzpatrick at the Indiana State Fire Prevention
and Building Safety Office 317-232-6213 to place this item on the next Commission meeting
agenda.

If you have any questions, feel free to contact me at 317-327-5529 or margie.bovard@indy.gov

Respectfully
Margie Bovard
Senior Fire Code Plans Examiner

Indianapolis Fire Department.


mailto:margie.bovard@indy.gov

Civil & Environmental Consultants, Inc.

June 2, 2020

Margie Bovard

Indianapolis Fire Department
Fire and Life Safety Division
955 Fort Wayne Avenue
Indianapolis, Indiana 46202

RE: Bottleworks
820 Massachusetts Ave., Indianapolis, IN 46220

Dear Ms. Bovard:

For Bottleworks Phase II, Building 13 located at 820 Massachusetts Avenue, Civil &
Environmental Consultants, Inc. (CEC) is requesting a variance to the Marion County Code
Section 591-406, Section 3-3.2, which requires a post indicator valve 40 feet away from the
proposed building.

With the proposed building footprint consuming over 95 percent of the project parcel, the post
indicator valve would be off the property and in the street for it to be located more than 40 feet
from the proposed building. Therefore, the site constraints make it difficult to achieve the
requirement as stated in Marion County Code Section 591-406, Section 3-3.2. The post indicator
valve will be placed on the building face of Massachusetts Ave. and within close proximity to the
fire dept. connection and fire hydrant.

For these reasons, we are requesting a Local Variance as proposed.

If you have any questions or require additional information, please feel free to contact me at your
convenience.

Sincerely,

CIVIL & ENVIRONMENTAL CONSULTANTS, INC.

B L’g'/mfza.éf

Benjamin Bemis

cc: Aaron Hurt

530 E. Ohio Street, Suite G | Indianapolis, IN 46204 | p: 317-655-7777 f:317-655-7778 | www.cecinc.com
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