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Fire Academy Training System

Mobile Live Fire Trainer

Live Fire Operational Plan
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Executive Director

David Kane
State Fire Marshal
James L. Greeson
State Fire Training Director
John M. Buckman III

The purpose of this manual is to provide policy and procedures for the Safe Operation of the Mobile Live Fire Training prop purchased by the Indiana Department of Homeland Security.

This manual provides guidance for Lead Instructors, Instructors and other staff members who are controlling, organizing and managing the training of Indiana’s Firefighters.

This manual was produced with the assistance of:

Chad Abel

Captain
Fishers Fire Department

Rob Stumpf

Battalion Chief 

Bloomington Fire Department

Chris Walker

District 3 Fire Training Coordinator

Brandon L. Wood

Fire Training Section Chief
State Fire Marshal’s Office

The IFTS is indebted to these persons for their effort and contributions to the training and safety of firefighters participating in the Indiana Firefighter Training System.

For general information on this trailer, please contact:

Brandon L. Wood

Fire Training Section Chief
317-232-2447

BrWood@dhs.in.gov
For webinar information regarding scheduling this prop, as well as others, please visit:
http://www.in.gov/dhs/3642.htm 
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	Lead Instructor Organizational Checklist


	Completed
	Action

	
	Confirm Command Staffing Requirement – complete report

	
	Prepare Live Burn Plan – complete report

	
	Appoint Safety Officer – complete trainer inspection – complete report

	
	Complete Protective Clothing Inspection 

	
	Complete Medical Screening of all participants – complete report

	
	Complete Training Pre-Requisites Report – complete report

	
	Assign someone to complete the trainer setup – complete report

	
	Conduct Instructor Orientation

	
	Conduct Student Orientation

	
	Conduct Training


NO ONE SHALL BE ALLOWED TO MESS WITH ANY CONTROLS AND VALVES ON THE TRAILER !!!
No class “A” material is to be used inside the trailer.  Class “A” materials will clog drain tubes and mess up sensors.  
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Command Staffing Positions

8 Firefighters requires a lead Instructor, Safety Officer and a minimum of one Instructor I. We will not compensate for less than 8 students.

12 Firefighters requires a lead Instructor, Safety Officer and a minimum of two Instructor I’s.
16 Firefighters requires a lead Instructor, Safety Officer and a minimum of three Instructor I’s.


[image: image1]
[image: image10.jpg]




 Live Fire Trainer Inventory
This inventory sheet is to be returned to submitted via Survey Monkey

https://www.surveymonkey.com/s/MobileLiveFireTrainerInventory
	Quantity
	Checked
	Description

	1
	
	53’ MLFT Trailer

	1
	
	Key to Keybox 

	1
	
	Wireless remote control device

	1
	
	Tool bag with assorted tools

	1
	
	Control device w/ cord

	4
	
	30 minute lightweight bottle / Scott SCBA / in case

	2
	
	30 minute lightweight bottle

	10
	
	Traffic Cones

	1
	
	Step Ladder

	1
	
	Exterior Step 1

	1
	
	Exterior Step 2

	1
	
	Exterior Rolling Step

	12
	
	Railings

	1
	
	Ventilation Fan

	1
	
	Smoke Fogger Unit

	1
	
	Smoke Fogger Control w/ Cord

	2
	
	50% LEL Calibration Gas Mix Cans

	1
	
	Container of Fluid for Smoke Fogger

	2
	
	Propane Tanks (Mounted)

	2
	
	Nitrogen Tanks (Mounted) 

	1
	
	Thermal Imaging Camera w/ Power Cord (MSA Evolution 3000)

	1
	
	Information Book for Unit

	1
	
	Portfolio with documents (safety forms, waivers & instructor forms)


NOTE

By filling out the electronic survey, you acknowledge that you have received the Mobile Live Fire Trainer and its contents.  The witness will verify and attest that the trailer and components within are:

· Organized

· Clean

· In good working order 

Note- When trainer leaves a location, a Demobilization inventory is to be completed!

The Demobilization link is located at:

https://www.surveymonkey.com/s/LiveFireTrainerDemobilizationInventory 
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ML1000 – Mobile Structural Fire Trainer Operational Checklist Set-Up Procedures

	Date
	
	Name
	


	Completed
	Action

	
	If unit is transported to training site, ensure it is as level as possible;

	
	Open all doors, generator compartment, propane compartment, equipment rooms, and control room

	
	Setup all stairs and platforms

	
	Inspect the trainer thoroughly for any issues or problems

NOTE any issues or problems and report them to State.

	
	Remove any combustibles from the training compartment

	
	Open both propane cylinder valves;

	
	Record Propane levels in Tank1/Tank 2 and hours on Generator in journal including date and location;

	
	Leak test propane compartments and equipment rooms if unit was transported;

	
	Put regulator on Nitrogen Tank and check level (80 psi);

	
	Check level of mineral oil in smoke generator (add as necessary)(minimum 1 liter/maximum level 4 liters);

	
	Open all propane gas values: four (4) in the Control Room and three (3) at the rear room of the trailer;

	
	If initial set-up, start generator while holding the purge button for approximately 5 seconds; Run the generator for a minimum of 5 minutes with no power load; 

	
	If initial set-up, after 5 minutes turn on circuit breaker to the winch to initialize power for set-up of the Second Floor (Division 2);

	
	After the set-up is complete, turn on all circuit breakers and switches and turn off winch circuit breaker;

	
	Touch Screen on (30 seconds to activate);

	
	Enter PASS Code; MFTS

	
	SPAN CHECK – two sensors at front fireplace and rear fireplace;(initially done each day and sensors must read 45 (Green);

	
	Let unit sit for 30 minutes so gas sensors stabilize;

	
	Return to Main Screen in control room / DORT (Daily Operational Ready Test);

	
	Upon successful completion of DORT, conduct safety inspection of both first and second floors;

	
	Fill pans in all (3) fireplaces; 

	
	After a minimum of two minutes from completing the DORT, place screen in FIRE TRAINING MODE; Ensure extinguisher mode is on (computer driven);

	
	Set parameters for both fire places (extinguishment difficulty and cool down phase);

	
	Ensure FLASHOVER Enabler is on;

	
	Conduct NFPA 1403 Program with students (classroom and trailer);

	
	Medical Screening completed and “Rehab” Group identified;

	
	Incident Command System and Personnel Accountability System in place;

	
	Instructors ready – LET’S TRAIN


	Notes: 

	

	

	

	


NO FOAM

OF ANY TYPE SHALL BE 

USED ON THE TRAINER

ML1000 – Mobile Structural Fire Trainer Operational Demobilization Procedures

	Date
	
	Name
	


	Completed
	Action

	
	Upon completion of training, return touch screen to MAIN MENU

	
	Ensure vent fan is off;

	
	Close Nitrogen supply

	
	Turn smoke off in forward equipment room

	
	Turn key switch off in forward equipment room

	
	INSPECT trainer thoroughly for any issues or problems

NOTE any issues or problems in plan and report them to State.

	
	Inspect remotes for damages (report any damages to State) 

	
	Wait 1 to 2 minutes, then turn all circuit breakers and switches to “OFF” position;

	
	Open all doors and windows to allow for “COOL DOWN” of the interior of the trailer;

	
	After critique with the students and completion of the course evaluations and medical evaluation, prepare interior for transportation if final day of training; Pictures of how to store items for transportation in packet on trainer.

	
	First floor, steps for equipment room and control room placed against rear fireplace (stove) and secured;

	
	First floor, exterior steps placed against walls in front of each fireplace and secured;

	
	Move second floor fireplace pan to first floor against the front fireplace and secured;

	
	Remove and secure in stairwell, handrails for second floor;

	
	If the temperature is below freezing – empty water from burn plans at both front and rear fireplaces.

	
	Turn-on circuit breaker for the winch to lower the second floor;

	
	Second floor, lower main body of the second floor and then secure walls;

	
	Second floor, secure all exterior handrails;

	
	Turn-off circuit breaker for the winch;

	
	Turn off generator;

	
	Close values on both propane cylinder valves;

	
	Close all propane gas valves: three (3) in the Control Room and three (3) at the rear of the trailer.  Two (2) in front area with propane tanks.  If trailer is being transported.

	
	Secure regulator for smoke generator with hand-held operational wand;

	
	Close and lock both windows;

	
	Close and lock all doors, make sure the door latches and  knobs are working properly.

	
	Ensure training ground is clear of trash and debris.

	
	Return keys to tractor driver – if this is the final training event in this district.


	Notes: 

	

	

	

	

	


Mobile Live Fire Trainer Operational 

Demobilization Procedures
When packing the equipment on the trailer for transporting the following procedures must be done to prevent damages to the equipment and trailer.  
	
	An inventory needs to be taken of trainer’s equipment

	
	Any missing item needs to be reported. 

	
	The moveable walls should be secured in place (upright)

	
	SECURE EQUIPMENT.  Make a bin with 3 wall panel & place loose equipment inside bin.  Secure by strapping around wall panel to wall. 

	
	All railings should be tied down with straps to prevent movement

	
	All props should be tied down 

	
	Loose air bottles should be placed in crate and secured along with equipment

	
	All fuel containers need to have caps tightens and strapped down.

	
	Before the doors are shut and locked, PLEASE check to be sure everything is back on the trailer and secured in place.


Lead Instructors are responsible for the State Live Fire Trainer and all paperwork that is required to be filled out for training sessions.  Inspection of the trailer must be performed before and after each training session.  Any issues or problems must be recorded in this plan and reported to Brandon Wood within two (2) days or as soon as possible.
Live Burn Plan

	Date
	
	District
	

	Location
	
	Start Time
	

	Weather Temperature
	
	End Time
	


	Participant Information


	Lead Instructor
	

	Safety Officer
	

	Interior Instructor
	

	Additional Instructor
	

	Additional Instructor
	


	Participating Agencies


	
	

	
	

	
	

	
	


	Participating Firefighters


	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	


Structure Information
General Information:

The Mobile FireTrainer( ML-1000-53 is a fifty-three foot twin axle trailer that is a self-contained, live fire trainer system used to conduct training of firefighters and emergency rescue personnel in live-fire situations.  The system is designed and manufactured by Kidde Fire Trainers, Inc. and owned by the Indiana Department of Homeland Security.  Delivery of the unit was accepted by the State in 2008.  The trainer is a system that generates propane gas fueled fires under the control of a PLC and an instructor.  The simulator simulates Class A and B type fires. 
The trainer consists of a 53’L x 8’5”W x 13’3”H steel structure on a US DOT compliant 5th wheel trailer, two 100 gal. LP propane tanks, a tri-fuel 20 hp generator, a control room, plant room and a large burn room.  The site the structure sits on will be described later in this document.

The burn room consists of an on-board rear smoke generations system, a re-configurable training maze, with two fireplace pan assemblies.  The front fireplace pan assembly is equipped with a rollover effect that will produce a flame that extends across the ceiling.
The structure contains two doors for entrance and egress and two windows on the first floor.  The structure contains a stairway in the forward end of the trailer for access to a second story structure that is collapsible for transport.  A portable Class A crib is used in the collapsible second story structure to produce Class A smoke.  This is NOT intended to create a large free-burning fire.

For more information on the structure, refer to the Operation and Maintenance Manual provided by Kidde Fire Trainers.
Doors:  All doors open outward and are equipped with panic hardware.

Windows:  All windows open outward and should be checked prior to the burn.

Hazards

Trip/ Fall Hazards:  

· Tripping hazards created by the steps affixed to the outside of the trailer.

· Use caution when operating on the roof.  There are handrails and chains that should be in place to prevent falls.

· When laddering the building, be cautious of the surface the foot of the ladder is resting on. 

· General equipment on and around the structure should be moved to a staging area when possible..

· Interior stairs may become a fall hazard in decreased visibility.

Heat Exhaustion

· Extended exposure to the heat of the open flame may cause heat exhaustion.

· The structure will retain heat for some time after the fire is extinguished.

· Weather may be a factor in heat injuries (See weather forecast)

Metal Parts:  

· Touching hot surfaces without protective equipment may cause burn injuries.

· Sharp edges may cause cuts/ lacerations.

Open Flame
· Standing up in the structure during burn evolutions may result in burn injuries.
· Working over the burn pans may result in burn injuries if ignition occurs.
· Full PPE and SCBA are required while burners are operational.  Respiratory injuries may occur if exposed to heated air within the structure.
Doors and Windows
· Be sure that all windows and doors are unlocked during evolutions.

Water Supply
The above structure best fits into Occupational Hazard Class 5 and is most similar to a Type II structure (co-efficient 0.75). 
Fire Supply Formula

	53’(L) x 8’(W) x  13(H) x 0.75
	= 826.8 gallons

	5
	

	50% contingencies =  413.4 gallons
	

	Total Water Supply = 1240.2 gallons
	


Fire Flow Requirement
	53’(L) x 8’(W) 
	= 141.3 gpm

	3
	

	50% contingencies =  70.6 gpm
	

	Total Fire Flow Requirement = 212 gpm
	


The following water supply and pumping resources should be on hand dedicated to the training event:

· (2) apparatus- each capable of delivering a minimum of 250 gallons per minute

· Water supply- a minimum of 1250 gallons supply available (Split between both apparatus).  

The presence of a hydrant does not preclude the need for the above water supply.  However, it is recommended that a hydrant be used for the primary water source when available.

No class “A” material is to be used inside the trailer.  Class “A” materials will clog drain tubes and mess up sensors.  

	Describe the water supply and delivery capabilities being used for this training evolution (Include the location of the closest hydrant).

	


	Designated Parking Areas

	If certain disciplines are not participating mark n/a in the box.


	In Service Apparatus:

	

	EMS:
	

	Law Enforcement:
	

	POVs:
	

	Media:
	


	Communications

	If certain disciplines are not participating mark n/a in the box.


	Dispatch Agency

	

	Talk Groups/Frequency Assigned
	

	Talk Groups/Frequency Assigned
	

	POVs:
	

	Media:
	


	Firefighter Injuries

	Any firefighter injury that requires treatment shall be appropriately documented on the local jurisdiction patient care report. The injury report shall be filed to the IFTS within 24 hours by calling 800-666-7784.
An injury requiring hospitalization shall be reported within 4 hours to Chief John Buckman at 317-417-3695.


Evacuation Procedures

Any participant, student or instructor, may initiate an evacuation by pushing one of the two emergency shut off buttons located next to the doors.
In the event of an emergency, an evacuation of the structure should be ordered using the following signal:

· 3 long blasts from the air horn

· An evacuation announcement over the radio (to be done by the dispatch center if possible and appropriate in the locale)

· Verbal announcements done by instructors and safety officer
All students and instructors should immediately report to the primary pump for personnel accountability report.

In the event of an emergency, contact appropriate help immediately.  The procedure for initiating a emergency response should be discussed with local jurisdiction prior to the start of the training session.


	Safety Officer Checklist

	Must be completed for each drill session conducted.


	Date
	
	Safety Officer
	

	Time Started
	
	Time Stopped
	


	Yes
	No
	Action

	
	
	Ensure the Burn Plan (including weather forecast, heat index/ wind chill) has been completed by the Instructor in charge.

	
	
	Ensure all training paperwork/ forms filled out by students and instructors have been completed and collected.

	
	
	Complete the Safety Briefing with all students and instructors.

	
	
	Confirm baseline vitals (including blood pressure) have been taken on all participants and the information has been documented.

	
	
	Ensure the training site and interior of trailer are free from debris and trip/fall hazards.

	
	
	Ensure the training site has appropriate lighting (if necessary).

	
	
	Perform a walkthrough of the entire trailer including the top catwalk and ensure:

	
	
	All doors and window are unlocked.

	
	
	Manual system shut-down buttons work (check for lights, horn, fan).

	
	
	Safety rails, chains, and pins are all in place and secure.

	
	
	Ensure an accountability system is being used and is accurate for each evolution.

	
	
	Ensure instructors have completed all pre-burn safety checks and the pre-training burn.

	
	
	Complete water supply safety checks:

	
	
	At least 1250 gallons of water are on site ready for use. 

	
	
	Water supplied is from two separate sources.

	
	
	All hose lines are adequately pressurized and without kinks

	
	
	Ensure a rehab area has been designated in an appropriate area and all participants rotate through rehab.




	
	
	Ensure use of Personal Protective Equipment including but not limited to:

	
	
	PPE Ensemble (Pant, gloves, coat, hood, boots, helmet, etc.) 

	
	
	SCBA

	
	
	Personal Alarm Devices (PASS)

	
	
	Coordinate the lighting of fires with the Instructor in charge.

	
	
	Supervise additional safety personnel as needed.

	
	
	Ensure all participants are accounted for before and after each evolution.

	
	
	Document any unusual conditions or events that occur during training, including any prop damage.

	
	
	Document any injuries incurred and treatment rendered.


	Explain ALL NO answers above in the space below.

	




Safety Briefing

These principles guide your decisions:
· Begin every response with the assumption that you can make a positive difference in the outcome.

· Risk a lot to save savable lives.

· Risk a little, and in a calculated manner to save savable property.

· Risk nothing trying to save lives and property that are already lost.

Organizational priorities are:

1. Safety

2. Quick and effective service.

3. Be nice.

Observe the following safety behaviors:

· Think.

· Drive defensively.

· Drive slower than faster.

· At intersections: if you can’t see, stop.

· Don’t run for a moving rig.

· ALWAYS wear your seatbelt.

· Wear full protective clothing and SCBA.

· Don’t ever breathe smoke.

· Attack with a sensible level of aggression.

· Always work under a command – no freelancing!

· Keep your crew together.

· Maintain communications link to command.

· Always have an escape route (hoseline / lifeline).

· Never go beyond your air supply.

· Use a big enough and long enough hoseline.

· Evaluate the hazard – know the risk that you are taking.

· Follow Standard Operating Guidelines – know and be part of the plan.

· Vent early and vent often.

· Provide lighting for your work area.

· If it’s heavy, get help.

· Always watch your fireground position.

· Look and listen for signs of collapse.

· Rehab fatigued members – assist stressed members.

· Pay attention at all times.

· Everybody takes care of everybody else.

	Training Prerequisite Statement

	In accordance with NFPA 1403, the Indiana Firefighter Training System requests that you complete the following form for live fire training that will take place hosted by the IFTS.  

Please list the names of the firefighters that will be attending.  Additions to this list must be made prior to participation in the training evolutions.

This acknowledgement serves as proof to the Indiana Fire Firefighter Training System that each individual has received training in the following areas. If you are certified at the mandatory or Firefighter I level you exceed these requirements.


	· Safety
	· Fire Behavior

	· Portable Extinguishers
	· Personal Protective Equipment

	· Ladders
	· Fire Hose, Appliances and Streams

	· Overhaul
	· Water Supply

	· Ventilation
	· Forcible Entry


	Firefighter Name (Print)
	Firefighter Name (Signature)

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	Firefighter Name (Print)
	Firefighter Name (Signature)

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	

	
	




Live Burn Injury/Accident Report

	Date  of Training
	
	Start Time of Training
	

	Time  of Incident
	
	Location / City
	

	Total Personnel
	
	# of Personnel Involved
	


	Patient Transported to Hospital
	Yes
	
	No
	

	Insurance Company Notified
	Yes
	
	No
	

	Fire Chief Notified
	Yes
	
	No
	

	Equipment Secured
	Yes
	
	No
	

	Protective Clothing Secured
	Yes
	
	No
	

	Burn Plan Document Secured
	Yes
	
	No
	

	Local EMS Patient Care Report Completed
	Yes
	
	No
	

	Photographs
	Yes
	
	No
	


	Who is the Lead Investigator for this accident?
	

	Who was notified at Insurance Company?
	

	Name of Hospital
	

	Fire Chief Name
	

	Where is equipment secured?
	

	Where is burn plan secured?
	


	Staff Position Established


	Lead Instructor Name
	

	Safety Officer Name
	

	Interior Instructor Name
	

	Exterior Instructor Name
	

	Instructor Name
	


	Firefighter Injuries

	The injury report shall be filed to the IFTS within 24 hours by calling 800-666-7784. An injury requiring hospitalization shall be reported within 4 hours to Chief John Buckman at 317-417-3695.


	Nature of Injury – check one below


	Strain/Sprain
	
	Contusion
	
	Burn
	
	Abrasion
	
	Laceration
	

	
	
	
	
	
	
	
	
	
	


	If none of the above – please explain below

	


	Cause of Injury - check one below


	Fall from Equipment
	
	Heat
	

	Overheated
	
	Exhaustion
	

	Equipment Failure
	
	
	


	If none of the above – please explain below

	

	

	


	Please provide a narrative of actions taken – cause of incident.

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	


	Please provide a narrative of how this accident can be prevented in the future.

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	

	




Live Burn Personnel Medical Evaluation Form
	Name
	
	Age
	
	Sex
	
	Today’s Date
	


	Current Resting BP
	
	Current Resting Pulse
	


	When was your last medical exam with a physician?
	Month
	
	Year
	


	Emergency Contact
	
	Cell Phone
	

	Fire Chief Name
	
	Cell Phone
	


Please check YES or NO.

	YES
	
	NO
	
	

	
	
	
	
	1.  Are you a male over 45 years of age?

	
	
	
	
	2.  Are you a female over 55 years of age?

	
	
	
	
	3.  Has anyone in your immediate family (parents/brothers/sisters) had a heart attack, stroke, or cardiovascular disease before the age 55?

	
	
	
	
	4.  Are you a diabetic?

	
	
	
	
	5. Has a physician ever told you or are you aware you have high blood pressure?

	
	
	
	
	6.  Do you have a history of heart problems or ever been told you have a heart murmur?

	
	
	
	
	7. Do you feel pain or discomfort in your chest or with exercise

	
	
	
	
	8.  Do you ever lose consciousness or have you ever lost control of your balance due to dizziness?

	
	
	
	
	9.  Do you ever experience unusual fatigue or shortness of breath with normal daily activities?

	
	
	
	
	10.  Do have any type of pulmonary or breathing problems such as asthma, emphysema or chronic obstructive pulmonary disease (COPD)?

	
	
	
	
	11.  Have you ever had a stroke?

	
	
	
	
	12.  When was your last medical physical from your physician?__________

	
	
	
	
	13.  Do you ever feel your heart race uncontrollably or “skip” a beat?




Liability Waiver Form

for

Training using the “Live Burn Trailer”

I, __________________________,  understand that the Indiana Department of Homeland Security (“IDHS”), its employees and agents are not responsible for and will not be liable for any injury to myself or my property that may occur in connection with my participation in training using the “Live Burn Trailer” and I hereby agree to indemnify and hold harmless the State of Indiana, IDHS from loss, liability, damage or cost, including attorneys’ fees and costs of litigation I may incur due to my participation in training using the “Live Burn Trailer”.

I understand that my remedies in the event that I am injured due to my participation in training using the “Live Burn Trailer” are workers’ compensation, if I am participating in the training as part of my employment, or other medical insurance that may be available to me as a volunteer or career firefighter.

Signature _____________________________________________

Date ________________ Printed Name:______________________________________
FDID No or FD Name __________________________ PSID # ___________________

Facial Hair Policy in Contact with SCBA Use

A.  Individuals with facial hair that could interfere with the seal of the SCBA face piece will not be allowed to participate in an examination or training that could require the use of an SCBA.  This policy is in accordance with NFPA 1500, Fire Department Occupational Safety and Health Programs, 1997 Edition, and Section 5-3.10: “Members who have a beard or facial hair that any point where the SCBA face piece is designed to seal with the face, or hair that could interfere with the operation of the unit, shall not be permitted to use respiratory protection at emergency incidents or in hazardous or potentially hazardous atmospheres.  These restrictions shall apply regardless of the specific fit test measurement that can be obtained under test conditions.” 
B.  NFPA 1500 followed the ruling regarding facial hair and SCBA or respirator use that was issued in February 1990 by the Directorate of Compliance Programs, Occupational Safety and Health Administration, U.S. Department of Labor: 29 CFR 1910.134(e)(5)(i).  




SCENARIO

Monday, 4:52pm. Fire units requested to 456 West Buckman Dr. for a fire in the kitchen.

Instructor Notes: enter on passenger side of structure, fire location rear

passenger side corner

Monitor fire attack group for

· Full PPE/SCBA

· Choose appropriate size line

· Charging of line prior to entry

· Bleeding of line/nozzle pattern appropriate

· Both members on same side of line

· Communication of plan

· Sound floor prior to entry

· Maintain crew integrity/accountability

· Coordinated movement through the structure/movement of hoseline (not shorting themselves)

· Communication of benchmarks

Variations:

Time of day, presence of victims (search and rescue component), point of entry,

ventilation component

Safety Message:

· Interior structural fire attack requires full SCBA and PPE for everyone operating in the hot zone

· Conduct a conscious risk benefit analysis for the safety of firefighters

· Do not risk your life for a building or property.

· Complete a 360 degree survey before committing personnel to interior / offensive operations.



SCENARIO

Wednesday, 8pm, 7654 Abel Way house filling with smoke, owner is

evacuating.

Instructor Notes: enter from roof of structure, fire location front drivers side

corner

Fire Attack Group

· Full PPE/SCBA

· Choose appropriate size line

· Charging of line prior to entry (IMPERATIVE FOR BASEMENT FIRES)

· Bleeding of line/nozzle pattern appropriate

· Both members on same side of line

· Communication of plan

· Sound floor prior to entry

· Maintain crew integrity/accountability

· Coordinated movement through the structure/movement of hoseline (not shorting themselves)

· Communication of benchmarks

· Protection of interior stair is PARAMOUNT

· Ventilation is critical for these types of fires

· Closer contact among members must be maintained in cellar fires due to limited egress

· Extension is highly probable in cellar fires variations:

· Time of day, point of entry, ventilation component

Safety Message:

· Cellar fires present a unique set of hazards to FF’s.

· Complete a 360 degree survey before committing personnel to interior / offensive operations.

· Likely to be littered with debris

· One means of ingress/egress

· Whenever possible, firefighters should extinguish the fire w/ a cellar nozzle or other means without committing personnel to the cellar.

SCENARIO

Thurday 8:32 pm, Fire units requested to 1234 Walters Blvd. a neighbor advises there is smoke coming from the house next door.

Instructor Notes: enter from roof of structure, first fire location rear passenger side, group will perform search for a victim located in rear area.  Once located, second fire will be lit located front driver side with rollover blocking entrance.  Firefighters must fight there way back out with victim.  
Fire Attack Group

· Full PPE/SCBA

· Choose Appropriate Size Line

· Charging Of Line Prior To Entry

· Bleeding Of Line/Nozzle Pattern Appropriate

· Both Members On Same Side Of Line

· Communication Of Plan

· Sound Floor Prior To Entry

· Maintain Crew Integrity/Accountability

· Coordinated Movement Through The Structure/Movement Of Hoseline (Not Shorting Themselves)

· Communication Of Benchmarks

Search: maintain integrity, communicate, systematic search pattern, most

likely locations: behind doors, near beds, etc.


Variations: time of day, point of entry, ventilation component, victim

present or not

Safety Message:

· Risk a lot to save a lot, FF’s will take calculated risk to save a life.

· Search crews must have systematic approach

· Check behind doors, beneath windows, on/near/under beds for victims.

· Crews must maintain crew integrity – stay together

· Complete a 360 degree survey before committing personnel to interior / offensive operations.
· Firefighters need to be aware of escape routes through doors on main level if needed.  
· The session is complete once group is at stairs.  Do not drag victim up stairs. 
SCENARIO

Wednesday, 8pm, 7654 Abel Way house filling with smoke, owner is

evacuating.

Instructor Notes: Enter rear driver’s side door and perform a search of main floor.  Team would advance up stairway to locate victim in second floor room.  Team   As team is retreating with victim down stairway, the front fire and rollover is lit   Team will fight their way back to the exit.  Rear fire will be lit as team reaches middle of room on main floor.  
Fire Attack Group

· Full PPE/SCBA

· Choose appropriate size line

· Charging of line prior to entry (IMPERATIVE FOR BASEMENT FIRES)

· Bleeding of line/nozzle pattern appropriate

· Both members on same side of line

· Communication of plan

· Sound floor prior to entry

· Maintain crew integrity/accountability

· Coordinated movement through the structure/movement of hoseline (not shorting themselves)

· Communication of benchmarks

· Protection of interior stair is PARAMOUNT

· Ventilation is critical for these types of fires

· Closer contact among members must be maintained in cellar fires due to limited egress

· Extension is highly probable in cellar fires variations:

· Time of day, point of entry, ventilation component

Safety Message:

· Cellar fires present a unique set of hazards to FF’s.

· Complete a 360 degree survey before committing personnel to interior / offensive operations.

· Likely to be littered with debris

· One means of ingress/egress

· Whenever possible, firefighters should extinguish the fire w/ a cellar nozzle or other means without committing personnel to the cellar.
· Firefighters need to be aware of escape routes through doors on main level if needed.  
· The session is complete once group is at stairs.  Do not drag victim up stairs. 



SCENARIO

Saturday 2:32 am, 1234 E Walker Ct. Fire units requested to 1234 Walker Ct. a neighbor advises there is smoke coming from the house next door.

Instructor Notes: Enter on drivers side of structure, fire location front drivers side corner

(victim present)
Fire Attack Group

· Full PPE/SCBA

· Choose Appropriate Size Line

· Charging Of Line Prior To Entry

· Bleeding Of Line/Nozzle Pattern Appropriate

· Both Members On Same Side Of Line

· Communication Of Plan

· Sound Floor Prior To Entry

· Maintain Crew Integrity/Accountability

· Coordinated Movement Through The Structure/Movement Of Hoseline (Not Shorting Themselves)

· Communication Of Benchmarks

Search: maintain integrity, communicate, systematic search pattern, most

likely locations: behind doors, near beds, etc.


Variations: time of day, point of entry, ventilation component, victim

present or not

Safety Message:

· Risk a lot to save a lot, FF’s will take calculated risk to save a life.

· Search crews must have systematic approach

· Check behind doors, beneath windows, on/near/under beds for victims.

· Crews must maintain crew integrity – stay together

· Complete a 360 degree survey before committing personnel to interior / offensive operations.



SCENARIO

Monday, 11:30 am Units requested to 987 Robbs Lane for a structure fire.

repeat.

Instructor Notes: enter on drivers side of structure, fire location front drivers side

corner (as nozzle team advances, instructor activates rollover effect)

Fire Attack Group

· Full PPE/SCBA

· Choose appropriate size line

· Charging of line prior to entry

· Bleeding of line/nozzle pattern appropriate

· Both members on same side of line

· Communication of plan

· Sound floor prior to entry

· Maintain crew integrity/accountability

· Coordinated movement through the structure/movement of hoseline (not shorting themselves)

· Communication of benchmarks

WHEN ROLLOVER OCCURS, INSTRUCTOR SHOULD OBSERVE FIRE

ATTACK GROUP FOR HESITATION, INDICATING AN UNDERSTANDING OF

THE GRAVITY OF A ROLLOVER EVENT, AS WELL AS DIRECTION OF FIRE

STREAM AT THE CEILING TO COOL THE AREA PRIOR TO CONTINUING

THEIR ADVANCE.

Variations: Time of day, point of entry, ventilation component, victim present / not present

Safety Message:

· Complete a 360 degree survey before committing personnel to interior / offensive operations.

· Hostile fire events such as rollover, flashover, back draft etc. can happen rapidly in today’s lightweight constructed buildings.
· FF’s must have a thorough understanding of fire behavior and what to do when encountering the signs of an impending hostile fire event. 
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Safety Officer Check Report Page 1 of 2








Safety Officer Check Report Page 2 of 2
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NO FOAM OR CLASS “A” MATERIALS 


OF ANY TYPE 


IS TO BE 


USED IN THE TRAINER
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Revision- July 2015 Live Burn Training Plan – Mobile Live Fire Trainer

Lead Instructor Selects Instructors,  Lead Evaluator, Evaluators, Proctor

Develop Schedule of Final Practical Skill Session and Evaluators

Academy Training Staff will conduct the T-t-T for Instructional Staff

Order Disposable Supplies

Register Course at Indianafiretraining.com

Develop Marketing Plan

Develop Schedule For Practical Skills Sessions and Instructors

Develop Schedule for Classroom Sessions

Coordinate with District Coordinator for Prop

Initial Course Planning Session Meeting

Select Location for Practical skill Sessions

Select Location for Classroom Sessions

Lead Evaluator Conduct an Orientation Session for Evaluators

Conduct the Final Practical Skills Examination

Create Invoice for Staff/Supplies

Develop Logistical Layout of Practical Skill Examination

Prepare for movement

Develop Schedule/Logistical Layout of Practical Skill Training

General Course Planning Template



Approval of Academy Training Staff

Conduct A Debrief for All Staff Involved / Demobilize prop
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