NOTES:

1. Alternate 8" x 8" x 1/2" square plate tapped and welded to the anchor bolt may be substituted for bent anchor bolt.

2. Bolt circle, b, shall allow clearance for the plate washer. Cutting or trimming the washer will not be allowed.


4. A tooled line or other type of permanent marking shall be provided on the top of the foundation to indicate the direction of the conduits.