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GENERAL NOTES

1. Shop drawings shall be submitted on lightning
rod and connection details. Drawings are for
informational purposes only. Only one lightning
rod is required per structure.

Grounding rod must be located a min. of 6 ft
from base at a min. of 2 ft below grade.

For bonding plate detail, see Standard Drawing
No. E 807-LTLR-02.
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NOTES

(D) See Standard Drawing E 807-LTLR-02 for Detail A.
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